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ABB AC500 

Supported Series: ABB AC500 

HMI Setting: 

Parameters Recommended Options Notes 

PLC type ABB AC500  

PLC I/F RS485 2W RS232/RS485 2W / Ethernet  

Baud rate 19200   

Data bits 8   

Parity Even   

Stop bits 1   

PLC sta. no. 0   

Port no. 502  Ethernet 

Device Address: 

Bit/Word Device type Format Range Memo 

B MX0 DDDDo 0 ~ 81917 %MX0.0.0 ~ 0.8191.7 

W MW0 DDDDD 0 ~ 32767 %MW0.0 ~ 0.32767 

W MW1 DDDDD 0 ~ 32767 %MW0.1 ~ 1.32767 

DW MD0 DDDDD 0 ~ 16383  

DW MD1 DDDDD 0 ~ 16383  

Wiring Diagram: 

RS-232 9P D-Sub (Diagram 1 ~ Diagram 3) 

Diagram 1 

cMT Series cMT3151 

eMT Series eMT3070 / eMT3105 / eMT3120 / eMT3150 

MT-iE MT8073iE / MT8102iE 

MT-XE MT8092XE 

MT-iP MT6103iP 
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HMI  PLC 

 COM1 COM3  RS232 

9P D-Sub 

Female 
RS485 2W 

9P Female 

RS485 2W 

9P Female 

Rx 2 8  2 TX 

Tx 3 7  3 RX 

GND 5 5  5 GND 

 

 

Diagram 2 

cMT Series cMT-SVR 

mTV mTV 

MT-iE MT8070iE / MT6070iE / MT8100iE / MT8121iE / MT8150iE / 

MT8071iE / MT6071iE / MT8072iE / MT6072iE / MT8073iE / 

MT8101iE / MT8102iE / MT8103iE  

MT-XE MT8121XE / MT8150XE / MT8090XE 

 

HMI 
 

 

 

 

 

PLC 

 COM1 RS232 

9P D-Sub 

Female 
RS232 

9P Female 

Rx 2 2 TX 

Tx 3 3 RX 

GND 5 5 GND 

 

 

Diagram 3 

MT-iE MT8050iE 

MT-iP MT6051iP / MT6071iP / MT8071iP 
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HMI 
 

 

 

 

 

PLC 

 COM1 RS232 

9P D-Sub 

Female 
RS232 

9P Female 

Rx 9 2 TX 

Tx 6 3 RX 

GND 5 5 GND 

 

RS-485 2W 9P D-Sub (Diagram 4 ~ Diagram 9) 

Diagram 4 

cMT Series cMT3151 

eMT Series eMT3070 / eMT3105 / eMT3120 / eMT3150 

 

HMI  PLC 

 COM1 COM3  RS485 2W  

9P D-Sub 

Female 
RS485 2W 

9P Female 

RS485 2W 

9P Female 

Data- 1 6  8 Data- 

Data+ 2 9  3 Data+ 

GND 5 5  5 GND 

 

 

Diagram 5 

cMT Series cMT-SVR 

mTV mTV 

 

HMI  PLC 

 COM2 COM3  RS485 2W  

9P D-Sub 

Female 
RS485 2W 

9P Female 

RS485 2W 

9P Female 

Data- 7 4  8 Data- 

Data+ 6 1  3 Data+ 

GND 5 5  5 GND 
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Diagram 6 

MT-iE MT8070iE / MT6070iE / MT8100iE / MT8121iE / MT8150iE 

MT-XE MT8121XE / MT8150XE 

 

HMI  PLC 

 COM1 COM3  RS485 2W  

9P D-Sub 

Female 
RS485 2W 

9P Male 

RS485 2W 

9P Male 

Data- 1 7  8 Data- 

Data+ 2 8  3 Data+ 

GND 5 9  5 GND 

 

 

Diagram 7 

MT-iE MT8071iE / MT6071iE / MT8072iE / MT6072iE / MT8073iE / 

MT8101iE / MT8102iE / MT8103iE 

MT-XE MT8090XE / MT8092XE 

MT-iP MT6103iP 

 

HMI  PLC 

 COM2 COM3  RS485 2W  

9P D-Sub 

Female 
RS485 2W 

9P Male 

RS485 2W 

9P Male 

Data- 1 6  8 Data- 

Data+ 2 9  3 Data+ 

GND 5 5  5 GND 

 

 

Diagram 8  

MT-iE MT8050iE 

MT-iP MT6051iP  
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HMI  PLC 

 COM1 COM3  RS485 2W 

9P D-Sub 

Female 
RS485 2W 

9P Female 

RS485 2W 

9P Female 

Data- 1 7  8 Data- 

Data+ 2 8  3 Data+ 

GND 5 5  5 GND 

 

 

Diagram 9  

MT-iP MT6071iP / MT8071iP  

 

HMI 
 

 

 

 

 

PLC 

 COM2 RS485 2W 

9P D-Sub 

Female 
RS485 2W 

9P Male 

Rx- 1 8 Data- 

Rx+ 2 3 Data+ 

Tx- 5 5 GND 

 

 

Diagram 10 

Ethernet cable: 
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ABB NextMove ES 

Supported Series: ABB NextMove ES 

HMI Setting: 

Parameters Recommended Options Notes 

PLC type ABB NextMove ES  

PLC I/F RS232   

Baud rate 9600 9600~115200  

Data bits 8   

Parity None   

Stop bits 1   

PLC sta. no. 2 0~127  

Device Address: 

Bit/Word Device type Format Range Memo 

DW COMMS_Int_Bit DDDdd 100 ~ 25531  

DW COMMS DDD 1 ~ 255 Float 

 DW COMMS_Int DDD 1 ~ 255 Int 

Wiring Diagram: 

RS-232 9P D-Sub (Diagram 1 ~ Diagram 3) 

Diagram 1 

cMT Series cMT3151 

eMT Series eMT3070 / eMT3105 / eMT3120 / eMT3150 

MT-iE MT8073iE / MT8102iE 

MT-XE MT8092XE 

MT-iP MT6103iP 
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HMI 

 PLC 

 COM1 COM3  RS232 

9P D-Sub 

Female 
RS232 

9P Female 

RS232 

9P Female 

Rx 2 8  3 TX 

Tx 3 7  2 RX 

GND 5 5  5 GND 

 

 

Diagram 2 

cMT Series cMT-SVR 

mTV mTV 

MT-iE MT8070iE / MT6070iE / MT8100iE / MT8121iE / MT8150iE / 

MT8071iE / MT6071iE / MT8072iE / MT6072iE / MT8073iE / 

MT8101iE / MT8102iE / MT8103iE  

MT-XE MT8121XE / MT8150XE / MT8090XE 

 

HMI 
 

 

 

 

 

PLC 

 COM1 RS232 

9P D-Sub 

Female 
RS232 

9P Female 

Rx 2 3 TX 

Tx 3 2 RX 

GND 5 5 GND 
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Diagram 3 

MT-iE MT8050iE 

MT-iP MT6051iP / MT6071iP / MT8071iP 

 

HMI 
 

 

 

 

 

PLC 

 COM1 RS232 

9P D-Sub 

Female 
RS232 

9P Female 

Rx 9 3 TX 

Tx 6 2 RX 

GND 5 5 GND 
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ABB TOTALFLOW FCU 

Supported Series: ABB TOTALFLOW FCU 

Website: http://new.abb.com/us 

HMI Setting: 

Parameters Recommended Options Notes 

PLC type ABB TOTALFLOW FCU  

PLC I/F Ethernet   

Port no. 10000   

PLC sta. no. 0   

Device Address: 

Bit/Word Device type Format  Range Memo 

B BIT DDD.DDD.DDDD 0 ~ 255.748.3647  

B W_BIT DDD.DDD.DDDDdd 0 ~ 255.748.364715  

Byte BYTE DDD.DDD.DDDD 0 ~ 255.748.3647  

W WORD DDD.DDD.DDDD 0 ~ 255.748.3647  

DW DWORD DDD.DDD.DDDD 0 ~ 255.748.3647  

W STRING DDD.DDD.DDDD 0 ~ 255.748.3647  

Wiring Diagram: 

Diagram 1 

Ethernet cable: 

 

http://new.abb.com/us
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Altus ALNET-I 

Supported Series: Altus SeriesMode PO3042, PO3142, PO3242, PO3342, PL103, PL104, 

PL105, QK800, QK801, QK2000. 

HMI Setting: 

Parameters Recommended Options Notes 

PLC type Altus ALNET-I  

PLC I/F RS232   

Baud rate 9600    

Data bits 8   

Parity Even   

Stop bits 1   

PLC sta. no. 0   

Device Address: 

Bit/Word Device Type Format Range Memo 

  B M_Bit DDDDh 0 ~ 1023f Memories 

  B A DDDh 0 ~ 511f Auxiliary Relays 

  B E DDDh 0 ~ 511f Input Relays 

  B D_Bit DDDDdd 0 ~ 102331 Decimals 

  B F_Bit DDDDdd 0 ~ 102331 Reals 

  B I_Bit DDDDdd 0 ~ 102331 Integers 

  B S DDDh 0 ~ 511f Output Relays 

  W M DDDD 0 ~ 4096 Memories 

  DW D DDDD 0 ~ 4096 Decimals 

  DW F DDDD 0 ~ 1023 Reals 

  DW I DDDD 0 ~ 1023 Integers 

  W TM HHHH 0 ~ ffff* Memory Tables 

  DW TD HHHH 0 ~ ffff* Decimal Tables 

  DW TF HHHH 0 ~ ffff* Real Tables 

  DW TI HHHH 0 ~ ffff* Integer Tables 

Note: The formats of TM, TD, TF and TI in PLC software are represented as TXA[B]. ñXò can be M, D, F, or I. 

The address range of B is 0~FF, and A is 0~FF. The device type is AABB, and the range depends on the 

PLC settings. 

For example: Model PO3242, range of ñAò is ò0ò and range of ñBò is 0 ~ 7. 
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Wiring Diagram: 

PLC PO3042, PO3142, PO3242, PO3342: RS-232 8P RJ45 (Diagram 1 ~ Diagram 3) 

Diagram 1  

cMT Series cMT3151 

eMT Series eMT3070 / eMT3105 / eMT3120 / eMT3150 

MT-iE MT8073iE / MT8102iE 

MT-XE MT8092XE 

MT-iP MT6103iP 

 

HMI  PLC 

 COM1 COM3  
RS232 

8P RJ45 
RS232 

9P Female 

RS232 

9P Female 

Rx 2 8  2 TX 

Tx 3 7  3 RX 

GND 5 5  5 GND 

Diagram 2 

cMT Series cMT-SVR 

mTV mTV 

MT-iE MT8070iE / MT6070iE / MT8100iE / MT8121iE / MT8150iE / 

MT8071iE / MT6071iE / MT8072iE / MT6072iE / MT8073iE / 

MT8101iE / MT8102iE / MT8103iE  

MT-XE MT8121XE / MT8150XE / MT8090XE 

 

HMI 
 

 

 

 

 

PLC 

 COM1 
RS232 

8P RJ45 
RS232 

9P Female 

Rx 2 2 TX 

Tx 3 3 RX 

GND 5 5 GND 
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Diagram 3 

MT-iE MT8050iE 

MT-iP MT6051iP / MT6071iP / MT8071iP 

 

HMI 
 

 

 

 

 

PLC 

 COM1 
RS232 

8P RJ45 
RS232 

9P Female 

Rx 9 2 TX 

Tx 6 3 RX 

GND 5 5 GND 

 

 

PLC PL103, PL104, PL105: RS-232 9P D-Sub (Diagram 4 ~ Diagram 6) 

Diagram 4  

cMT Series cMT3151 

eMT Series eMT3070 / eMT3105 / eMT3120 / eMT3150 

MT-iE MT8073iE / MT8102iE 

MT-XE MT8092XE 

MT-iP MT6103iP 

 

HMI  PLC 

 COM1 COM3  RS232 

9P D-Sub 

Male 
RS232 

9P Female 

RS232 

9P Female 

Rx 2 8  7 TX 

Tx 3 7  1 RX 

GND 5 5  5 GND 
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Diagram 5 

cMT Series cMT-SVR 

mTV mTV 

MT-iE MT8070iE / MT6070iE / MT8100iE / MT8121iE / MT8150iE / 

MT8071iE / MT6071iE / MT8072iE / MT6072iE / MT8073iE / 

MT8101iE / MT8102iE / MT8103iE  

MT-XE MT8121XE / MT8150XE / MT8090XE 

 

HMI 
 

 

 

 

 

PLC 

 COM1 RS232 

9P D-Sub 

Male 
RS232 

9P Female 

Rx 2 7 TX 

Tx 3 1 RX 

GND 5 5 GND 

 

 

Diagram 6 

MT-iE MT8050iE 

MT-iP MT6051iP / MT6071iP / MT8071iP 

 

HMI 
 

 

 

 

 

PLC 

 COM1 RS232 

9P D-Sub 

Male 
RS232 

9P Female 

Rx 9 7 TX 

Tx 6 1 RX 

GND 5 5 GND 
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PLC QK800, QK801, QK2000: RS-232 9P D-Sub (Diagram 7 ~ Diagram 9) 

Diagram 7  

cMT Series cMT3151 

eMT Series eMT3070 / eMT3105 / eMT3120 / eMT3150 

MT-iE MT8073iE / MT8102iE 

MT-XE MT8092XE 

MT-iP MT6103iP 

 

HMI  PLC 

 COM1 COM3  RS232 

9P D-Sub 

Male 
RS232 

9P Female 

RS232 

9P Female 

Rx 2 8  2 TX 

Tx 3 7  3 RX 

GND 5 5  7 GND 

 

Diagram 8 

cMT Series cMT-SVR 

mTV mTV 

MT-iE MT8070iE / MT6070iE / MT8100iE / MT8121iE / MT8150iE / 

MT8071iE / MT6071iE / MT8072iE / MT6072iE / MT8073iE / 

MT8101iE / MT8102iE / MT8103iE  

MT-XE MT8121XE / MT8150XE / MT8090XE 

 

HMI 
 

 

 

 

 

PLC 

 COM1 RS232 

9P D-Sub 

Male 
RS232 

9P Female 

Rx 2 2 TX 

Tx 3 3 RX 

GND 5 7 GND 
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Diagram 9 

MT-iE MT8050iE 

MT-iP MT6051iP / MT6071iP / MT8071iP 

 

HMI 
 

 

 

 

 

PLC 

 COM1 RS232 

9P D-Sub 

Male 
RS232 

9P Female 

Rx 9 2 TX 

Tx 6 3 RX 

GND 5 7 GND 
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Arcus DMX-K-SA Series 

Supported Series: Arcus DMX-K-SA Series. 

Website: http://www.arcus-technology.com/ 

HMI Setting: 

Parameters Recommended Options Notes 

PLC type Arcus DMX-K-SA Series  

PLC I/F RS232 RS232 / RS485 2W  

Baud rate 9600  9600 ~ 115200  

Data bits 8   

Parity None   

Stop bits 1   

PLC sta. no. 1   

Device Address: 

Bit/Word Device Type Format Range Memo 

  B ABORT D 0  

  B ABS D 0  

  B CLR D 0  

  B CLRS D 0  

  B DI_Bit D 1 ~ 6  

  B DO_Bit D 1 ~ 3  

  B EDO D 0  

 

 

 

 

 

  B EO D 0  

  B H+ D 0  

  B H- D 0  

  B J+ D 0  

  B J- D 0  

  B L+ D 0  

  B L- D 0  

  B LT D 0  

  B MM D 0  

  B MST D 0 ~ 9  

  B POL D 0 ~ 8  

  B RT D 0  

http://www.arcus-technology.com/
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Bit/Word Device Type Format Range Memo 

  B SCV D 0  

  B SL D 0  

  B STORE D 0  

  B SLOAD D 0  

  B STOP D 0  

  B Z+ D 0  

  B Z- D 0  

  B ZH+ D 0  

  B ZH- D 0  

W ACC D 0  

W CUR D 0  

W CURI D 0  

W CURR D 0  

W DB D 0  

W DI D 0  

W DN D 0 ~ 2  

W DO D 0  

W DX D 0  

W EX D 0  

W HSPD D 0  

W ID D 0 ~ 6  

W LCA D 0  

W LSPD D 0  

W LTE D 0  

W LTP D 0  

W LTS D 0  

W PS D 0  

W PX D 0  

W SA DDDD 0 ~ 1275  

W SASTAT D 0  

W SLA D 0  

W SLE D 0  

W SLS D 0  

W SLT D 0  

W SR D 0  

W SPC D 0  

W SSPD D 0  
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Bit/Word Device Type Format Range Memo 

W SSPDM D 0  

W V DD 0 ~ 99  

W VER D 0  

W X D 0  

 

Wiring Diagram: 

 

RS-232 24P Connector (Diagram 1 ~ Diagram 3) 

Diagram 1  

cMT Series cMT3151 

eMT Series eMT3070 / eMT3105 / eMT3120 / eMT3150 

MT-iE MT8073iE / MT8102iE 

MT-XE MT8092XE 

MT-iP MT6103iP 

 

HMI  PLC 

 COM1 COM3  RS232 

24P 

Connector 
RS232 

9P Female 

RS232 

9P Female 

Rx 2 8  9 TX 

Tx 3 7  19 RX 

GND 5 5  3;24 GND 
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Diagram 2 

cMT Series cMT-SVR 

mTV mTV 

MT-iE MT8070iE / MT6070iE / MT8100iE / MT8121iE / MT8150iE / 

MT8071iE / MT6071iE / MT8072iE / MT6072iE / MT8073iE / 

MT8101iE / MT8102iE / MT8103iE  

MT-XE MT8121XE / MT8150XE / MT8090XE   

 

HMI 
 

 

 

 

 

PLC 

 COM1 RS232 

24P 

Connector 
RS232 

9P Female 

Rx 2 9 TX 

Tx 3 19 RX 

GND 5 3;24 GND 

 

 

Diagram 3 

MT-iE MT8050iE 

MT-iP MT6051iP / MT6071iP / MT8071iP 

 

HMI 
 

 

 

 

 

PLC 

 COM1 RS232 

24P 

Connector 
RS232 

9P Female 

Rx 9 9 TX 

Tx 6 19 RX 

GND 5 3;24 GND 
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RS-485 2W 24P Connector (Diagram 4 ~ Diagram 9) 

Diagram 4  

cMT Series cMT3151 

eMT Series eMT3070 / eMT3105 / eMT3120 / eMT3150 

 

 

HMI  PLC 

 COM1 COM3  RS485 2W 

24P 

Connector 
RS485 2W 

9P Male 

RS485 2W 

9P Male 

Data- 1 6  6 Data- 

Data+ 2 9  4 Data+ 

GND 5 5  3;24 GND 

 

 

Diagram 5  

cMT Series cMT-SVR 

mTV mTV 

 

HMI  PLC 

 COM2 COM3  RS485 2W 

24P 

Connector 
RS485 2W 

9P Female 

RS485 2W 

9P Female 

Data- 7 4  6 Data- 

Data+ 6 1  4 Data+ 

GND 5 5  3;24 GND 
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Diagram 6  

MT-iE MT8070iE / MT6070iE / MT8100iE / MT8121iE / MT8150iE 

MT-XE MT8121XE / MT8150XE 

 

HMI  PLC 

 COM1 COM3  RS485 2W 

24P 

Connector 
RS485 2W 

9P Male 

RS485 2W 

9P Male 

Data- 1 7  6 Data- 

Data+ 2 8  4 Data+ 

GND 5 9  3;24 GND 

 

 

Diagram 7  

MT-iE MT8071iE / MT6071iE / MT8072iE / MT6072iE / MT8073iE / 

MT8101iE / MT8102iE / MT8103iE 

MT-XE MT8090XE / MT8092XE 

MT-iP MT6103iP 

 

HMI  PLC 

 COM2 COM3  RS485 2W 

24P 

Connector 
RS485 2W 

9P Male 

RS485 2W 

9P Male 

Data- 1 6  6 Data- 

Data+ 2 9  4 Data+ 

GND 5 5  3;24 GND 
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Diagram 8  

MT-iE MT8050iE 

MT-iP MT6051iP  

 

HMI  PLC 

 COM1 COM3  RS485 2W 

24P 

Connector 
RS485 2W 

9P Female 

RS485 2W 

9P Female 

Data- 1 7  6 Data- 

Data+ 2 8  4 Data+ 

GND 5 5  3;24 GND 

 

 

Diagram 9  

MT-iP MT6071iP / MT8071iP  

 

HMI 
 

 

 

 

 

PLC 

 COM2 RS485 2W 

24P 

Connector 
RS485 2W 

9P Female 

Data- 1 6 Data- 

Data+ 2 4 Data+ 

GND 5 3;24 GND 
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Artrich Inverter AR100 Series 

Supported Series: Artrich Inverter AR100 Series 

Website: www.artrich.cn 

HMI Setting: 

Parameters Recommended Options Notes 

PLC type Artrich Inverter AR100 Series  

PLC I/F RS485 2W   

Baud rate 9600   

Data bits 8   

Parity None   

Stop bits 1   

PLC sta. no. 1   

Device Address: 

Bit/Word Device type Format Range Memo 

B F3002_bit Hh 0 ~ 0f  

B F3003_bit Hh 0 ~ 0f  

W F0-0 ~ F0-1 D 0  W/R 

W F0-2 D 0 ~ 1 W/R *Note1 

W F0-3 ~ F0-157  D 0  W/R 

W F2-0 ~ F2-16 D 0  Read only 

W F3000 ~ F3001 D 0 Write only 

W F3002 ~ F3003 D 0  Read only 

W FC01 ~ FC12 D 0  Read only 

Note 1: Value 0 means write to NAND Flash (Data will be saved after power off.) Value 1 

means write to RAM (Data will not be saved after power off.) 

http://www.artrich.cn/
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Wiring Diagram: 

RS-485 2W 8P RJ45 (Diagram 1 ~ Diagram 6) 

Diagram 1  

cMT Series cMT3151 

eMT Series eMT3070 / eMT3105 / eMT3120 / eMT3150 

 

HMI  PLC 

 COM1 COM3  
RS485 2W 

8P RJ45 
RS485 2W 

9P Male 

RS485 2W 

9P Male 

Data- 1 6  8 Data- 

Data+ 2 9  1 Data+ 

GND 5 5   

 

 

Diagram 2  

cMT Series cMT-SVR 

mTV mTV 

 

HMI  PLC 

 COM2 COM3  
RS485 2W 

8P RJ45 
RS485 2W 

9P Female 

RS485 2W 

9P Female 

Data- 7 4  8 Data- 

Data+ 6 1  1 Data+ 

GND 5 5   
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Diagram 3  

MT-iE MT8070iE / MT6070iE / MT8100iE / MT8121iE / MT8150iE 

MT-XE MT8121XE / MT8150XE 

 

HMI  PLC 

 COM1 COM3  
RS485 2W 

8P RJ45 
RS485 2W 

9P Male 

RS485 2W 

9P Male 

Data- 1 7  8 Data- 

Data+ 2 8  1 Data+ 

GND 5 9   

 

 

Diagram 4  

MT-iE MT8071iE / MT6071iE / MT8072iE / MT6072iE / MT8073iE / 

MT8101iE / MT8102iE / MT8103iE 

MT-XE MT8090XE / MT8092XE 

MT-iP MT6103iP 

 

HMI  PLC 

 COM2 COM3  
RS485 2W 

8P RJ45 
RS485 2W 

9P Male 

RS485 2W 

9P Male 

Data- 1 6  8 Data- 

Data+ 2 9  1 Data+ 

GND 5 5   

  



                                                            PLC Connection Guide  

26 

 

Diagram 5  

MT-iE MT8050iE 

MT-iP MT6051iP  

 

HMI  PLC 

 COM1 COM3  
RS485 2W 

8P RJ45 
RS485 2W 

9P Female 

RS485 2W 

9P Female 

Data- 1 7  8 Data- 

Data+ 2 8  1 Data+ 

GND 5 5   

 

 

Diagram 6  

MT-iP MT6071iP / MT8071iP  

 

HMI 
 

 

 

 

 

PLC 

 COM2 
RS485 2W 

8P RJ45 
RS485 2W 

9P Female 

Data- 1 8 Data- 

Data+ 2 1 Data+ 

GND 5  
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Artrich Inverter AR200/216/600 Series 

Supported Series: Artrich Inverter AR200/216/600 Series 

Website: www.artrich.cn 

HMI Setting: 

Parameters Recommended Options Notes 

PLC type Artrich Inverter AR200/216/600 Series  

PLC I/F RS485 2W   

Baud rate 9600   

Data bits 8   

Parity None   

Stop bits 1   

PLC sta. no. 1   

Device Address: 

Bit/Word Device type Format Range Memo 

B F3002_bit Hh 0 ~ 0f  

B F3003_bit Hh 0 ~ 0f  

W F0-0 ~ F0-1 D 0  W/R 

W F0-2 D 0 ~ 1 W/R *Note1 

W F0-3 ~ F0-178 D 0  W/R 

W F2-0 ~ F2-16 D 0  Read only 

W F3000 ~ F3001 D 0 Write only 

W F3002 ~ F3003 D 0  Read only 

W FC01 ~ FC12 D 0  Read only 

Note 1: Value 0 means write to NAND Flash (Data will be saved after power off.) Value 1 

means write to RAM (Data will not be saved after power off.) 

http://www.artrich.cn/
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Wiring Diagram: 

RS-485 2W 8P RJ45 (Diagram 1 ~ Diagram 6) 

Diagram 1  

cMT Series cMT3151 

eMT Series eMT3070 / eMT3105 / eMT3120 / eMT3150 

 

HMI  PLC 

 COM1 COM3  
RS485 2W 

8P RJ45 
RS485 2W 

9P Male 

RS485 2W 

9P Male 

Data- 1 6  8 Data- 

Data+ 2 9  1 Data+ 

GND 5 5   

 

 

Diagram 2  

cMT Series cMT-SVR 

mTV mTV 

 

HMI  PLC 

 COM2 COM3  
RS485 2W 

8P RJ45 
RS485 2W 

9P Female 

RS485 2W 

9P Female 

Data- 7 4  8 Data- 

Data+ 6 1  1 Data+ 

GND 5 5   
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Diagram 3  

MT-iE MT8070iE / MT6070iE / MT8100iE / MT8121iE / MT8150iE 

MT-XE MT8121XE / MT8150XE 

 

HMI  PLC 

 COM1 COM3  
RS485 2W 

8P RJ45 
RS485 2W 

9P Male 

RS485 2W 

9P Male 

Data- 1 7  8 Data- 

Data+ 2 8  1 Data+ 

GND 5 9   

 

 

Diagram 4  

MT-iE MT8071iE / MT6071iE / MT8072iE / MT6072iE / MT8073iE / 

MT8101iE / MT8102iE / MT8103iE 

MT-XE MT8090XE / MT8092XE 

MT-iP MT6103iP 

 

HMI  PLC 

 COM2 COM3  
RS485 2W 

8P RJ45 
RS485 2W 

9P Male 

RS485 2W 

9P Male 

Data- 1 6  8 Data- 

Data+ 2 9  1 Data+ 

GND 5 5   
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Diagram 5  

MT-iE MT8050iE 

MT-iP MT6051iP  

 

HMI  PLC 

 COM1 COM3  
RS485 2W 

8P RJ45 
RS485 2W 

9P Female 

RS485 2W 

9P Female 

Data- 1 7  8 Data- 

Data+ 2 8  1 Data+ 

GND 5 5   

 

 

Diagram 6  

MT-iP MT6071iP / MT8071iP  

 

HMI 
 

 

 

 

 

PLC 

 COM2 
RS485 2W 

8P RJ45 
RS485 2W 

9P Female 

Data- 1 8 Data- 

Data+ 2 1 Data+ 

GND 5  
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RS-485 2W Terminal (Diagram 7 ~ Diagram 12) 

Diagram 7  

cMT Series cMT3151 

eMT Series eMT3070 / eMT3105 / eMT3120 / eMT3150 

 

HMI  PLC 

 COM1 COM3  
RS485 2W 

Terminal 
RS485 2W 

9P Male 

RS485 2W 

9P Male 

Data- 1 6  RS485- 

Data+ 2 9  RS485+ 

GND 5 5  GND 

 

 

Diagram 8  

cMT Series cMT-SVR 

mTV mTV 

 

HMI  PLC 

 COM2 COM3  
RS485 2W 

Terminal 
RS485 2W 

9P Female 

RS485 2W 

9P Female 

Data- 7 4  RS485- 

Data+ 6 1  RS485+ 

GND 5 5  GND 
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Diagram 9  

MT-iE MT8070iE / MT6070iE / MT8100iE / MT8121iE / MT8150iE 

MT-XE MT8121XE / MT8150XE 

 

HMI  PLC 

 COM1 COM3  
RS485 2W 

Terminal 
RS485 2W 

9P Male 

RS485 2W 

9P Male 

Data- 1 7  RS485- 

Data+ 2 8  RS485+ 

GND 5 9  GND 

 

 

Diagram 10  

MT-iE MT8071iE / MT6071iE / MT8072iE / MT6072iE / MT8073iE / 

MT8101iE / MT8102iE / MT8103iE 

MT-XE MT8090XE / MT8092XE 

MT-iP MT6103iP 

 

HMI  PLC 

 COM2 COM3  
RS485 2W 

Terminal 
RS485 2W 

9P Male 

RS485 2W 

9P Male 

Data- 1 6  RS485- 

Data+ 2 9  RS485+ 

GND 5 5  GND 
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Diagram 11  

MT-iE MT8050iE 

MT-iP MT6051iP  

 

HMI  PLC 

 COM1 COM3  
RS485 2W 

Terminal 
RS485 2W 

9P Female 

RS485 2W 

9P Female 

Data- 1 7  RS485- 

Data+ 2 8  RS485+ 

GND 5 5  GND 

 

 

Diagram 12  

MT-iP MT6071iP / MT8071iP  

 

HMI 
 

 

 

 

 

PLC 

 COM2 
RS485 2W 

Terminal 
RS485 2W 

9P Female 

Data- 1 RS485- 

Data+ 2 RS-485+ 

GND 5 GND 



                                                            PLC Connection Guide  

34 

BACnet/IP 

Supported series: BACnet/IP protocol devices 

HMI Setting: 

Parameters Recommended Options Notes 

PLC type BACnet/IP  

PLC I/F Ethernet   

Port no. 47808  

47808 is the standard 

communication port of 

BACnet protocol. 

HMI port no. 47808 49152~65535 

Different HMI ports are 

required when connecting 

multiple 

devices.communication 

port of BACnet protocol. 

Device ID 342566 0~999999 According to device. 

PLC sta. no. 1   

BACnet/IP to MS/TP Adapter Setting: 

1. When using BACnet/IP driver, please correctly set ñModeò, ñMaxinum number of 

segments acceptedò, and ñMaximum APDU length acceptedò according to the actual 

device. 

 

 

 

 

 

 

 

 

                                                        

 BACnet/IP to 

MS/TP adapter 
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2. As shown above, in BACnet/IP to MS/TP Adapter mode, [Network number] must follow 

the factory setting, and enter the device station number in [Device ID]. 

 

3. [HMI port no]. default: 47808, can be filled in other effective value. 

 

How to Import Tags: 

EasyBuilder Pro provides two ways to gain tag addresses. One is to directly get tag 

information via internet, another is to export the generated CSV file via SCADA, and then 

import to EasyBuilder Pro. The following introduces how to import tag address information. 

 

Step 1. Add BACnet/IP driver in System Parameters Settings 
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Step 2. Correctly set the relevant parameters. 

 

 
 

Step 3. Get tag address information 

 

Way 1: Click Get Tag Info. 
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Way 2: Import the CSV file generated by SCADA software. 

 

CSV file content is shown below; users can build the file and import: 

a. Object format  

b. OBJECT NAME (user defined tag name, EasyBuilder will start reading data from the 

6th row of CSV file.), DEVICE ID, OBJECT TYPE(object ID) and INSTANCE(object 

address) 
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Step 4. File imported successfully. 

 

 

Take (10 2)File as an example, 10 represents object ID, 2 represents object address, File 

represents user defined name or default name. 

 

 

Default Object Model: 

Object ID Object Name Object Structure 

0 Analog Input Object Name 

Object Identifier 

Object Type 

Present Value 

Event State 

Out Of Service 

Units 

Min Press Value 

Max Press Value 

Cov Increment 

Resolution 

High Limit 

Low Limit 
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Object ID Object Name Object Structure 

Dead Band 

Profile Name 

1 Analog Output Object Name 

Object Identifier 

Object Type 

Present Value 

Event State 

Out Of Service 

Units 

Relinquish Default 

Min Press Value 

Max Press Value 

Cov Increment 

Resolution 

High Limit 

Low Limit 

Dead Band 

Profile Name 

2 Analog Value Object Name 

Object Identifier 

Object Type 

Present Value 

Event State 

Out Of Service 

Units 

Relinquish Default 

Cov Increment 

High Limit 

Low Limit 

Dead Band 

Profile Name 

3 Binary Input Object Name 

Object Identifier 

Object Type 

Present Value 

Event State 

Out Of Service 

Polarity 
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Object ID Object Name Object Structure 

Profile Name 

Notify Type 

Alarm Value 

4 Binary Output Object Name 

Object Identifier 

Object Type 

Present Value 

Event State 

Out Of Service 

Polarity 

Profile Name 

Notify Type 

5 Binary Value Object Name 

Object Identifier 

Object Type 

Present Value 

Event State 

Out Of Service 

Profile Name 

Notify Type 

Alarm Value 

6 Calendar Object Name 

Object Identifier 

Object Type 

Present Value 

7 Command Object Name 

Object Identifier 

Object Type 

Present Value 

In Process 

All Writes Successful 

8 Device Object Name 

Object Identifier 

Object Type 

System Status 

Vendor Name 

Vendor Identifier 

Model Name 
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Object ID Object Name Object Structure 

Firmware Revision 

Application Software Version 

Protocol Version 

Protocol Revision 

Max APDU length Accepted 

Segmentation Supported 

Apdu Timeout 

Number Of APDU retries 

Data Base Revision 

Max Segments Accepted 

Day light Savings Status 

Apdu Segment Timeout 

Backup Failure Timeout 

10 File Object Name 

Object Identifier 

Object Type 

File Type 

File Size 

Archive 

Read Only 

11 Group Object Name 

Object Identifier 

Object Type 

13 Multi State 

Input 

Object Name 

Object Identifier 

Object Type 

Present Value 

Event State 

Out Of Service 

Reliability 

Number Of States 

Time Delay 

Notification Class 

Notify Type 

Profile Name 

14 Multi State 

Output 

Object Name 

Object Identifier 

Object Type 
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Object ID Object Name Object Structure 

Present Value 

Event State 

Out Of Service 

Reliability 

Number Of States 

Time Delay 

Notification Class 

Notify Type 

Profile Name 

15 Notification 

Class 

Object Name 

Object Identifier 

Object Type 

Notification Class 

Priority 

17 Schedule Object Name 

Object Identifier 

Object Type 

Present Value 

Priority For Writing 

Reliability 

Out Of Service 

18 Averaging Object Name 

Object Identifier 

Object Type 

Minimum Value 

Average Value 

Maximum Value 

Attempted Samples 

Valid Samples 

Window Interval 

Window Samples 

19 Multi State 

Value 

Object Name 

Object Identifier 

Object Type 

Present Value 

Event State 

Out Of Service 

Reliability 
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Object ID Object Name Object Structure 

Number Of States 

Notification Class 

Notify Type 

Profile Name 

Time Delay 

20 Trend Log Object Name 

Object Identifier 

Object Type 

Enable 

Stop When Full 

Buffer Size 

Record Count 

Total Record Count 

21 Life Safety 

Point 

Object Name 

Object Identifier 

Object Type 

Present Value 

Tracking Value 

Event State 

Reliability 

Out Of Service 

Mode 

Silenced 

22 Life Safety 

Zone 

Object Name 

Object Identifier 

Object Type 

Present Value 

Tracking Value 

Event State 

Reliability 

Out of Service 

Mode 

Silenced 

23 Accumulator Object Name 

Object Identifier 

Object Type 

Present Value 

Event State 
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Object ID Object Name Object Structure 

Out Of Service 

Scale 

Units 

Reliability 

24 Pulse 

Converter 

Object Name 

Object Identifier 

Object Type 

Present Value 

Event State 

Out Of Service 

Units 

Scale Factor 

Adjust Value 

High Limit 

Low Limit 

Dead Band 

Cov Increment 

Count 

Note 1. Object name can not include ñ#ò. 

Wiring Diagram: 

Diagram 1 

Ethernet cable: 
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BACnet/MSTP 

Supported series: BACnet/MSTP protocol devices 

HMI Setting: 

Parameters Recommended Options Notes 

PLC type BACnet/MSTP  

PLC I/F RS485-2W   

Baud rate 38400 9600,19200, 38400  

Data bits 8   

Parity None   

Stop bits 1   

MAC 0 0 ~ 254  

HMI MAC 1 1 ~ 127  

Nmax_master 127 2 ~ 127  

Npoll 50 1 ~ 255  

 

Online simulator NO Extend address mode NO 

How to Import Tags: 

1. In EasyBuilder System Parameter Settings add BACnet/MSTP driver, set the 

communication parameters, and then click Tag Manager button. 
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2. Use a RS-232/RS-485 converter to connect the BACnet MS/TP unit with PC. Only one 

BACnet MS/TP unit is allowed. Set PC COM and Baud rate, click Scan Device button 

to find the MAC address and Device ID of the BACnet MS/TP unit. 

 

 

3. If the device is found, the following message shows, click OK. 

 

 

4. After getting the MAC address and Device ID, click Get Tag Info button to get the 

address tags. 
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5. If the tags are obtained successfully, the following message shows, click OK. 

 
 

6. In the PLC Tags field, the tags with its check box selected can be imported. After 

selecting the tags, click Save, and then click Export All, to save the address tags as 

CSV file. When finished, click Exit to finish importing address tags. 

 

 

7. To connect another BACnet/MSTP unit, please add the BACnet/MSTP driver in 

EasyBuilder System Parameter Settings again. The communication parameters will 

follow the settings of the firstly added unit. The way to get tag information is the same 

as illustrated in the preceding steps. Another way to get tag information is to click 

[Import form CSV] button in Tag Manager. 

 
 

Notes: 

1. The MAC address and Device ID of certain BACnet MS/TP units can be gained by 

clicking [Scan Device] only at the first time the unit is powered up. To get this 

information in the same way again, please power up the unit again. 
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2. Certain BACnet MS/TP units do not support [Scan Device] and [Get Tag Info]. 

3. If the MAC address gained by clicking [Scan Device] does not match the one specified 

in EasyBuilder Pro Device Properties settings, a message shows as a reminder when 

[Get Tag Info] is clicked. 

Default Object Model: 

Object ID Object Name Object Structure 

0 Analog Input Object Name 

Object Identifier 

Object Type 

Present Value 

Present Value Array 

Units 

1 Analog Output Object Name 

Object Identifier 

Object Type 

Present Value 

Present Valuse Array 

Units 

Priority 

Priority Array 

Relinquish Default 

SubscribeCovTime 

2 Analog Value Object Name 

Object Identifier 

Object Type 

Present Value 

Present Value Array 

Units 

Priority 

Priority Array 

Relinquish Default 

SubscribeCovTime 

3 Binary Input Object Name 

Object Identifier 

Object Type 

Present Value 

Present Value Array 



                                                            PLC Connection Guide  

49 

Object ID Object Name Object Structure 

SubscribeCovTime 

4 Binary Output Object Name 

Object Identifier 

Object Type 

Present Value 

Present Value Array 

Priority 

Priority Array 

Polarity 

SubscribeCovTime 

5 Binary Value Object Name 

Object Identifier 

Object Type 

Present Value 

Present Value Array 

Priority 

Priority Array 

SubscribeCovTime 

Wiring Diagram: 

RS-485 2W Terminal (Diagram 1 ~ Diagram 6) 

Diagram 1  

cMT Series cMT3151 

eMT Series eMT3070 / eMT3105 / eMT3120 / eMT3150 

 

HMI  PLC 

 COM1 COM3  
RS485 2W 

Terminal 
RS485 2W 

9P Male 

RS485 2W 

9P Male 

Data- 1 6  Data- 

Data+ 2 9  Data+ 

GND 5 5  GND 
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Diagram 2  

cMT Series cMT-SVR 

mTV mTV 

 

HMI  PLC 

 COM2 COM3  
RS485 2W 

Terminal 
RS485 2W 

9P Female 

RS485 2W 

9P Female 

Data- 7 4  Data- 

Data+ 6 1  Data+ 

GND 5 5  GND 

 

 

Diagram 3  

MT-iE MT8070iE / MT6070iE / MT8100iE / MT8121iE / MT8150iE 

MT-XE MT8121XE / MT8150XE 

 

HMI  PLC 

 COM1 COM3  
RS485 2W 

Terminal 
RS485 2W 

9P Male 

RS485 2W 

9P Male 

Data- 1 7  Data- 

Data+ 2 8  Data+ 

GND 5 9  GND 

 

 

Diagram 4  

MT-iE MT8071iE / MT6071iE / MT8072iE / MT6072iE / MT8073iE / 

MT8101iE / MT8102iE / MT8103iE 

MT-XE MT8090XE / MT8092XE 

MT-iP MT6103iP 
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HMI  PLC 

 COM2 COM3  
RS485 2W 

Terminal 
RS485 2W 

9P Male 

RS485 2W 

9P Male 

Data- 1 6  Data- 

Data+ 2 9  Data+ 

GND 5 5  GND 

 

 

Diagram 5  

MT-iE MT8050iE 

MT-iP MT6051iP  

 

HMI  PLC 

 COM1 COM3  
RS485 2W 

Terminal 
RS485 2W 

9P Female 

RS485 2W 

9P Female 

Data- 1 7  Data- 

Data+ 2 8  Data+ 

GND 5 5  GND 

 

 

Diagram 6  

MT-iP MT6071iP / MT8071iP  

 

HMI 
 

 

 

 

 

PLC 

 COM2 
RS485 2W 

Terminal 
RS485 2W 

9P Female 

Data- 1 Data- 

Data+ 2 Data+ 

GND 5 GND 
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Barcode/Keyboard (USB/COM) 

HMI Setting: 

Parameters Recommended Options Notes 

PLC type Barcode/Keyboard (USB/COM)  

PLC I/F RS232 RS232/485,USB  

Baud rate 9600 9600~115200  

Data bits 8 7,8  

Parity None None, Even, Odd  

Stop bits 1 1,2  

Terminator CR/LF 
CR/LF, STX/ETX, 
Other, None 

 

 

̚When setting device properties, select [Barcode device] or [Keyboard] mode. 
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Device Address: 

Bit/Wor

d 

Device type Format Range Memo 

B FLAG DD 0 ~ 17 Flag 

B RESET O 0 *Note 1 

B CONNECT_STATUS O 0  

W BARCODE 1 DD 0 ~ 255 String 

W RESULT D 0 *Note 2 

 

 

1. RESET: If set on, clears the data of BARCODE and RESULT, and clears FLAG to 

OFF. 

 

2. RESULT:Indicates the result of data reading. 

The following values indicate: 

0 : Waiting to read BARCODE. 

1 : BARCODE is successfully read. 

2 : Invalid BARCODE format. 

3 : Exceeds the number of bytes specified in [Read byte limit]. 

4 : The Start Code of the data read does not match the setting. 

5 : The Terminator of the data read does not match the setting. 
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Wiring Diagram: 

RS-232 9P D-Sub (Diagram 1 ~ Diagram 3) 

Diagram 1  

cMT Series cMT3151 

eMT Series eMT3070 / eMT3105 / eMT3120 / eMT3150 

MT-iE MT8073iE / MT8102iE 

MT-XE MT8092XE 

MT-iP MT6103iP 

 

HMI  PLC 

 COM1 COM3  RS232 

9P D-Sub 

Female 
RS232 

9P Female 

RS232 

9P Female 

Rx 2 8  TXD  

Tx 3 7  RXD  

GND 5 5  GND 
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Diagram 2 

cMT Series cMT-SVR 

mTV mTV 

MT-iE MT8070iE / MT6070iE / MT8100iE / MT8121iE / MT8150iE / 

MT8071iE / MT6071iE / MT8072iE / MT6072iE / MT8073iE / 

MT8101iE / MT8102iE / MT8103iE  

MT-XE MT8121XE / MT8150XE / MT8090XE  

 

HMI 
 

 

 

 

 

PLC 

 COM1 RS232 

9P D-Sub 

Female 
RS232 

9P Female 

Rx 2 TXD  

Tx 3 RXD 

GND 5 GND 

 

 

Diagram 3 

MT-iE MT8050iE 

MT-iP MT6051iP / MT6071iP / MT8071iP 

 

HMI 
 

 

 

 

 

PLC 

 COM1 RS232 

9P D-Sub 

Female 
RS232 

9P Female 

Rx 9 TXD 

Tx 6 RXD 

GND 5 GND 
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Baumuller 

Website: http://www.baumuller.com/ 

HMI Setting: 

Parameters Recommended Options Notes 

PLC type Baumuller  

PLC I/F RS485 4W   

Baud rate 19200 9600, 19200  

Data bits 8 7 or 8  

Parity Even Even, Odd, None  

Stop bits 1 1 or 2  

HMI sta. no. 0   

PLC sta. no. 0 Defaults  

PLC Setting: 

Communication mode RK 512 Protocol, 19200, 8, 1, Even 

Device Address: 

Bit/Word Device type Format Range Memo 

B 
DB0_bit ~ 

DB29_bit 
DDDh 0 ~ 255f  

W DB0 ~ DB29 DDD 0 ~ 255  

 

  

http://www.baumuller.com/
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Wiring Diagram: 

Baumuller Servo: RS-485 4W 9P D-Sub (Diagram 1 ~ Diagram 4) 

Diagram 1 

cMT Series cMT3151 

eMT Series eMT3070 / eMT3105 / eMT3120 / eMT3150 

MT-iE MT8070iE / MT6070iE / MT8100iE / MT8121iE / MT8150iE 

MT-XE MT8121XE / MT8150XE 

 

HMI 
 

 

 

 

 

PLC 

 COM1 RS485 4W 

9P D-Sub 

Male 
RS485 4W 

9P Male 

Rx- 1 1 TXD- 

Rx+ 2 9 TXD+ 

Tx- 3 5 RXD- 

TX+ 4 6 RXD+ 

GND 5 8 GND 

 

 

Diagram 2  

cMT Series cMT-SVR 

mTV mTV 

 

HMI 
 

 

 

 

 

PLC 

 COM2 RS485 4W 

9P D-Sub 

Male 
RS485 4W 

9P Female 

Rx- 7 1 TXD- 

Rx+ 6 9 TXD+ 

Tx- 9 5 RXD- 

TX+ 8 6 RXD+ 

GND 5 8 GND 
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Diagram 3 

MT-iE MT8071iE / MT6071iE / MT8072iE / MT6072iE / MT8073iE / 

MT8101iE / MT8102iE / MT8103iE 

MT-XE MT8090XE / MT8092XE 

MT-iP MT6071iP / MT8071iP / MT6103iP 

 

HMI 
 

 

 

 

 

PLC 

 COM2 RS485 4W 

9P D-Sub 

Male 
RS485 4W 

9P Male 

Rx- 1 1 TXD- 

Rx+ 2 9 TXD+ 

Tx- 3 5 RXD- 

TX+ 4 6 RXD+ 

GND 5 8 GND 

 

 

Diagram 4 

MT-iE MT8050iE 

MT-iP MT6051iP  

 

HMI 
 

 

 

 

 

PLC 

 COM1 RS485 4W 

9P D-Sub 

Male 
RS485 4W 

9P Female 

Rx- 1 1 TXD- 

Rx+ 2 9 TXD+ 

Tx- 3 5 RXD- 

TX+ 4 6 RXD+ 

GND 5 8 GND 



                                                            PLC Connection Guide  

59 

Beckhoff ADS/AMS (Ethernet) 

Supported Series: Twincat 

HMI Setting: 

Parameters Recommended Options Notes 

PLC type Beckhoff ADS/AMS (Ethernet)  

PLC I/F Ethernet   

Port no. 48898   

ADS port 801 801, 811, 821, 831  

PLC sta. no. 1   

PLC Setting: 

Step1. 

Open TwinCat System Properties. 

       

PLC Settings: Set HMI Name, AMS Net ID, and Address. 

Ex: 

HMI IP: 192.168.1.15 

 AMS Net ID: Must input 192.168.1.15.1.1  

 Address: 192.168.1.15 

 Name: Input ñHMIò or any userïdefined name. 



                                                            PLC Connection Guide  

60 

Step2. 

Simulate PLC on PC. 2 Twincat drivers must be installed as follows:  
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Step3. 

The following commands can be utilized for Twincat PLC to output the parameters 

observed. 
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PS. Twincat PLC 

IX, QX, MX - Must output in BOOL type. 

IW, QW, MW - Must output in UINT, WORD, and INT types. 

ID, QD, MD - Must output in UDINT, DWORD, and DINT types. 

 

This driver supports variables under STRUCT structure. Click [Data Type] to open 

Structure Editor and create the same [Name] and [Data Type] as in Twincat PLC Control. 

The standard data types include:  

BOOL, WORD, INT, UINT, DINT, UDINT, REAL, DWORD, ARRAY 
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The syntax of Tag in Twincat software is: Tag Name +AT+%+Type,  

as shown in the following figure. 

 

 

Project -> Rebuild all 

 

 

Step4. Set PLC IP in EasyBuilder. 
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Step5. 

Click [Import Tag] button in EasyBuilder to open the TPY file compiled by Twincat PLC 

Control. 

Note: When using Beckhoff driver, if the TPY file cannot be imported, try download and 

install MSXML 4.0 in Microsoft - Download Center. 

 

 

 

 

 

 

 

 

Import tpy to EasyBuilder, the result is shown in the following figure. 
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Step6. 

The following dialog box appears for users to select all or part of the data to import. A 

reminding message is shown when import the same data repeatedly. 

*EasyBuilder8000 does not support [Comment] setting. 
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Step7. 

Download the project compiled in EasyBuilder to HMI. 

Device address: 

Bit/Wor

d 

Device type Format Range Memo 

B IX DDDDDo 0 ~ 655357 o : Bit no.(0 ~ 7) 

B QX DDDDDo 0 ~ 655357 o : Bit no.(0 ~ 7) 

B MX DDDDDo 0 ~ 655357 o : Bit no.(0 ~ 7) 

W IW DDDDD 0 ~ 65535  

W QW DDDDD 0 ~ 65535  

W MW DDDDD 0 ~ 65535  

DW ID DDDDD 0 ~ 65535  

DW QD DDDDD 0 ~ 65535  

DW MD DDDDD 0 ~ 65535  

Support Device Type: 

Data type EasyBuilder data format Memo 

Bool bit  

Word 16-bit BCD, Hex, Binary, Unsigned 16-bit 

Int 16-bit BCD, Hex, Binary, Signed 16-bit 

UInt 16-bit BCD, Hex, Binary, Unsigned 16-bit 

DWord 32-bit BCD, Hex, Binary, Unsigned 32-bit 

DInt 32-bit BCD, Hex, Binary, Signed 32-bit 

Real 32-bit Float 32-bit 

UDInt 32-bit BCD, Hex, Binary, Unsigned 32-bit 

String ASCII input and ASCII display  

Wiring Diagram: 

Ethernet cable: 
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Beckhoff Embedded PC  

Supported Series: Intel-CX10x0,CX50x0 and Twincat 

HMI Setting: 

Parameters Recommended Options Notes 

PLC type Beckhoff Embedded PC  

PLC I/F Ethernet   

Port no. 48898   

ADS port 801 801, 811, 821, 831  

PLC sta. no. 1   

PLC Setting: 

For Twincat: 

a. Confirm PC IP address 
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b. Open Twincat, Set IP address 169.254.56.12.1.1 

 

c. Use Twincat to build a Route Table to make sure the system is connected, if PLC 

power turns OFF and then ON, please redo this step. 

Note: when connected, if ñXò is displayed, the connection succeeded. 
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d. Open EasyBuilder, set IP address, ADS port and Port no. 

 

 

e. Run on line simulation. 

Note: If the project is downloaded to HMI, please set HMI IP 169.254.56.12 identically 

to Twincat IP address setting. 

 

For CERHOST: 

a. Execute CERHOST.exe to connect with PLC on PC. 

 

 

b. Enter PLC IP and Password (default password: 1). 
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c. Succeeded to connect with PLC, click Start -> click Control Panel. 

 

 

d. Click [Network and Dial-Up Connections] to display PLC device information; select 

the PLC to check its IP. 

    

 

e. Access PLC system settings, the default directory: \Hard Disk\System, execute 

[TcAmsRemoteMgr]. 
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f. AMS Net Id consists of 6 numbers, separated by ñ.ò. The first 4 numbers stand for IP 

and followed by ñ1.1ò. The figure below shows the AMS Net Id of Local Computer, 

please enter PLC IP plus ñ1.1ò. Remote Computers shows the information of the HMI 

to connect with. Click [Add] to add the HMI and click [OK] to finish setting.  

 
 

g. Name: Device name. 

AMS Net Id: The IP followed by ñ1.1ò of the device to connect with. 

Address: The IP address of the device to connect with.  

Transport: The way of connection. 

Slow Connection: As shown in the figure below. 
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h. Return to Control Panel; execute CX Configuration Tool to confirm PLC AMS Net 

Id. 

 
 

i. Confirm settings and click Start -> Reset PLC. 
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Building Data Structure  

Step1. This driver supports variables under STRUCT structure. Click [Data Type] to open 

Structure Editor and create the same [Name] and [Data Type] as in Twincat PLC Control. 

The standard data types include:  

BOOL, WORD, INT, UINT, DINT, UDINT, REAL, DWORD, ARRAY 
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The syntax of Tag in Twincat software is: Tag Name +AT+%+Type,  

as shown in the following figure. 

 

 

Step2.Project ʤ Rebuild all 

 

Step3. Set PLC IP in EasyBuilder. 
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Step4. 

Click [Import Tag] button in EasyBuilder to open the TPY file compiled by Twincat PLC 

Control. 

Note: When using Beckhoff driver, if the TPY file cannot be imported, try download and 

install MSXML 4.0 in Microsoft - Download Center. 

 

 

 

Import tpy to EasyBuilder, the result is shown in the following figure. 
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Step5. 

The following dialog box appears for users to select all or part of the data to import. A 

reminding message is shown when import the same data repeatedly. 

*EasyBuilder8000 does not support [Comment] setting. 
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Step6. 

Download the project compiled in EasyBuilder to HMI. 

Device address: 

Bit/Wor

d 

Device type Format Range Memo 

B IX DDDDDo 0 ~ 655357 o : Bit no.(0 ~ 7) 

B QX DDDDDo 0 ~ 655357 o : Bit no.(0 ~ 7) 

B MX DDDDDo 0 ~ 655357 o : Bit no.(0 ~ 7) 

W IW DDDDD 0 ~ 65535  

W QW DDDDD 0 ~ 65535  

W MW DDDDD 0 ~ 65535  

DW ID DDDDD 0 ~ 65535  

DW QD DDDDD 0 ~ 65535  

DW MD DDDDD 0 ~ 65535  

Support Device Type: 

Data Type EasyBuilder data format Memo 

Bool bit  

Word 16-bit BCD, Hex, Binary, Unsigned 16-bit 

Int 16-bit BCD, Hex, Binary, Signed 16-bit 

UInt 16-bit BCD, Hex, Binary, Unsigned 16-bit 

DWord 32-bit BCD, Hex, Binary, Unsigned 32-bit 

DInt 32-bit BCD, Hex, Binary, Signed 32-bit 

Real 32-bit Float 32-bit 

UDInt 32-bit BCD, Hex, Binary, Unsigned 32-bit 

String ASCII input and ASCII display  

Wiring Diagram: 

Ethernet cable: 
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Beckhoff TwinCAT 3 ADS/AMS (Ethernet) 

Supported Series: 

CX8000,CX90x0,CX1010,CP62xx,CX5010,CP62xx,CX1020,CX2020,CPxxxx,C6920,CX2

030,CPxxxx,CP6930,CX2040,C65xx,C69xx. 

Website: http://infosys.beckhoff.com/ 

HMI Setting: 

Parameters Recommended Options Notes 

PLC type Beckhoff TwinCAT 3 ADS/AMS (Ethernet)  

PLC I/F Ethernet   

Port no. 48898   

PLC sta. no. No need to set station no.   

Device Address: 

Bit/Word Device 

type 

Format Range Memo 

B IX DDDDDdd 0 ~ 6553515  

B QX DDDDDdd 0 ~ 6553515  

B MX DDDDDdd 0 ~ 6553515  

B IX_Bit DDDDDo 0 ~ 65537  

B QX_Bit DDDDDo 0 ~ 65537  

B MX_Bit DDDDDo 0 ~ 65537  

W IW OOOOOO 0 ~ 65535  

W QW DDDDD 0 ~ 65535  

W MW DDDDD 0 ~ 65535  

W ID DDDDD 0 ~ 65535  

W QD DDDDD 0 ~ 65535  

W MD DDDDD 0 ~ 65535  

Wiring Diagram: 

Ethernet cable: 

 

http://infosys.beckhoff.com/
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Beckhoff TwinCAT PLC (Ethernet) ï Free Tag 

Names 

Supported Series: 

CX8000,CX90x0,CX1010,CP62xx,CX5010,CP62xx,CX1020,CX2020,CPxxxx,C6920,CX2

030,CPxxxx,CP6930,CX2040,C65xx,C69xx. 

Website: http://infosys.beckhoff.com/ 

HMI Setting: 

Parameters Recommended Options Notes 

PLC type Beckhoff TwinCAT PLC (Ethernet) ï Free Tag Names  

PLC I/F Ethernet   

Port no. 48898   

PLC sta. no. No need to set station no.   

Support Device Type: 

Data Type EasyBuilder data format Memo 

Bool bit  

Word 16-bit BCD, Hex, Binary, Unsigned 16-bit 

Int 16-bit BCD, Hex, Binary, Signed 16-bit 

UInt 16-bit BCD, Hex, Binary, Unsigned 16-bit 

DWord 32-bit BCD, Hex, Binary, Unsigned 32-bit 

DInt 32-bit BCD, Hex, Binary, Signed 32-bit 

Real 32-bit Float 32-bit 

UDInt 32-bit BCD, Hex, Binary, Unsigned 32-bit 

String ASCII input and ASCII display  

http://infosys.beckhoff.com/
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How to Import Tags: 

The files generated after compilation in TwinCAT2 and TwinCAT3 programming software 

can be directly imported to EasyBuilder. The following steps explain how to import address 

tags. 

 

1. Go to System Parameter Settings and add ñBeckhoff TwinCAT PLC (Ethernet) ï Free 

Tag Namesò to the device list. Click [Settings] and configure the PLC parameters. 

 

 
 

2. Go to System Parameter Settings » Tag Editor and click [Import]. 
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3. Select PLC Software Version. The standard file type of TwinCAT 2.0 is .typ. The 

standard file types of TwinCAT 3.0 are: .TcDUT, .TcGVL, and .TcPOU. The tags to be 

imported can be selected by a tag name filter. Select the file type and then click 

[Import]. The invalid address types will be displayed in Error Status field. Click [OK] to 

leave.  

Note1. Tag name can not include ñ.ò. 

Note2. GVL files with Tc2GvlVarNames attribute are not supported. 

 

 

 

4. The ñImport successfullyò message will be shown upon completion. 

 

  



                                                            PLC Connection Guide  

82 

Wiring Diagram: 

Ethernet cable: 
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Bosch Rexroth 

HMI Setting: 

Parameters Recommended Options Notes 

PLC type Bosch Rexroth  

PLC I/F RS232   

Baud rate 115200   

Data bits 8   

Parity None   

Stop bits 1   

PLC sta. no. 1   

Support Device Type: 

Data type EasyBuilder data format Memo 

Bool bit  

Byte 16-bit BCD, Hex, Binary, Unsigned 8-bit 

SInt 16-bit BCD, Hex, Binary, Signed 8-bit 

USInt 16-bit BCD, Hex, Binary, Unsigned 8-bit 

Word 16-bit BCD, Hex, Binary, Unsigned 16-bit 

Int 16-bit BCD, Hex, Binary, Signed 16-bit 

UInt 16-bit BCD, Hex, Binary, Unsigned 16-bit 

DWord 32-bit BCD, Hex, Binary, Unsigned 32-bit 

DInt 32-bit BCD, Hex, Binary, Signed 32-bit 

Real 32-bit Float 32-bit 

UDInt 32-bit BCD, Hex, Binary, Unsigned 32-bit 
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Import Tag: 

1. Launch IndraWorks PLC software, click [Global_Variables], and edit the project. 

 

2. Struct can be edited in [Data types] tab, and Global_varaibles can be edited in 

[Resources] tab. 

[Data types] 

 

[Resources] 
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3.  After editing the project, click [Project] -> [Export] to export the tags. 

 
 

4. You may select all, a part of, or a single file to export. Click [OK], enter the file name 

and designate the directory to store the file. 
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5. Launch EasyBuilder, select Bosch Rexroth driver, and import the address tags. The 

illegal addresses will be eliminated, and displayed in the [Error status] field. Click [OK] 

to leave. 

 

 

6. ñImport successfullyò message will be displayed when successfully import the address 

tags. 
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Wiring Diagram: 

RS-232 Terminal (Diagram 1 ~ Diagram 3) 

Diagram 1  

cMT Series cMT3151 

eMT Series eMT3070 / eMT3105 / eMT3120 / eMT3150 

MT-iE MT8073iE / MT8102iE 

MT-XE MT8092XE 

MT-iP MT6103iP 

 

HMI  PLC 

 COM1 COM3  
RS232 

Terminal 
RS232 

9P Female 

RS232 

9P Female 

Rx 2 8  2 TX 

Tx 3 7  3 RX 

GND 5 5  5 GND 
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Diagram 2 

cMT Series cMT-SVR 

mTV mTV 

MT-iE MT8070iE / MT6070iE / MT8100iE / MT8121iE / MT8150iE / 

MT8071iE / MT6071iE / MT8072iE / MT6072iE / MT8073iE / 

MT8101iE / MT8102iE / MT8103iE  

MT-XE MT8121XE / MT8150XE / MT8090XE  

 

HMI 
 

 

 

 

 

PLC 

 COM1 
RS232 

Terminal 
RS232 

9P Female 

Rx 2 2 TX 

Tx 3 3 RX 

GND 5 5 GND 

 

 

Diagram 3 

MT-iE MT8050iE 

MT-iP MT6051iP / MT6071iP / MT8071iP 

 

HMI 
 

 

 

 

 

PLC 

 COM1 
RS232 

Terminal 
RS232 

9P Female 

Rx 9 2 TX 

Tx 6 3 RX 

GND 5 5 GND 
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Bosch Rexroth SIS (Symbolic Addressing) 

Supported Series: IndraDrive HCS02 

HMI Setting: 

Parameters Recommended Options Notes 

PLC type Bosch Roxroth SIS (Symbolic Addressing)  

PLC I/F RS232   

Baud rate 38400   

Data bits 8   

Parity None   

Stop bits 1   

How to Import Tags: 

1. Click [New] to add [CODESYS V2 (Symbolic Addressing)] driver, and then click [Tag 

Manager]. 

 

 

2. Select [Get Tags] » [Import Tags], and then select the Tag (.SYM_XML) to be imported. 
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3. The successfully imported tags will be listed in a table. If any unsupported data type exists, 

a warning message will show in [Import Status] field. 

 

 

Note: Generate *.SYM_XML 

1. [Project] -> [Options] -> [Symbol configuration] , select [Dump symbol entries] and 

[Dump XML symbol table]. 

2. Open [Configure symbol file], select [Export data entries] 
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Wiring Diagram: 

CM1-SC02A: RS-232 9P D-Sub (Diagram 1 ~ Diagram 3) 

Diagram 1  

cMT Series cMT3151 

eMT Series eMT3070 / eMT3105 / eMT3120 / eMT3150 

MT-iE MT8073iE / MT8102iE 

MT-XE MT8092XE 

MT-iP MT6103iP 

 

HMI  PLC 

 COM1 COM3  RS232 

9P D-Sub 

Male 
RS232 

9P Female 

RS232 

9P Female 

Rx 2 8  3 TX 

Tx 3 7  2 RX 

GND 5 5  5 GND 
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Diagram 2 

cMT Series cMT-SVR 

mTV mTV 

MT-iE MT8070iE / MT6070iE / MT8100iE / MT8121iE / MT8150iE / 

MT8071iE / MT6071iE / MT8072iE / MT6072iE / MT8073iE / 

MT8101iE / MT8102iE / MT8103iE  

MT-XE MT8121XE / MT8150XE / MT8090XE  

 

HMI 
 

 

 

 

 

PLC 

 COM1 RS232 

9P D-Sub 

Male 
RS232 

9P Female 

Rx 2 3 TX 

Tx 3 2 RX 

GND 5 5 GND 

 

 

Diagram 3 

MT-iE MT8050iE 

MT-iP MT6051iP / MT6071iP / MT8071iP 

 

HMI 
 

 

 

 

 

PLC 

 COM1 RS232 

9P D-Sub 

Male 
RS232 

9P Female 

Rx 9 3 TX 

Tx 6 2 RX 

GND 5 5 GND 
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Brother Speedio (Ethernet) 

Supported Series: Brother Speedio (Ethernet) 

Website: http://www.brother.com/index.htm 

HMI Setting: 

Parameters Recommended Options Notes 

PLC type Brother Speedio (Ethernet)  

PLC I/F Ethernet   

Port no. 10000   

Device Address: 

Bit/Word Device type Format Range Memo 

B X HHH 0 ~ 3FF  

B Y HHH 0 ~ 3FF  

B BX HHH 0 ~ 3FF  

B BY HHH 0 ~ 3FF  

B M DDDD 0 ~ 8191  

B LM_HS1 DDDD 0 ~ 1023  

B LM_S1 DDDD 0 ~ 1023  

B LM_HS2 DDDD 0 ~ 1023  

B LM_S2 DDDD 0 ~ 1023  

W BDX DDD 0 ~ 255  

W BDY DDD 0 ~ 255  

W D DDDD 0 ~ 2047  

W LD_HS1 DDDD 0 ~ 2047  

W LT_CV_HS1 DDD 0 ~ 255  

W LT_SV_HS1 DDD 0 ~ 255  

W LC_CV_HS1 DDD 0 ~ 255  

W LC_SV_HS1 DDD 0 ~ 255  

W LD_S1 DDDD 0 ~ 2047  

W LT_CV_S1 DDD 0 ~ 255  

W LT_SV_S1 DDD 0 ~ 255  

W LC_CV_S1 DDD 0 ~ 255  

W LC_SV_S1 DDD 0 ~ 255  

W LD_HS2 DDDD 0 ~ 2047  

W LT_CV_HS2 DDD 0 ~ 255  

http://www.brother.com/index.htm
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Bit/Word Device type Format Range Memo 

W LT_SV_HS2 DDD 0 ~ 255  

W LC_CV_HS2 DDD 0 ~ 255  

W LC_SV_HS2 DDD 0 ~ 255  

W LD_S2 DDDD 0 ~ 2047  

W LT_CV_S2 DDD 0 ~ 255  

W LT_SV_S2 DDD 0 ~ 255  

W LC_CV_S2 DDD 0 ~ 255  

W LC_SV_S2 DDD 0 ~ 255  

Wiring Diagram: 

Diagram 1 

Ethernet cable: 
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CAN Bus CANopen Slave 

Supported series: CAN Bus 2.0a / CAN Bus 2.0B device. 

HMI Setting: 

Parameters Recommended Options Notes 

PLC type CAN Bus CANopen Slave  

Node ID 1 1~127  

Baud rate 250K  10K~1M  

 

Online simulator NO Extend address mode NO 

Follow the steps to import EDS file. 

 

Step 1. Object Dictionary Settings -> Setting 

 

Step 2. Import EDS file. 
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Step 3. Select the EDS file to be imported. 

 

 

Step 4. Successfully import EDS file. 

 

 

Device Address: 

Bit/Wor

d 

Device type Format Range Memo 

B TxPDOn_BIT Dd 0 ~ 77 
Dȸaddress (unit: byte) 

dȸbit no. 

B RxPDOn_BIT Dd 0 ~ 77 
Dȸaddress (unit: byte) 

dȸbit no. 

B SDO_8bit_Bit HHHHHHo 0 ~ FFFFFF7 
HHHH(Index)+HH(Sub

-index)+o(Bit no) 

B SDO_16bit_Bit HHHHHHdd 0 ~ HHHHHH15 
HHHH(Index)+HH(Sub

-index)+dd(Bit no) 

W TxPDOn D 0 ~ 7  
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Bit/Wor

d 

Device type Format Range Memo 

W TxPDOn_Byte D 0 ~ 7  

W RxPDOn D 0 ~ 7  

W RxPDOn_Byte D 0 ~ 7  

W SDO_8bit HHHHHH 0~FFFFFF 

HHHH(Index)+HH(Sub

-index) 
W SDO_16bit HHHHHH 0~FFFFFF 

W SDO_32bit HHHHHH 0~FFFFFF 

Wiring Diagram: 

Diagram 1 

cMT Series cMT-3151 

eMT Series eMT3070 / eMT3105 / eMT3120 / eMT3150 

MT-XE MT8092XE  

 

HMI 
 

 

 

 

 

PLC 

 CAN Bus 
CAN Bus 

Device 9P Male 

CAN- 7 CAN- 

CAN+ 8 CAN+ 

GND 5 GND 
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To minimize signal reflection on the CAN bus network, termination resistors should be 

installed at both ends of the network, as shown in the following figure. (eMT3070A has 

built-in termination resistor, so it is not required for eMT3070A) 

 

 

Demo Project Link: 

 

ftp://ftp.weintek.com/eMT3000/Project/2011SPSdemo/CANbus.zip
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CAN Bus 2.0A/2.0B General and SAE J1939  

Supported series: CAN Bus 2.0A / CAN Bus 2.0B / SAE J1939. 

HMI Setting: 

Parameters Recommended Options Notes 

PLC type 
CAN Bus 2.0A/2.0B General and SAE J1939  

General General / SAE J1939  

Baud rate 250K  10K~1M  

 

Online simulator NO Extend address mode NO 

How to import SAE J1939 address tags: 

1. In EasyBuilder Pro add [CAN Bus 2.0A/2.0B General and SAE J1939] driver. 
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2. Open Address Tag Library, select [User-defined tags] and then click [New]. 

 

 

3. Name: Enter the tag name. 

PLC: Select the SAE J1939 

Address type: Select Bit or Word. 

Transmission rate:  

If [Use the default] is selected, then HMI will wait for the reply from CAN device. 

If [Request mode] is selected, then HMI will send polling packet. 

After entering the above information, click [Settings]. 
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4. Please set the following parameters according to the specification of the CAN device 

used. 

 

 

5. After building the tags click [Exit]. 

 

Device Address: 

Bit/Wor

d 

Device type Format Memo 

B DATA_Bit HHHHHHHHBb 

H: ID 

B: Byte position (1~8) 

b: bit start position (1~8) 

W DATA HHHHHHHHBbNN 

H: ID 

B: Byte position (1~8) 

b: bit start position (1~8) 

NN: bit no. (1~64) 
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Wiring Diagram: 

Diagram 1 

cMT Series cMT-3151 

eMT Series eMT3070 / eMT3105 / eMT3120 / eMT3150 

MT-XE MT8092XE  

 

HMI 
 

 

 

 

 

PLC 

 CAN Bus 
CAN Bus 

Device 9P Male 

CAN- 7 CAN- 

CAN+ 8 CAN+ 

GND 5 GND 

 

To minimize signal reflection on the CAN bus network, termination resistors should be 

installed at both ends of the network, as shown in the following figure. (eMT3070A has 

built-in termination resistor, so it is not required for eMT3070A) 
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CAS CI-1580A 

Supported Series : CAS CI-1580A 

Website : http://www.globalcas.com/bemarket/main/main.php 

HMI Setting: 

Parameters Recommended Options Notes 

PLC type CAS CI-1580A  

PLC I/F RS232 RS232/RS485 4W  

Baud rate 9600 9600 ~ 115200  

Data bits 8 8  

Parity None Even, Odd, None  

Stop bits 1 1  

PLC sta. no. 1 1 ~ 99  

Parameter1 0 0,1 0:BBC not used / 1:BBC used 

 

Online simulator YES 

PLC Setting: 

F30 Parity bit 

0 No Parity (default) 

1 Odd Parity 

2 Even Parity 

F31 Baud rate 

0 115200 bps 

1 76800 bps 

2 57600 bps 

3 38400 bps 

4 28800 bps 

5 19200 bps 

6 14400 bps 

7 9600 bps 

8 4800 bps 

9 2400 bps 

F33 Communication Mode 

0 Unilateral transmission mode 

1 Command mode 

2 LCD mode 

4 External display mode 

http://www.globalcas.com/bemarket/main/main.php
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F34 ID Number 1~99 (default:1) 

F36 BCC selection mode 
0 BCC not used 

1 BCC used 

F40 Weight unit 

0 kg 

1 g 

2 ton 

Device Address: 

Bit/Word Device type Format Range Memo 

B CURRENT_WEIGHT_HEAD D 1  OL: OVER/UNDER LOAD 

B CURRENT_WEIGHT_HEAD D 2  ST: Stable indicator 

B CURRENT_WEIGHT_HEAD D 3  US: Unstable indicator 

B CURRENT_WEIGHT_HEAD D 4  NT: NETWEIGHT 

B CURRENT_WEIGHT_HEAD D 5  GS: GROSS WEIGHT 

W TARE D 1  

W TARE_RESET D 1  

W ZERO D 1  

W HOLD D 1  

W HOLD_RESET D 1  

W PACKMODE_START D 1  

W PACKMODE_STOP D 1  

W KEY_TARE D 1  

W CURRENT_WEIGHT D 1  

W CURRENT_WEIGHT_UNIT D 1 0:KG , 1:ton , 2:g (F40) 

W LOWEST_LIMIT D 1  

W UPPER_LIMIT D 1  

W SERIAL_NUMBER D 1  

W CODE_NUMBER D 1  

W PART_NUMBER D 1  
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Wiring Diagram: 

RS-232 9P D-Sub (Diagram 1 ~ Diagram 3) 

Diagram 1  

cMT Series cMT3151 

eMT Series eMT3070 / eMT3105 / eMT3120 / eMT3150 

MT-iE MT8073iE / MT8102iE 

MT-XE MT8092XE 

MT-iP MT6103iP 

 

HMI  PLC 

 COM1 COM3  RS232 

9P D-Sub 

Female 
RS232 

9P Female 

RS232 

9P Female 

Rx 2 8  3 TXD  

Tx 3 7  2 RXD 

GND 5 5  4,5 GND 
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Diagram 2 

cMT Series cMT-SVR 

mTV mTV 

MT-iE MT8070iE / MT6070iE / MT8100iE / MT8121iE / MT8150iE / 

MT8071iE / MT6071iE / MT8072iE / MT6072iE / MT8073iE / 

MT8101iE / MT8102iE / MT8103iE  

MT-XE MT8121XE / MT8150XE / MT8090XE  

 

HMI 
 

 

 

 

 

PLC 

 COM1 RS232 

9P D-Sub 

Female 
RS232 

9P Female 

Rx 2 3 TXD  

Tx 3 2 RXD 

GND 5 4,5 GND 

 

 

Diagram 3 

MT-iE MT8050iE 

MT-iP MT6051iP / MT6071iP / MT8071iP 

 

HMI 
 

 

 

 

 

PLC 

 COM1 RS232 

9P D-Sub 

Female 
RS232 

9P Female 

Rx 9 3 TXD  

Tx 6 2 RXD 

GND 5 4,5 GND 
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RS-485 4W 9P D-Sub (Diagram 4 ~ Diagram 7) 

Diagram 4  

cMT Series cMT3151 

eMT Series eMT3070 / eMT3105 / eMT3120 / eMT3150 

MT-iE MT8070iE / MT6070iE / MT8100iE / MT8121iE / MT8150iE 

MT-XE MT8121XE / MT8150XE 

 

HMI 
 

 

 

 

 

PLC 

 COM1 RS485 

9P D-Sub 

Female 
RS485 4W 

9P Male 

Rx- 1 9 TX- 

Rx+ 2 8 TX+ 

Tx- 3 7 RX- 

TX+ 4 6 RX+ 

GND 5 4,5 GND 

 

 

Diagram 5  

cMT Series cMT-SVR 

mTV mTV 

 

HMI 
 

 

 

 

 

PLC 

 COM2 RS485 

9P D-Sub 

Female 
RS485 4W 

9P Female 

Rx- 7 9 TX- 

Rx+ 6 8 TX+ 

Tx- 9 7 RX- 

TX+ 8 6 RX+ 

GND 5 4,5 GND 
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Diagram 6 

MT-iE MT8071iE / MT6071iE / MT8072iE / MT6072iE / MT8073iE / 

MT8101iE / MT8102iE / MT8103iE 

MT-XE MT8090XE / MT8092XE 

MT-iP MT6071iP / MT8071iP / MT6103iP 

 

HMI 
 

 

 

 

 

PLC 

 COM2 RS485 

9P D-Sub 

Female 
RS485 4W 

9P Male 

Rx- 1 9 TX- 

Rx+ 2 8 TX+ 

Tx- 3 7 RX- 

TX+ 4 6 RX+ 

GND 5 4,5 GND 

 

 

Diagram 7  

MT-iE MT8050iE 

MT-iP MT6051iP  

 

HMI 
 

 

 

 

 

PLC 

 COM1 RS485 

9P D-Sub 

Female 
RS485 4W 

9P Female 

Rx- 1 9 TX- 

Rx+ 2 8 TX+ 

Tx- 3 7 RX- 

TX+ 4 6 RX+ 

GND 5 4,5 GND 
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CD MODBUS RTU 

Supported Series : REVO-CL / REVO-M / REVO E / CD3000E / MULTIDRIVE / REVO-TC 

/ REVO-PC 

Website : http://www.cdautomation.com/ 

HMI Setting: 

Parameters Recommended Options Notes 

PLC type CD MODBUS RTU  

PLC I/F RS485 RS232/RS485  

Baud rate 9600 9600~115200  

Data bits 8 7, 8  

Parity Even Even, Odd, None  

Stop bits 1 1, 2  

PLC sta. no. 1 0-255  

 

Online simulator YES Broadcast 

command 

YES 

Extend address mode YES   

 

 

[Address Range Limit] 

The address range of 0x, 1x, and 0x_multi_coils device types can be set. 

[Conversion] 

The 3x_Double and 4x_Double address types are added. If [ABCD ->CDAB] check box is 

selected, please select 3x_Double and 4x_Double address types. 

http://www.cdautomation.com/
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Device Address: 

Bit/Word Device type Format Range Memo 

B 0x DDDDD 1 ~ 65535 Output bit 

B 0x_multi_coils DDDDD 1 ~ 65535 Write multiple coils 

B 0x_single_Bit DDDDD 1 ~ 65535  

B 1x DDDDD 1 ~ 65535 Input bit (read only) 

B 1x_single_Bit DDDDD 1 ~ 65535  

B 3x_Bit DDDDDdd 100 ~ 6553515 Input Register bit (read 

only) B 4x_Bit DDDDDdd 100 ~ 6553515 Output Register bit 

B 6x_Bit DDDDDdd 100 ~ 6553515 Output Register bit 

B 0x_1 ~ 0x_9 DDDDD 1 ~ 65535  

B 1x_1 ~ 1x_9 DDDDD 1 ~ 65535  

W 3x DDDDD 1 ~ 65535 Input Register (read only) 

W 3x_MAX1W DDDDD 1 ~ 65535 Display 32 bits *Note1 

DW 3x_MAX2W DDDDD 1 ~ 65535 *Note1 

DW 3x_Double DDDDD 1 ~ 65535 *Note2 

W 4x DDDDD 1 ~ 65535 Output Register  

W 4x_MAX1W DDDDD 1 ~ 65535 Display 32 bits *Note1 

DW 4x_MAX2W DDDDD 1 ~ 65535 *Note1 

DW 4x_Double DDDDD 1 ~ 65535 *Note2 

W 4x_32Bit DDDDD 1 ~ 65535 Output Registerv *Note1 

DW 5x DDDDD 1 ~ 65535 4x double word swap 

W 6x DDDDD 1 ~ 65535 4x single word write 

Note1: MAX1W and 4X_32Bit read/write 1 word for each package and display a 32-bits 

value, whereas MAX2W reads/write 2 words for each package. 

Note2: Go the [System Parameter Settings] -> [Device Properties] and click [Conversion] 

to set the data format of device types 3x, 4x, 6x, 3x_double, 4x double. 
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NOTE: 

Address type ñ5xò is mapping to Hold Reg. The communication protocol of 5x is almost the 

same as ñ4xò except that ñ5xò swaps double word. 

If 4x contains the following information: 

Address 1 2 3 4 5 6 ... 

Data in word 0x1 0x2 0x3 0x4 0x5 0x6  

Data 0x20001 0x40003 0x60005  

 

For 5x, it will be: 

Address 1 2 3 4 5 6 ... 

Data in 

word 

0x2 0x1 0x4 0x3 0x6 0x5  

Data 0x10002 0x30004 0x50006  

 

Modbus RTU function code: 

0x    0x01 Read coil                    0x05 write single coil  

0x_multi_coils 0x01 Read coil             0x0f write multiple coils 

1x    0x02 Read discrete input           N/A for write operation 

3x    0x04 Read input register           N/A for write operation 

4x    0x03 Read holding register         0x10 write multiple registers 

5x    0x03 Read holding register         0x10 write multiple registers 

(Note: reverse word order in double word format) 

3xbit is equivalent to 3x 

4xbit is equivalent to 4x 

6x    0x03 Read holding register         0x06 write single register 

(Note: 6x is limited to device of one word only) 
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Wiring Diagram: 

RS-485 2W 9P D-Sub (Diagram 1 ~ Diagram 6) 

Diagram 1  

cMT Series cMT3151 

eMT Series eMT3070 / eMT3105 / eMT3120 / eMT3150 

 

HMI  PLC 

 COM1 COM3  RS485 2W 

9P D-Sub 

Male 
RS485 2W 

9P Male 

RS485 2W 

9P Male 

Data- 1 6  Data- 

Data+ 2 9  Data+ 

GND 5 5  GND 

 

 

Diagram 2  

cMT Series cMT-SVR 

mTV mTV 

 

HMI  PLC 

 COM2 COM3  RS485 2W 

9P D-Sub 

Male 
RS485 2W 

9P Female 

RS485 2W 

9P Female 

Data- 7 4  Data- 

Data+ 6 1  Data+ 

GND 5 5  GND 
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Diagram 3  

MT-iE MT8070iE / MT6070iE / MT8100iE / MT8121iE / MT8150iE 

MT-XE MT8121XE / MT8150XE 

 

HMI  PLC 

 COM1 COM3  RS485 2W 

9P D-Sub 

Male 
RS485 2W 

9P Male 

RS485 2W 

9P Male 

Data- 1 7  Data- 

Data+ 2 8  Data+ 

GND 5 9  GND 

 

 

Diagram 4  

MT-iE MT8071iE / MT6071iE / MT8072iE / MT6072iE / MT8073iE / 

MT8101iE / MT8102iE / MT8103iE 

MT-XE MT8090XE / MT8092XE 

MT-iP MT6103iP 

 

HMI  PLC 

 COM2 COM3  RS485 2W 

9P D-Sub 

Male 
RS485 2W 

9P Male 

RS485 2W 

9P Male 

Data- 1 6  Data- 

Data+ 2 9  Data+ 

GND 5 5  GND 
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Diagram 5  

MT-iE MT8050iE 

MT-iP MT6051iP  

 

HMI  PLC 

 COM1 COM3  RS485 2W 

9P D-Sub 

Male 
RS485 2W 

9P Female 

RS485 2W 

9P Female 

Data- 1 7  Data- 

Data+ 2 8  Data+ 

GND 5 5  GND 

 

 

Diagram 6  

MT-iP MT6071iP / MT8071iP  

 

HMI 
 

 

 

 

 

PLC 

 COM2 RS485 2W 

9P D-Sub 

Male 
RS485 2W 

9P Female 

Data- 1 Data- 

Data+ 2 Data+ 

GND 5 GND 



                                                            PLC Connection Guide  

115 

CD MODBUS TCP/IP 

Supported Series: REVO-CL / REVO-M / REVO E / CD3000E / MULTIDRIVE / REVO-TC / 

REVO-PC 

Website : http://www.cdautomation.com/ 

HMI Setting: 

Parameters Recommended Options Notes 

PLC type CD MODBUS TCP/IP  

PLC I/F Ethernet   

Port no. 502   

PLC sta. no. 1 0~255  

Device Address: 

Bit/Word Device type Format Range Memo 

B 0x DDDDD 1 ~ 65535 Output bit 

B 0x_single_Bit DDDDD 1 ~ 65535  

B 0x_multi_coils DDDDD 1 ~ 65535 Write multiple coils 

B 1x DDDDD 1 ~ 65535 Input bit (read only) 

B 1x_single_Bit DDDDD 1 ~ 65535  

B 3x_bit DDDDDdd 100 ~ 6553515 Input Register bit(read 
only) 

B 4x_bit DDDDDdd 100 ~ 6553515 Output Register bit 

B 6x_bit DDDDDdd 100 ~ 6553515 Output Register bit 

B 0x_1 ~ 0x_9 DDDDD 1 ~ 65535  

B 1x_1 ~ 1x_9 DDDDD 1 ~ 65535  

W 3x DDDDD 1 ~ 65535 Input Register 

DW 3x_Double DDDDD 1 ~ 65535 *Note1 

W 4x DDDDD 1 ~ 65535 Output Register 

DW 4X_Double DDDDD 1 ~ 65535 *Note1 

DW 5x DDDDD 1 ~ 65535 4x double word swap 

W 6x DDDDD 1 ~ 65535 4x single word write 

W 
4x string 
central 
europe 

DDDDD 1 ~ 65535 
Convert the Central 
Europe ASCII to Unicode. 

W 
4x string 
central 
europe (rev) 

DDDDD 1 ~ 65535  

 

http://www.cdautomation.com/
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Note1: Go the [System Parameter Settings] -> [Device Properties] and click [Conversion] 

to set the data format of device types 3x, 4x, 6x, 3x_double, 4x double. 

 

Wiring Diagram: 

Diagram 1 

Ethernet cable: 
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Change 

Supported Series: Compressor controller 

Website: http://www.sh-changjia.com/ 

HMI Setting: 

Parameters Recommended Options Notes 

PLC type Change  

PLC I/F RS485 2W   

Baud rate 9600   

Data bits 8   

Parity None   

Stop bits 1   

PLC sta. no. 1 1~6  

Device Address: 

Bit/Word Device type Format Range Memo 

B CTL DDD 0 ~ 5, 128, 150 Write only 

DW SET DDD 0 ~ 57, 128  

DW STATUS DD 1 ~ 20 Read only 

Wiring Diagram: 

RS-485 2W Terminal (Diagram 1 ~ Diagram 6) 

Diagram 1  

cMT Series cMT3151 

eMT Series eMT3070 / eMT3105 / eMT3120 / eMT3150 

 

HMI  PLC 

 COM1 COM3  Change 

RS485 2W 

Terminal 
RS485 2W 

9P Male 

RS485 2W 

9P Male 

Data- 1 6  15 Data- 

Data+ 2 9  16 Data+ 

GND 5 5   

http://www.sh-changjia.com/
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Diagram 2  

cMT Series cMT-SVR 

mTV mTV 

 

HMI  PLC 

 COM2 COM3  Change 

RS485 2W 

Terminal 
RS485 2W 

9P Female 

RS485 2W 

9P Female 

Data- 7 4  15 Data- 

Data+ 6 1  16 Data+ 

GND 5 5   

 

 

Diagram 3  

MT-iE MT8070iE / MT6070iE / MT8100iE / MT8121iE / MT8150iE 

MT-XE MT8121XE / MT8150XE 

 

HMI  PLC 

 COM1 COM3  Change 

RS485 2W 

Terminal 
RS485 2W 

9P Male 

RS485 2W 

9P Male 

Data- 1 7  15 Data- 

Data+ 2 8  16 Data+ 

GND 5 9   

 

 

Diagram 4  

MT-iE MT8071iE / MT6071iE / MT8072iE / MT6072iE / MT8073iE / 

MT8101iE / MT8102iE / MT8103iE 

MT-XE MT8090XE / MT8092XE 

MT-iP MT6103iP 
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HMI  PLC 

 COM2 COM3  Change 

RS485 2W 

Terminal 
RS485 2W 

9P Male 

RS485 2W 

9P Male 

Data- 1 6  15 Data- 

Data+ 2 9  16 Data+ 

GND 5 5   

 

 

Diagram 5  

MT-iE MT8050iE 

MT-iP MT6051iP  

 

HMI  PLC 

 COM1 COM3  Change 

RS485 2W 

Terminal 
RS485 2W 

9P Female 

RS485 2W 

9P Female 

Data- 1 7  15 Data- 

Data+ 2 8  16 Data+ 

GND 5 5   

 

 

Diagram 6  

MT-iP MT6071iP / MT8071iP  

 

HMI 
 

 

 

 

 

PLC 

 COM2 Change 

RS485 2W 

Terminal 
RS485 2W 

9P Female 

Data- 1 15 Data- 

Data+ 2 16 Data+ 

GND 5  
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Cimon CM1-CP4A/ECO1A 

Supported Series: Cimon CM1 series, CP4A module 

Website: http://www.kdtsys.com 

HMI Setting: 

Parameters Recommended Options Notes 

PLC type Cimon CM1-CP4A/ECO1A  

PLC I/F RS232   

Baud rate 38400   

Data bits 8   

Parity None   

Stop bits 1   

PLC sta. no. 1   

Device Address: 

Bit/Word Device type Format Range Memo 

B X DDDDh 0 ~ 1023f 0-1F Read Only 

B Y DDDDh 0 ~ 1023f  

B M DDDh 0 ~ 511f  

B K DDDh 0 ~ 127f  

B L DDDh 0 ~ 127f  

B F DDDh 0 ~ 127f Read Only 

B T DDDh 0 ~ 102f  

B C DDDh 0 ~ 102f  

W D DDDD 0 ~ 9999  

W S DD 0 ~ 99 Max. Range: 99 

W TS DDDD 0 ~ 1023  

W TC DDDD 0 ~ 1023  

W CS DDDD 0 ~ 1023  

W CC DDDD 0 ~ 1023  

http://www.kdtsys.com/
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Wiring Diagram: 

CM1-CP4A: RS-232 6P RJ11 (Diagram 1 ~ Diagram 3) 

Diagram 1  

cMT Series cMT3151 

eMT Series eMT3070 / eMT3105 / eMT3120 / eMT3150 

MT-iE MT8073iE / MT8102iE 

MT-XE MT8092XE 

MT-iP MT6103iP 

 

HMI  PLC 

 COM1 COM3  
RS232 6P 

RJ11 
RS232 

9P Female 

RS232 

9P Female 

Rx 2 8  2 TX 

Tx 3 7  3 RX 

GND 5 5  5 GND 
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Diagram 2 

cMT Series cMT-SVR 

mTV mTV 

MT-iE MT8070iE / MT6070iE / MT8100iE / MT8121iE / MT8150iE / 

MT8071iE / MT6071iE / MT8072iE / MT6072iE / MT8073iE / 

MT8101iE / MT8102iE / MT8103iE  

MT-XE MT8121XE / MT8150XE / MT8090XE  

 

HMI 
 

 

 

 

 

PLC 

 COM1 
RS232 6P 

RJ11 
RS232 

9P Female 

Rx 2 2 TX 

Tx 3 3 RX 

GND 5 5 GND 

 

 

Diagram 3 

MT-iE MT8050iE 

MT-iP MT6051iP / MT6071iP / MT8071iP 

 

HMI 
 

 

 

 

 

PLC 

 COM1 
RS232 6P 

RJ11 
RS232 

9P Female 

Rx 9 2 TX 

Tx 6 3 RX 

GND 5 5 GND 
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Cimon CM1-SC02A 

Supported Series: Cimon CM series, SC02A module 

Website: http://www.kdtsys.com 

HMI Setting: 

Parameters Recommended Options Notes 

PLC type Cimon CM1-SC02A  

PLC I/F RS232   

Baud rate 38400   

Data bits 8   

Parity None   

Stop bits 1   

PLC sta. no. 1   

Device Address: 

Bit/Word Device type Format Range Memo 

B X DDDDh 0 ~ 1023f 0-1F Read Only 

B Y DDDDh 0 ~ 1023f 0-F Read Only 

B M DDDh 0 ~ 511f  

B K DDDh 0 ~ 127f  

B L DDDh 0 ~ 127f  

B F DDDh 0 ~ 127f Read Only 

B T DDDh 0 ~ 102f  

B C DDDh 0 ~ 102f  

W D DDDD 0 ~ 9999  

W S DD 0 ~ 99 Max. Range: 99 

W TS DDDD 0 ~ 1023  

W TC DDDD 0 ~ 1023  

W CS DDDD 0 ~ 1023  

W CC DDDD 0 ~ 1023  

http://www.kdtsys.com/
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Wiring Diagram: 

CM1-SC02A: RS-232 9P D-Sub (Diagram 1 ~ Diagram 3) 

Diagram 1  

cMT Series cMT3151 

eMT Series eMT3070 / eMT3105 / eMT3120 / eMT3150 

MT-iE MT8073iE / MT8102iE 

MT-XE MT8092XE 

MT-iP MT6103iP 

 

HMI  PLC 

 COM1 COM3  RS232 

9P D-Sub 

Male 
RS232 

9P Female 

RS232 

9P Female 

Rx 2 8  3 TX 

Tx 3 7  2 RX 

GND 5 5  5 GND 
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Diagram 2 

cMT Series cMT-SVR 

mTV mTV 

MT-iE MT8070iE / MT6070iE / MT8100iE / MT8121iE / MT8150iE / 

MT8071iE / MT6071iE / MT8072iE / MT6072iE / MT8073iE / 

MT8101iE / MT8102iE / MT8103iE  

MT-XE MT8121XE / MT8150XE / MT8090XE  

 

HMI 
 

 

 

 

 

PLC 

 COM1 RS232 

9P D-Sub 

Male 
RS232 

9P Female 

Rx 2 3 TX 

Tx 3 2 RX 

GND 5 5 GND 

 

 

Diagram 3 

MT-iE MT8050iE 

MT-iP MT6051iP / MT6071iP / MT8071iP 

 

HMI 
 

 

 

 

 

PLC 

 COM1 RS232 

9P D-Sub 

Male 
RS232 

9P Female 

Rx 9 3 TX 

Tx 6 2 RX 

GND 5 5 GND 



                                                            PLC Connection Guide  

126 

CODESYS V2 (Absolute Addressing) (Ethernet) 

Supported Version: CoDeSys V2.2 

HMI Setting: 

Parameters Recommended Options Notes 

PLC type CODESYS V2 (Absolute Addressing) (Ethernet)  

PLC I/F Ethernet   

Port no. 1200   

PLC sta. no. No need to set station no.   

Device Address: 

Bit/Word Device 

type 

Format Range Memo 

B IX DDDDDdd 0 ~ 6553515  

B QX DDDDDdd 0 ~ 6553515  

B MX DDDDDdd 0 ~ 6553515  

W IW OOOOOO 0 ~ 65535  

W QW DDDDD 0 ~ 65535  

W MW DDDDD 0 ~ 65535  

W ID DDDDD 0 ~ 65535  

W QD DDDDD 0 ~ 65535  

W MD DDDDD 0 ~ 65535  

Wiring Diagram: 

Diagram 1 

Ethernet cable: 

 



                                                            PLC Connection Guide  

127 

CODESYS V2 (Symbolic Addressing) 

Supported Series: CODESYS V2 

HMI Setting: 

Parameters Recommended Options Notes 

PLC type CODESYS V2 (Symbolic Addressing)  

PLC I/F RS232   

Baud rate 38400   

Data bits 8   

Parity None   

Stop bits 1   

How to Import Tags: 

2. Click [New] to add [CODESYS V2 (Symbolic Addressing)] driver, and then click [Tag 

Manager]. 

 

 

4. Select [Get Tags] » [Import Tags], and then select the Tag (.SYM_XML) to be imported. 
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5. The successfully imported tags will be listed in a table. If any unsupported data type exists, 

a warning message will show in [Import Status] field. 

 

 

Note: Generate *.SYM_XML 

1. [Project] -> [Options] -> [Symbol configuration] , select [Dump symbol entries] and 

[Dump XML symbol table]. 

2. Open [Configure symbol file], select [Export data entries] 
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Wiring Diagram: 

CM1-SC02A: RS-232 9P D-Sub (Diagram 1 ~ Diagram 3) 

Diagram 1  

cMT Series cMT3151 

eMT Series eMT3070 / eMT3105 / eMT3120 / eMT3150 

MT-iE MT8073iE / MT8102iE 

MT-XE MT8092XE 

MT-iP MT6103iP 

 

HMI  PLC 

 COM1 COM3  RS232 

9P D-Sub 

Male 
RS232 

9P Female 

RS232 

9P Female 

Rx 2 8  3 TX 

Tx 3 7  2 RX 

GND 5 5  5 GND 
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Diagram 2 

cMT Series cMT-SVR 

mTV mTV 

MT-iE MT8070iE / MT6070iE / MT8100iE / MT8121iE / MT8150iE / 

MT8071iE / MT6071iE / MT8072iE / MT6072iE / MT8073iE / 

MT8101iE / MT8102iE / MT8103iE  

MT-XE MT8121XE / MT8150XE / MT8090XE  

 

HMI 
 

 

 

 

 

PLC 

 COM1 RS232 

9P D-Sub 

Male 
RS232 

9P Female 

Rx 2 3 TX 

Tx 3 2 RX 

GND 5 5 GND 

 

 

Diagram 3 

MT-iE MT8050iE 

MT-iP MT6051iP / MT6071iP / MT8071iP 

 

HMI 
 

 

 

 

 

PLC 

 COM1 RS232 

9P D-Sub 

Male 
RS232 

9P Female 

Rx 9 3 TX 

Tx 6 2 RX 

GND 5 5 GND 
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CODESYS V2 (Symbolic Addressing) (Ethernet) 

Supported series: CODESYS V2 

HMI Setting: 

Parameters Recommended Options Notes 

PLC type CODESYS V2 (Symbolic Addressing) (Ethernet)  

PLC I/F Ethernet   

Port no. 1200   

Protocol TCP/IP TCP/IP, TCP/IP[Level 2]  

How to Import Tags: 

3. Click [New] to add [CODESYS V2 (Symbolic Addressing) (Ethernet)] driver, and then click 

[Tag Manager]. 

 

 

6. Select [Get Tags] » [Import Tags], and then select the Tag (.SYM_XML) to be imported. 
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7. The successfully imported tags will be listed in a table. If any unsupported data type exists, 

a warning message will show in [Import Status] field. 

 

 

Note: Generate *.SYM_XML 

1. [Project] -> [Options] -> [Symbol configuration] , select [Dump symbol entries] and 

[Dump XML symbol table]. 

2. Open [Configure symbol file], select [Export data entries] 
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Support Device Type: 

S7-1200 data type EasyBuilder data format Memo 

Bool bit  

Byte 16-bit BCD, Hex, Binary, Unsigned 8-bit 

SInt 16-bit BCD, Hex, Binary, Signed 8-bit 

USInt 16-bit BCD, Hex, Binary, Unsigned 8-bit 

Word 16-bit BCD, Hex, Binary, Unsigned 16-bit 

Int 16-bit BCD, Hex, Binary, Signed 16-bit 

UInt 16-bit BCD, Hex, Binary, Unsigned 16-bit 

DWord 32-bit BCD, Hex, Binary, Unsigned 32-bit 

DInt 32-bit BCD, Hex, Binary, Signed 32-bit 

Real 32-bit Float 32-bit 

UDInt 32-bit BCD, Hex, Binary, Unsigned 32-bit 

String Word array for ASCII input and display Length=word 

Wiring Diagram: 

Diagram 1 

Ethernet cable: 
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CODESYS V3 (Ethernet) 

Supported series: LTI MOTION MO CM-3, MO CM-6, CODESYS V3 

Website: http://www.lti-motion.com/ 

HMI Setting: 

Parameters Recommended Options Notes 

PLC type CODESYS V3 (Ethernet)  

PLC I/F Ethernet   

Port no. 1740   

Source port 

no. 

1742   

Protocol V3 UDP/IP UDP/IP ; TCP/IP  

How to Import Tags: 

1. Under ñMainTaskò set POU PLC_PRG. 

 

 

 

http://www.lti-motion.com/
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2. Add ñSymbol configurationò into Devices list. 

   

 

3. Select PLC_RPG and its tag information is shown, build the project. 

[build] -> [Generate Code] 

 
 

4. A *.xml file is generated in the directory of the project. 

 

 

  



                                                            PLC Connection Guide  

136 

5. In System Parameter Settings click [New] to add CoDeSys V3 (Ethernet) driver into 

the device list and then click [Tag Manager].  

 

 

6. In Tag Manager click Get tag -> Import Tag, and then select the tag file (.xml) 

generated by the PLC software. 

 

 

7. When the tags are imported successfully, click [Exit] to leave. 

 



                                                            PLC Connection Guide  

137 

Support Device Type: 

Data type EasyBuilder data format Memo 

Bool bit  

Byte 16-bit BCD, Hex, Binary, Unsigned 8-bit 

SInt 16-bit BCD, Hex, Binary, Signed 8-bit 

USInt 16-bit BCD, Hex, Binary, Unsigned 8-bit 

Word 16-bit BCD, Hex, Binary, Unsigned 16-bit 

Int 16-bit BCD, Hex, Binary, Signed 16-bit 

UInt 16-bit BCD, Hex, Binary, Unsigned 16-bit 

DWord 32-bit BCD, Hex, Binary, Unsigned 32-bit 

DInt 32-bit BCD, Hex, Binary, Signed 32-bit 

Real 32-bit Float 32-bit 

UDInt 32-bit BCD, Hex, Binary, Unsigned 32-bit 

String Word array for ASCII input and display Length=word 

Wiring Diagram: 

Diagram 1 

Ethernet cable: 
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Control Technology 2500 Series 

Supported Series: CTI 2500 Series PLCs (Classic and Compact): C100, C200, C300 and 

C400. 

Website: http://www.controltechnology.com/ 

HMI Setting: 

Parameters Recommended Options Notes 

PLC type Control Technology 2500 Series NITP protocol 

PLC I/F RS232 RS232, rRRS485 4W  

Baud rate 19200 19200  

Data bits 7 7  

Parity Odd Odd  

Stop bits 1 1  

PLC sta. no. 0 Does not apply  

Device Address: 

Bit/Word Device type Format Range Memo 

B CR DDDDD 1 ~ 65535 Internal Relay 

B X DDDDD 1 ~ 65535 Discrete Input Coils 

B Y DDDDD 1 ~ 65535 Discrete Output Coils 

B V_Bit DDDDDdd 101 ~ 6553616 User Data Register Bits 

W V DDDDD 1 ~ 65535 User Data Registers 

DW VD DDDDD 1 ~ 65536 User Data Registers (32bit) 

W STW DDDDD 1 ~ 65535 Status Word Registers 

W TCP DDDDD 1 ~ 65535 Timer/Counter Preset Values 

W TCC DDDDD 1 ~ 65535 Timer/Counter Current Values 

W WX DDDDD 1 ~ 65535 Word Discrete Inputs 

W WY DDDDD 1 ~ 65535 Word Discrete Outputs 

  

http://www.controltechnology.com/
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Wiring Diagram: 

RS232 9P D-Sub (Diagram 1 ~ Diagram 3) 

Diagram 1  

cMT Series cMT3151 

eMT Series eMT3070 / eMT3105 / eMT3120 / eMT3150 

MT-iE MT8073iE / MT8102iE 

MT-XE MT8092XE 

MT-iP MT6103iP 

 

HMI  PLC 

 COM1 COM3  RS232  

9P D-Sub 

Male 
RS232 

9P Female 

RS232 

9P Female 

Rx 2 8  3 TX 

Tx 3 7  2 RX 

GND 5 5  5 GND 

Diagram 2 

cMT Series cMT-SVR 

mTV mTV 

MT-iE MT8070iE / MT6070iE / MT8100iE / MT8121iE / MT8150iE / 

MT8071iE / MT6071iE / MT8072iE / MT6072iE / MT8073iE / 

MT8101iE / MT8102iE / MT8103iE  

MT-XE MT8121XE / MT8150XE / MT8090XE  

 

HMI 
 

 

 

 

 

PLC 

 COM1 RS232  

9P D-Sub 

Male 
RS232 

9P Female 

Rx 2 3 TX 

Tx 3 2 RX 

GND 5 5 GND 
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Diagram 3 

MT-iE MT8050iE 

MT-iP MT6051iP / MT6071iP / MT8071iP 

 

HMI 
 

 

 

 

 

PLC 

 COM1 RS232  

9P D-Sub 

Male 
RS232 

9P Female 

Rx 9 3 TX 

Tx 6 2 RX 

GND 5 5 GND 

 

 

RS485 4W 9P D-Sub (Diagram 4 ~ Diagram 7) 

Diagram 4 

cMT Series cMT3151 

eMT Series eMT3070/ eMT3105 / eMT3120 / eMT3150 

MT-iE MT8070iE / MT6070iE / MT8100iE / MT8121iE / MT8150iE 

MT-XE MT8121XE / MT8150XE 

 

HMI 
 

 

 

 

 

PLC 

 COM1 RS485 4W  

9P D-Sub 

Male 
RS485 4W 

9P Male 

Rx- 1 8  

Rx+ 2 3 

Tx- 3 2 

TX+ 4 9 

GND 5 5 
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Diagram 5 

cMT Series cMT-SVR 

mTV mTV 

 

HMI 
 

 

 

 

 

PLC 

 COM2 RS485 4W  

9P D-Sub 

Male 
RS485 4W 

9P Female 

Rx- 7 8  

Rx+ 6 3 

Tx- 9 2 

TX+ 8 9 

GND 5 5 

 

 

Diagram 6 

MT-iE MT8071iE / MT6071iE / MT8072iE / MT6072iE / MT8073iE / 

MT8101iE / MT8102iE / MT8103iE 

MT-XE MT8090XE / MT8092XE 

MT-iP MT6071iP / MT8071iP / MT6103iP 

 

HMI 
 

 

 

 

 

PLC 

 COM2 RS485 4W  

9P D-Sub 

Male 
RS485 4W 

9P Male 

Rx- 1 8  

Rx+ 2 3 

Tx- 3 2 

TX+ 4 9 

GND 5 5 
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Diagram 7 

MT-iE MT8050iE 

MT-iP MT6051iP  

 

HMI 
 

 

 

 

 

PLC 

 COM1 RS485 4W  

9P D-Sub 

Male 
RS485 4W 

9P Female 

Rx- 1 8  

Rx+ 2 3 

Tx- 3 2 

TX+ 4 9 

GND 5 5 
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Control Technology 2500 Series (Ethernet) 

Supported Series: CTI 2500 Series PLCs (Classic and Compact): C100, C200, C300 and 

C400 

Website: http://www.controltechnology.com/ 

HMI Setting: 

Parameters Recommended Options Notes 

PLC type Control Technology 2500 Series (Ethernet)  

PLC I/F Ethernet   

Port no. 1505   

PLC sta. no. 1   

Device Address: 

Bit/Word Device type Format Range Memo 

B CR DDDDD 1 ~ 65536 Internal Relay 

B X DDDDD 1 ~ 65536 Discrete Input Coils 

B Y DDDDD 1 ~ 65536 Discrete Output Coils 

B V_Bit DDDDDdd 101 ~ 6553616 User Data Register Bits 

W V DDDDD 1 ~ 65536 User Data Registers 

DW VD DDDDD 1 ~ 65535 User Data Registers (32bit) 

W STW DDDDD 1 ~ 65536 Status Word Registers 

W TCP DDDDD 1 ~ 65536 Timer/Counter Preset Values 

W TCC DDDDD 1 ~ 65536 Timer/Counter Current 

Values W WX DDDDD 1 ~ 65536 Word Discrete Inputs 

W WY DDDDD 1 ~ 65536 Word Discrete Outputs 

Wiring Diagram: 

Ethernet cable: 

 

http://www.controltechnology.com/
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Copley Digital Drives 

Supported Series: Digital Servo Driver & Controllers, Xenus, Xenus Micro, Accelnet, 

Accelnet Micro, Stepnet series. 

Website: http://www.copleycontrols.com/ 

HMI Setting: 

Parameters Recommended Options Notes 

PLC type Copley Digital Drives  

PLC I/F RS232   

Baud rate 9600 9600~115200  

Data bits 8 8  

Parity None Even, Odd, None  

Stop bits 1 1  

HMI sta. no. 0   

PLC sta. no. 0 0-127  

Device Address: 

Bit/Word Device type Format Range Memo 

W Flash INT 16 HHH 0 ~ 999 For Register is INT16 or U16 

W RAM INT 16 HHH 0 ~ 999 For Register is INT16 or U16 

W Flash INT 32 HHH 0 ~ 999 For Register is INT32 or U32 

W RAM INT 32 HHH 0 ~ 999 For Register is INT32 or U32 

W Register DDDD 0 ~ 2457  

W T_command H 0  

W Reset H 0  

W Flash_INT16_B HHH 0 ~ 999  

W RAM_INT16_B HHH 0 ~ 999  

W Flash_INT32_B HHH 0 ~ 999  

W RAM_INT32_B HHH 0 ~ 999  

W Register_B DDDD 0 ~ 2457  

W T_command_B H 0  

W Reset_B H 0  

W Flash_INT16_C HHH 0 ~ 999  

W RAM_INT16_C HHH 0 ~ 999  

W Flash_INT32_D HHH 0 ~ 999  

W RAM_INT32_D HHH 0 ~ 999  

http://www.copleycontrols.com/motion/
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Bit/Word Device type Format Range Memo 

W Register_D DDDD 0 ~ 2457  

W T_command_D H 0  

W Reset_D H 0  

Wiring Diagram: 

Xenus, Xenus Micro, Accelnet, Stepnet: RS-232 6P RJ11 (Diagram 1 ~ Diagram 3) 

Diagram 1  

cMT Series cMT3151 

eMT Series eMT3070 / eMT3105 / eMT3120 / eMT3150 

MT-iE MT8073iE / MT8102iE 

MT-XE MT8092XE 

MT-iP MT6103iP 

 

HMI  PLC 

 COM1 COM3  
RS232 

6P RJ11 
RS232 

9P Female 

RS232 

9P Female 

Rx 2 8  5 TX 

Tx 3 7  2 RX 

GND 5 5  3,4 GND 
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Diagram 2 

cMT Series cMT-SVR 

mTV mTV 

MT-iE MT8070iE / MT6070iE / MT8100iE / MT8121iE / MT8150iE / 

MT8071iE / MT6071iE / MT8072iE / MT6072iE / MT8073iE / 

MT8101iE / MT8102iE / MT8103iE  

MT-XE MT8121XE / MT8150XE / MT8090XE  

 

HMI 
 

 

 

 

 

PLC 

 COM1 
RS232 

6P RJ11 
RS232 

9P Female 

Rx 2 5 TX 

Tx 3 2 RX 

GND 5 3,4 GND 

 

 

Diagram 3 

MT-iE MT8050iE 

MT-iP MT6051iP / MT6071iP / MT8071iP 

 

HMI 
 

 

 

 

 

PLC 

 COM1 
RS232 

6P RJ11 
RS232 

9P Female 

Rx 9 5 TX 

Tx 6 2 RX 

GND 5 3,4 GND 
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Accelnet Micro: RS-232 J5 Cable Connector (Diagram 4 ~ Diagram 6) 

Diagram 4  

cMT Series cMT3151 

eMT Series eMT3070 / eMT3105 / eMT3120 / eMT3150 

MT-iE MT8073iE / MT8102iE 

MT-XE MT8092XE 

MT-iP MT6103iP 

 

HMI  PLC 

 COM1 COM3  RS232 

J5 Cable 

Connector 
RS232 

9P Female 

RS232 

9P Female 

Rx 2 8  29 TX  

Tx 3 7  14 RX 

GND 5 5  15 GND 
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Diagram 5 

cMT Series cMT-SVR 

mTV mTV 

MT-iE MT8070iE / MT6070iE / MT8100iE / MT8121iE / MT8150iE / 

MT8071iE / MT6071iE / MT8072iE / MT6072iE / MT8073iE / 

MT8101iE / MT8102iE / MT8103iE  

MT-XE MT8121XE / MT8150XE / MT8090XE  

 

 

HMI 
 

 

 

 

 

PLC 

 COM1 RS232 

J5 Cable 

Connector 
RS232 

9P Female 

Rx 2 29 TX  

Tx 3 14 RX 

GND 5 15 GND 

 

 

Diagram 6 

MT-iE MT8050iE 

MT-iP MT6051iP / MT6071iP / MT8071iP 

 

HMI 
 

 

 

 

 

PLC 

 COM1 RS232 

J5 Cable 

Connector 
RS232 

9P Female 

Rx 9 29 TX  

Tx 6 14 RX 

GND 5 15 GND 
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CO-TRUST CTH300-H (Ethernet) 

Supported Series: CO-TRUST CTH300-H35 

Website: http://www.co-trust.com/cn/index.php 

HMI Setting: 

Parameters Recommended Options Notes 

PLC type CO-TRUST CTH300-H (Ethernet) Use UDP 

PLC I/F Ethernet   

Port no. 1024   

PLC sta. no. 0   

Device Address: 

Bit/Word Device type Format Range Memo 

B I DDDDo 0 ~ 40957 Input (I) 

B Q DDDDo 0 ~ 40957 Output (O) 

B M DDDDo 0 ~ 40957 Bit Memory 

B VW_Bit DDDDDo 0 ~ 102397 V Memory Bit Address 

B S DDDDo 0 ~ 40957 SCR 

B SM DDDDo 0 ~ 40957 Special Memory 

B T_Bit DDDD 0 ~ 1023 Timer 

B C_Bit DDDD 0 ~ 1023 Counter 

B DBnBit FFFDDDDDo 0 ~ 255655357  

Byte VB DDDDD 0 ~ 10239  

W VW DDDDD 0 ~ 10239 V Memory 

W VW_Odd DDDDD 0 ~ 10239 V Memory 

W VW_String DDDDD 0 ~ 10239 String 

W VW_String_Odd DDDDD 0 ~ 10239 String 

DW VD DDDDD 0 ~ 10239 V Memory Double 

Word DW VD_Odd DDDDD 0 ~ 10239 V Memory Double 

Word DW VD_String DDDDD 0 ~ 10239 String 

DW VD_String_Odd DDDDD 0 ~ 10239 String 

Byte MB DDDDD 0 ~ 10239 Byte Memory 

W MW DDDDD 0 ~ 10239 Word Memory 

W MW_Odd DDDDD 0 ~ 10239 Word Memory 

DW MD DDDDD 0 ~ 10239 Word Memory 

http://www.co-trust.com/cn/index.php
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Bit/Word Device type Format Range Memo 

Byte SB DDDDD 0 ~ 10239 SCR 

W SW DDDDD 0 ~ 10239 SCR 

DW SD DDDDD 0 ~ 10239 SCR 

Byte SMB DDDDD 0 ~ 10239 Special Memory 

W SMW DDDDD 0 ~ 10239 Special Memory 

DW SMD DDDDD 0 ~ 10239 Special Memory 

W T DDD 0 ~ 1023 Timer 

W C DDD 0 ~ 1023 Counter 

Byte DBBn FFFDDDDD 0 ~ 25565535  

W DBn FFFDDDDD 0 ~ 25565535  

DW DBDn FFFDDDDD 0 ~ 25565535  

D DBn_STRINGCHAR FFFDDDDD 0 ~ 25565535  

 ̧ Double Word and floating point value must use VD device type.  

Wiring Diagram: 

Diagram 1 

Ethernet cable: 
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CO-TRUST CTH300-H PPI 

Supported Series: CO-TRUST CTH300-H35 

Website: http://www.co-trust.com/cn/index.php 

HMI Setting: 

Parameters Recommended Options Notes 

PLC type CO-TRUST CTH300-H PPI  

PLC I/F RS485 2W RS485 2W  

Baud rate 9600 9600, 19200, 187.5K  

Data bits 8 7,8  

Parity Even Even, Odd, None  

Stop bits 1 1, 2  

Turn around delay 

(ms) 

5   

ACK delay time (ms) 30   

PLC sta. no. 2 1 ~ 126  

 

Online simulator YES Extend address mode YES 

Broadcast 

command 

NO   

PLC Setting: 

PLC setting PLC sta. no. can not be the same as HMI sta. no.  

Device Address: 

Bit/Word Device type Format Range Memo 

B I DDDDo 0 ~ 40957 Input (I) 

B Q DDDDo 0 ~ 40957 Output (O) 

B M DDDDo 0 ~ 40957 Bit Memory 

B VW_Bit DDDDDo 0 ~ 102397 V Memory Bit Address 

B S DDDDo 0 ~ 40957 SCR 

B SM DDDDo 0 ~ 40957 Special Memory 

B T_Bit DDDD 0 ~ 1023 Timer 

B C_Bit DDDD 0 ~ 1023 Counter 

B DBnBit FFFDDDDDo 0 ~ 255655357  

Byte VB DDDDD 0 ~ 10239  

http://www.co-trust.com/cn/index.php
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Bit/Word Device type Format Range Memo 

W VW DDDDD 0 ~ 10239 V Memory 

W VW_Odd DDDDD 0 ~ 10239 V Memory 

W VW_String DDDDD 0 ~ 10239 String 

W VW_String_Odd DDDDD 0 ~ 10239 String 

DW VD DDDDD 0 ~ 10239 V Memory Double 

Word DW VD_Odd DDDDD 0 ~ 10239 V Memory Double 

Word DW VD_String DDDDD 0 ~ 10239 String 

DW VD_String_Odd DDDDD 0 ~ 10239 String 

Byte MB DDDDD 0 ~ 10239 Byte Memory 

W MW DDDDD 0 ~ 10239 Word Memory 

W MW_Odd DDDDD 0 ~ 10239 Word Memory 

DW MD DDDDD 0 ~ 10239 Word Memory 

Byte SB DDDDD 0 ~ 10239 SCR 

W SW DDDDD 0 ~ 10239 SCR 

DW SD DDDDD 0 ~ 10239 SCR 

Byte SMB DDDDD 0 ~ 10239 Special Memory 

W SMW DDDDD 0 ~ 10239 Special Memory 

DW SMD DDDDD 0 ~ 10239 Special Memory 

W T DDD 0 ~ 1023 Timer 

W C DDD 0 ~ 1023 Counter 

Byte DBBn FFFDDDDD 0 ~ 25565535  

W DBn FFFDDDDD 0 ~ 25565535  

DW DBDn FFFDDDDD 0 ~ 25565535  

D DBn_STRINGCHAR FFFDDDDD 0 ~ 25565535  

 ̧ Double Word and floating point value must use VD device type. 



                                                            PLC Connection Guide  

153 

Multi-HMIs-Multi-PLCs Communication Setting: 

 

For S7-200 PLC, Multi-HMIs-Multi-PLCs communication can be achieved using S7/200 

PPI driver, please refer to the settings below. 

 

IN EasyBuilder COM Port Settings, two important parameters must be set: 
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1. [High station address (HSA)]: 

Setting Max. Station Number of HMI in PPI network.  

For the effectiveness of system operation, it is highly recommended that the HMI station 

number starts from zero and go on sequentially. If there are 4 HMI in PPI network, set 

station no. from 0~3, and [High station address (HSA)] to 3. 

Set HMI station number in [System Parameters] / [Model] / [HMI station no.]: 

 

2. [Gap update factor(GUF)]: 

The condition to pass a Token. In PPI network only HMI can hold a Token, PLC can only 

be controlled. 

When the HMI that holds Token communicates with PLC for a number of times that equals 

to the value set here, HMI will pass the Token (control of PLC) to the next HMI. For 

example, if GUF is set to ñ1ò, HMI will pass the control of PLC to the next HMI when read 

or write the value in an address. 

If GUF is set to a bigger value, the HMI that holds Token will control the PLC for a longer 

time and therefore the Token wonôt be passed to another HMI and cause failure in 

communicating with PLC. 

A complete communication means HMI reads / writes PLC value for one time. 

Note: 

Â HMI sta. no. can not be the same as PLC sta. no.  

Â Highly recommended that HMI sta. no. starts from 0 and go on sequentially for the 

effectiveness of operation. 

Â Available for EasyBuilder8000 V4.50 and later. 
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Wiring Diagram: 

RS-485 2W 9P D-Sub (Diagram 1 ~ Diagram 6) 

Diagram 1  

cMT Series cMT3151 

eMT Series eMT3070 / eMT3105 / eMT3120 / eMT3150 

 

HMI  PLC 

 COM1 COM3  RS485 2W 

9P D-Sub 

Male 
RS485 2W 

9P Male 

RS485 2W 

9P Male 

Data- 1 6  8 Data- 

Data+ 2 9  3 Data+ 

GND 5 5  5 GND 

 

 

Diagram 2  

cMT Series cMT-SVR 

mTV mTV 

 

HMI  PLC 

 COM2 COM3  RS485 2W 

9P D-Sub 

Male 
RS485 2W 

9P Female 

RS485 2W 

9P Female 

Data- 7 4  8 Data- 

Data+ 6 1  3 Data+ 

GND 5 5  5 GND 
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Diagram 3  

MT-iE MT8070iE / MT6070iE / MT8100iE / MT8121iE / MT8150iE 

MT-XE MT8121XE / MT8150XE 

 

HMI  PLC 

 COM1 COM3  RS485 2W 

9P D-Sub 

Male 
RS485 2W 

9P Male 

RS485 2W 

9P Male 

Data- 1 7  8 Data- 

Data+ 2 8  3 Data+ 

GND 5 9  5 GND 

 

 

Diagram 4  

MT-iE MT8071iE / MT6071iE / MT8072iE / MT6072iE / MT8073iE / 

MT8101iE / MT8102iE / MT8103iE 

MT-XE MT8090XE / MT8092XE 

MT-iP MT6103iP 

 

HMI  PLC 

 COM2 COM3  RS485 2W 

9P D-Sub 

Male 
RS485 2W 

9P Male 

RS485 2W 

9P Male 

Data- 1 6  8 Data- 

Data+ 2 9  3 Data+ 

GND 5 5  5 GND 

 

  



                                                            PLC Connection Guide  

157 

 

Diagram 5  

MT-iE MT8050iE 

MT-iP MT6051iP  

 

HMI  PLC 

 COM1 COM3  RS485 2W 

9P D-Sub 

Male 
RS485 2W 

9P Female 

RS485 2W 

9P Female 

Data- 1 7  8 Data- 

Data+ 2 8  3 Data+ 

GND 5 5  5 GND 

 

 

Diagram 6  

MT-iP MT6071iP / MT8071iP  

 

HMI 
 

 

 

 

 

PLC 

 COM2 RS485 2W 

9P D-Sub 

Male 
RS485 2W 

9P Female 

Data- 1 8 Data- 

Data+ 2 3 Data+ 

GND 5 5 GND 
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CROUZET M3 (FBD) 

HMI Setting: 

Parameters Recommended Options Notes 

PLC type CROUZET M3 (FBD)  

PLC I/F RS232   

Baud rate 115200   

Data bits 7   

Parity Even   

Stop bits 1   

PLC sta. no. 1   

*Support communications between HMI and PLC in pass-through mode 

*Set LW-9903 to 2 to enhance the speed of download/upload PLC program in 

pass-through mode 

Device Address: 

Bit/Word Device type Format Range Memo 

B I DD 1 ~ 99 Input 

B SLI_Bit DDh 10 ~ 24f Serial link input 

B SLO_Bit DDh 250 ~ 48f Serial link output (read only) 

B State D 1 State in PLC (read only) 

W AI DD 1 ~ 99 Analogy input (default: 1 ~ 4) 

W SL_IN DD 1 ~ 24 Serial link input 

W SL_OUT DD 25 ~ 48 Serial link output (read only) 

W Time D 1 ~ 6 Time & Day* 

W Order D 1 Command** (write only) 

W ID_Table DD 1 ~ 22  

* address 1: second, address 2 : minute, address 3 : hour , address 4 : day, address 5 : 

month, address 6 : year. The value range for ñYearò is 0~99, entering ñ0ò represents year 

2000, entering ñ99ò represents year 2099. 

** run mode write 2, stop mode write 1. 
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Wiring Diagram: 

CROUZET M3: RS-232 9P D-Sub (Diagram 1 ~ Diagram 4) 

Diagram 1 

cMT Series cMT3151 

eMT Series eMT3070 / eMT3105 / eMT3120 / eMT3150 

MT-iE MT8070iE / MT6070iE / MT8100iE / MT8121iE / MT8150iE / 

MT8071iE / MT6071iE / MT8072iE / MT6072iE / MT8073iE / 

MT8101iE / MT8102iE / MT8103iE 

MT-XE MT8121XE / MT8150XE / MT8090XE / MT8092XE 

MT-iP MT6103iP 

 

HMI  PLC 

 COM1  RS232 

9P D-Sub  

(Extension cable) 
RS232 

9P Female 

Rx 2  2 TX 

Tx 3  3 RX 

GND 5  5 GND 

RTS 7  4 DTR 
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Diagram 2  

cMT Series cMT-SVR 

mTV mTV 

 

HMI  PLC 

 COM1  RS232 

9P D-Sub  

(Extension cable) 
RS232 

9P Female 

Rx 2  2 TX 

Tx 3  3 RX 

GND 5  5 GND 

0V External Power Supply  

+5V External Power supply  4 DTR 

 

 

Diagram 3 

MT-iE MT8050iE 

MT-iP MT6051iP 

 

HMI 
 

 

 

 

 

PLC 

 COM1 RS232 

9P D-Sub  

(Extension cable) 
RS232 

9P Female 

Rx 9 2 TX 

Tx 6 3 RX 

GND 5 5 GND 

TX+ 4  4 DTR 
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Diagram 4 

MT-iP MT6071iP / MT8071iP 

 

 

HMI  PLC 

 COM1  RS232 

9P D-Sub  

(Extension cable) 
RS232 

9P Female 

Rx 9  2 TX 

Tx 6  3 RX 

GND 5  5 GND 

RTS 7  4 DTR 

 

 

 

 

(3m serial link cable) 

Note: Please use 3m serial link cable 

(Accessories from Millenium 3) and extension 

cable (as shown) to communicate with HMI 

series. 
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CROUZET M3 (LAD) 

HMI Setting: 

Parameters Recommended Options Notes 

PLC type CROUZET M3 (LAD)  

PLC I/F RS232   

Baud rate 115200   

Data bits 7   

Parity Even   

Stop bits 1   

PLC sta. no. 1   

*Support communications between HMI and PLC in pass-through mode 

*Set LW-9903 to 2 to enhance the speed of download/upload PLC program in 

pass-through mode 

Device Address: 

Bit/Word Device type Format Range Memo 

B I DD 1 ~ 99 Input (default: 1 ~ 4) 

B O DD 1 ~ 99 Output (default: 1 ~ 4) 

B M DD 1 ~ 28 Relay 

B SLI_Bit DDh 10 ~ 24f Serial link input 

B SLO_Bit DDh 250 ~ 48f Serial link output (read only) 

B State D 1 State in PLC (read only) 

W T DD 1 ~ 12 Timer  

W C DD 1 ~ 16 Counter 

W AI DD 1 ~ 99 Analogy input (default: 1 ~ 4) 

W SL_IN DD 1 ~ 24 Serial link input 

W SL_OUT DD 25 ~ 48 Serial link output (read only) 

W Time D 1 ~ 6 Time & Day * 

W Order D 1 Command (write only) ** 

* address 1: second, address 2 : minute, address 3 : hour , address 4 : day, address 5 : 

month, address 6 : year .The value range for ñYearò is 0~99, entering ñ0ò represents year 

2000, entering ñ99ò represents year 2099. 

** run mode write 2, stop mode write 1. 
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Wiring Diagram: 

CROUZET M3: RS-232 9P D-Sub (Diagram 1 ~ Diagram 4) 

Diagram 1 

cMT Series cMT3151 

eMT Series eMT3070 / eMT3105 / eMT3120 / eMT3150 

MT-iE MT8070iE / MT6070iE / MT8100iE / MT8121iE / MT8150iE / 

MT8071iE / MT6071iE / MT8072iE / MT6072iE / MT8073iE / 

MT8101iE / MT8102iE / MT8103iE 

MT-XE MT8121XE / MT8150XE / MT8090XE / MT8092XE 

MT-iP MT6103iP 

 

HMI  PLC 

 COM1  RS232 

9P D-Sub  

(Extension cable) 
RS232 

9P Female 

Rx 2  2 TX 

Tx 3  3 RX 

GND 5  5 GND 

RTS 7  4 DTR 

 

 

  



                                                            PLC Connection Guide  

164 

 

Diagram 2  

cMT Series cMT-SVR 

mTV mTV 

 

HMI  PLC 

 COM1  RS232 

9P D-Sub  

(Extension cable) 
RS232 

9P Female 

Rx 2  2 TX 

Tx 3  3 RX 

GND 5  5 GND 

0V External Power Supply  

+5V External Power supply  4 DTR 

 

 

Diagram 3 

MT-iE MT8050iE 

MT-iP MT6051iP 

 

HMI 
 

 

 

 

 

PLC 

 COM1 RS232 

9P D-Sub  

(Extension cable) 
RS232 

9P Female 

Rx 9 2 TX 

Tx 6 3 RX 

GND 5 5 GND 

TX+ 4  4 DTR 
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Diagram 4 

MT-iP MT6071iP / MT8071iP 

 

HMI  PLC 

 COM1  RS232 

9P D-Sub  

(Extension cable) 
RS232 

9P Female 

Rx 9  2 TX 

Tx 6  3 RX 

GND 5  5 GND 

RTS 7  4 DTR 

 

 

 

 

(3m serial link cable) 

Note: Please use 3m serial link cable 

(Accessories from Millenium 3) and extension 

cable (as shown) to communicate with HMI 

series. 
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Danfoss ECL Apex20 

Website: http://www.danfoss.com/ 

HMI Setting: 

Parameters Recommended Options Notes 

PLC type Danfoss ECL Apex20  

PLC I/F RS232   

Baud rate 9600   

Data bits 8   

Parity None   

Stop bits 1   

PLC sta. no. 1   

Device Address: 

Bit/Word Device type Format  Range Memo 

B Flag DDDD 0 ~ 8191  

B Output DDDD 0 ~ 1023  

B Input DDDD 0 ~ 1023  

B Reg_Bit DDDDDdd 0 ~ 1638331 dd: Bit no. (00 ~ 31) 

DW Register DDDDD 0 ~ 16383  

DW Counter DDDD 0 ~ 1599  

DW Timer DDDD 0 ~ 1599  

DW Reg_Float DDDDD 0 ~ 16383 Support 32-bit float format 

W DBn DDDDDDD 0 ~ 8191383  

EasyBuilder device address range may differ from PLC extended mode, please refer to 

EasyBuilder address range as above. 

http://www.danfoss.com/
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Wiring Diagram: 

ECL Apex20 Controller: RS-232 9P D-Sub (Diagram 1 ~ Diagram 3) 

Diagram 1  

cMT Series cMT3151 

eMT Series eMT3070 / eMT3105 / eMT3120 / eMT3150 

MT-iE MT8073iE / MT8102iE 

MT-XE MT8092XE 

MT-iP MT6103iP 

 

HMI  PLC 

 COM1 COM3  
RS232 9P 

D-Sub Male 
RS232 

9P Female 

RS232 

9P Female 

Rx 2 8  3 TX 

Tx 3 7  2 RX 

GND 5 5  5 GND 

    7 RTS 

    8 CTS 
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Diagram 2 

cMT Series cMT-SVR 

mTV mTV 

MT-iE MT8070iE / MT6070iE / MT8100iE / MT8121iE / MT8150iE / 

MT8071iE / MT6071iE / MT8072iE / MT6072iE / MT8073iE / 

MT8101iE / MT8102iE / MT8103iE  

MT-XE MT8121XE / MT8150XE / MT8090XE  

 

HMI 
 

 

 

 

 

PLC 

 COM1 
RS232 9P 

D-Sub Male 
RS232 

9P Female 

Rx 2 3 TX 

Tx 3 2 RX 

GND 5 5 GND 

   7 RTS 

   8 CTS 

 

 

Diagram 3 

MT-iE MT8050iE 

MT-iP MT6051iP / MT6071iP / MT8071iP 

 

HMI 
 

 

 

 

 

PLC 

 COM1 
RS232 9P 

D-Sub Male 
RS232 

9P Female 

Rx 9 3 TX 

Tx 6 2 RX 

GND 5 5 GND 

   7 RTS 

   8 CTS 
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ECL Apex20 Controller: RS-485 2W Terminal (Diagram 4 ~ Diagram 9) 

Diagram 4  

cMT Series cMT3151 

eMT Series eMT3070 / eMT3105 / eMT3120 / eMT3150 

 

HMI  PLC 

 COM1 COM3  ECL Apex20 

Controller 

Port#1 / Port#0 
RS485 2W 

9P Male 

RS485 2W 

9P Male 

Data- 1 6  11 / 29 

Data+ 2 9  12 / 28 

GND 5 5   

 

 

Diagram 5  

cMT Series cMT-SVR 

mTV mTV 

 

HMI  PLC 

 COM2 COM3  ECL Apex20 

Controller 

Port#1 / Port#0 
RS485 2W 

9P Female 

RS485 2W 

9P Female 

Data- 7 4  11 / 29 

Data+ 6 1  12 / 28 

GND 5 5   
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Diagram 6  

MT-iE MT8070iE / MT6070iE / MT8100iE / MT8121iE / MT8150iE 

MT-XE MT8121XE / MT8150XE 

 

HMI  PLC 

 COM1 COM3  ECL Apex20 

Controller 

Port#1 / Port#0 
RS485 2W 

9P Male 

RS485 2W 

9P Male 

Data- 1 7  11 / 29 

Data+ 2 8  12 / 28 

GND 5 9   

 

 

Diagram 7  

MT-iE MT8071iE / MT6071iE / MT8072iE / MT6072iE / MT8073iE / 

MT8101iE / MT8102iE / MT8103iE 

MT-XE MT8090XE / MT8092XE 

MT-iP MT6103iP 

 

 

HMI  PLC 

 COM2 COM3  ECL Apex20 

Controller 

Port#1 / Port#0 
RS485 2W 

9P Male 

RS485 2W 

9P Male 

Data- 1 6  11 / 29 

Data+ 2 9  12 / 28 

GND 5 5   

  



                                                            PLC Connection Guide  

171 

 

Diagram 8  

MT-iE MT8050iE 

MT-iP MT6051iP  

 

HMI  PLC 

 COM1 COM3  ECL Apex20 

Controller 

Port#1 / Port#0 
RS485 2W 

9P Female 

RS485 2W 

9P Female 

Data- 1 7  11 / 29 

Data+ 2 8  12 / 28 

GND 5 5   

 

 

Diagram 9  

MT-iP MT6071iP / MT8071iP  

 

HMI 
 

 

 

 

 

PLC 

 COM2 ECL Apex20 

Controller 

Port#1 / Port#0 
RS485 2W 

9P Female 

Data- 1 11 / 29 

Data+ 2 12 / 28 

GND 5  
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Danfoss ECL Apex20 (Ethernet) 

Website: http://www.danfoss.com/ 

HMI Setting: 

Parameters Recommended Options Notes 

PLC type Danfoss ECL Apex20 (Ethernet)  

PLC I/F Ethernet   

Port no. 5050   

PLC sta. no. 0   

Device Address: 

Bit/Word Device type Format  Range Memo 

B Flag DDDD 0 ~ 8191  

B Output DDDD 0 ~ 1023  

B Input DDDD 0 ~ 1023  

B Reg_Bit DDDDDdd 0 ~ 1638331 dd: Bit no. (00 ~ 31) 

B DBn_Bit DDDDDDDdd 0 ~ 399938331  

W Register DDDDD 0 ~ 16383  

W Counter DDDD 0 ~ 1599  

W Timer DDDD 0 ~ 1599  

W Reg_Float DDDDD 0 ~ 16383 Support 32-bit float format 

W DBn DDDDDDDDD 0 ~ 536016383  

W DB_String DDDDDDDDD 0 ~ 536016383  

W R_String DDDDD 0 ~ 16383  

W DB_Float DDDDDDDDD 0 ~ 536016383  

EasyBuilder device address range may differ from PLC extended mode, please refer to 

EasyBuilder address range as above. 

Wiring Diagram: 

Ethernet cable: 

 

http://www.danfoss.com/
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Danfoss FC Series 

Supported Series: FC051, FC100, FC200, FC300, VLT Micro Driver. 

Website: http://www.danfoss.com/ 

HMI Setting: 

Parameters Recommended Options Notes 

PLC type Danfoss FC Series  

PLC I/F RS485 2W   

Baud rate 9600   

Data bits 8   

Parity Even   

Stop bits 1   

PLC sta. no. 1   

Device Address: 

Para_Index 310.1=31001, Para_Index310.0=31000 

Wiring Diagram: 

RS-485 2W Terminal (Diagram 1 ~ Diagram 6) 

Diagram 1  

cMT Series cMT3151 

eMT Series eMT3070 / eMT3105 / eMT3120 / eMT3150 

 

  

Bit/Wor

d 

Device type Format Range Memo 

W Parameter 09 DDDD 0 ~ 9999 Set Parameter  

DW Reference 10 D 0 ~ 1 Control Bus Reference  

DW Para_Index 11 DDDDDD 0 ~ 999999 Set Parameter(Index) 

http://www.danfoss.com/
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HMI  PLC 

 COM1 COM3  
FC RS485 2W 

Terminal 
RS485 2W 

9P Male 

RS485 2W 

9P Male 

Data- 1 6  69 Data- 

Data+ 2 9  68 Data+ 

GND 5 5   

 

 

Diagram 2  

cMT Series cMT-SVR 

mTV mTV 

 

HMI  PLC 

 COM2 COM3  
FC RS485 2W 

Terminal 
RS485 2W 

9P Female 

RS485 2W 

9P Female 

Data- 7 4  69 Data- 

Data+ 6 1  68 Data+ 

GND 5 5   

 

 

Diagram 3  

MT-iE MT8070iE / MT6070iE / MT8100iE / MT8121iE / MT8150iE 

MT-XE MT8121XE / MT8150XE 

 

HMI  PLC 

 COM1 COM3  
FC RS485 2W 

Terminal 
RS485 2W 

9P Male 

RS485 2W 

9P Male 

Data- 1 7  69 Data- 

Data+ 2 8  68 Data+ 

GND 5 9   
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Diagram 4  

MT-iE MT8071iE / MT6071iE / MT8072iE / MT6072iE / MT8073iE / 

MT8101iE / MT8102iE / MT8103iE 

MT-XE MT8090XE / MT8092XE 

MT-iP MT6103iP 

 

HMI  PLC 

 COM2 COM3  
FC RS485 2W 

Terminal 
RS485 2W 

9P Male 

RS485 2W 

9P Male 

Data- 1 6  69 Data- 

Data+ 2 9  68 Data+ 

GND 5 5   

 

 

Diagram 5  

MT-iE MT8050iE 

MT-iP MT6051iP  

 

HMI  PLC 

 COM1 COM3  
FC RS485 2W 

Terminal 
RS485 2W 

9P Female 

RS485 2W 

9P Female 

Data- 1 7  69 Data- 

Data+ 2 8  68 Data+ 

GND 5 5   

 

 

  



                                                            PLC Connection Guide  

176 

 

Diagram 6  

MT-iP MT6071iP / MT8071iP  

 

HMI 
 

 

 

 

 

PLC 

 COM2 
FC RS485 2W 

Terminal 
RS485 2W 

9P Female 

Data- 1 69 Data- 

Data+ 2 68 Data+ 

GND 5  

 

*RW100 set PCD1 Control Word of station 1 

*RW101 read PCD1 Status Word of station 1 

*RW102 set PCD2 Control Word of station 2 

*RW103 read PCD2 Status Word of station 2 

*RW104 set PCD3 Control Word of station 3 

*RW105 read PCD3 Status Word of station 3 

*RW106 set PCD4 Control Word of station 4 

*RW107 read PCD4 Status Word of station 4 
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Danfoss VLT2800 Series 

Supported Series: VLT2800 series 

Website: http://www.danfoss.com/ 

HMI Setting: 

Parameters Recommended Options Notes 

PLC type Danfoss VLT2800 Series  

PLC I/F RS485 2W   

Baud rate 9600   

Data bits 8   

Parity Even   

Stop bits 1   

PLC sta. no. 1 0-126 According to PLC 

PLC Setting: 

Communication mode 9600, Even, 8, 1 (default) 

Device Address: 

Bit/Word Device type Format Range Memo 

DW Parameter DDDD 0 ~ 2000 Set Parameter 

W Reference D 0 ~ 1 Control Bus Reference 

The control word register is set according to the station number.  

If the station number is 1, the control word will be RW100 and RW101; if the station 

number is 2, the control word will be RW102 and RW103, and so on. 

http://www.danfoss.com/
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Wiring Diagram: 

RS-485 2W Terminal (Diagram 1 ~ Diagram 6) 

Diagram 1  

cMT Series cMT3151 

eMT Series eMT3070 / eMT3105 / eMT3120 / eMT3150 

 

HMI  PLC 

 COM1 COM3  
RS485 2W 

Terminal 
RS485 2W 

9P Male 

RS485 2W 

9P Male 

Data- 1 6  69 Data- 

Data+ 2 9  68 Data+ 

GND 5 5   

 

 

Diagram 2  

cMT Series cMT-SVR 

mTV mTV 

 

HMI  PLC 

 COM2 COM3  
RS485 2W 

Terminal 
RS485 2W 

9P Female 

RS485 2W 

9P Female 

Data- 7 4  69 Data- 

Data+ 6 1  68 Data+ 

GND 5 5   
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Diagram 3  

MT-iE MT8070iE / MT6070iE / MT8100iE / MT8121iE / MT8150iE 

MT-XE MT8121XE / MT8150XE 

 

HMI  PLC 

 COM1 COM3  
RS485 2W 

Terminal 
RS485 2W 

9P Male 

RS485 2W 

9P Male 

Data- 1 7  69 Data- 

Data+ 2 8  68 Data+ 

GND 5 9   

 

 

Diagram 4  

MT-iE MT8071iE / MT6071iE / MT8072iE / MT6072iE / MT8073iE / 

MT8101iE / MT8102iE / MT8103iE 

MT-XE MT8090XE / MT8092XE 

MT-iP MT6103iP 

 

HMI  PLC 

 COM2 COM3  
RS485 2W 

Terminal 
RS485 2W 

9P Male 

RS485 2W 

9P Male 

Data- 1 6  69 Data- 

Data+ 2 9  68 Data+ 

GND 5 5   
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Diagram 5  

MT-iE MT8050iE 

MT-iP MT6051iP  

 

HMI  PLC 

 COM1 COM3  
RS485 2W 

Terminal 
RS485 2W 

9P Female 

RS485 2W 

9P Female 

Data- 1 7  69 Data- 

Data+ 2 8  68 Data+ 

GND 5 5   

 

 

Diagram 6  

MT-iP MT6071iP / MT8071iP  

 

HMI 
 

 

 

 

 

PLC 

 COM2 
RS485 2W 

Terminal 
RS485 2W 

9P Female 

Data- 1 69 Data- 

Data+ 2 68 Data+ 

GND 5  
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DELTA AS300 MODBUS RTU/ASCII 

Supported Series: DELTA AS300 

Website: http://www.deltadriver.com 

HMI Setting: 

Parameters Recommended Options Notes 

PLC type DELTA DVP  

PLC I/F RS485 2W   

Baud rate 9600 9600 ~ 115200  

Data bits 7 7,8  

Parity Even Even / Odd / None  

Stop bits 1 1,2  

PLC sta. no. 1 1 ~ 254  

Modbus protocol ASCII RTU / ASCII  

Device Address: 

Bit/Word Device type Format Range Memo 

B X_Bit DDdd 0 ~ 6315  

B Y_Bit DDdd 0 ~ 6315  

B M DDDD 0 ~ 8191  

B SM DDDD 0 ~ 4095  

B S DDDD 0 ~ 2047  

B T_Flag DDD 0 ~ 511  

B C_Flag DDD 0 ~ 511  

B HC_Flag DDD 0 ~ 255  

B D_Bit DDDDDdd 0 ~ 2999915  

W X DD 0 ~ 63  

W Y DD 0 ~ 63  

W SR DDDD 0 ~ 2047  

W D DDDDD 0 ~ 29999  

W T DDD 0 ~ 511  

W C DDD 0 ~ 511  

DW HC DDD 0 ~ 255  

W E D 0 ~ 9  

http://www.deltadriver.com/
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Wiring Diagram: 

RS-485 2W Terminal (Diagram 1 ~ Diagram 6) 

Diagram 1 

cMT Series cMT3151 

eMT Series eMT3070 / eMT3105 / eMT3120 / eMT3150 

 

HMI  PLC 

 COM1 COM3  
RS485 2W 

Terminal 
RS485 2W 

9P Male 

RS485 2W 

9P Male 

Data- 1 6  Data- 

Data+ 2 9  Data+ 

GND 5 5  SG 

 

 

Diagram 2 

cMT Series cMT-SVR 

mTV mTV 

 

HMI  PLC 

 COM2 COM3  
RS485 2W 

Terminal 
RS485 2W 

9P Female 

RS485 2W 

9P Female 

Data- 7 4  Data- 

Data+ 6 1  Data+ 

GND 5 5  SG 
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Diagram 3 

MT-iE MT8070iE / MT6070iE / MT8100iE / MT8121iE / MT8150iE 

MT-XE MT8121XE / MT8150XE 

 

HMI  PLC 

 COM1 COM3  
RS485 2W 

Terminal 
RS485 2W 

9P Male 

RS485 2W 

9P Male 

Data- 1 7  Data- 

Data+ 2 8  Data+ 

GND 5 9  SG 

 

 

Diagram 4 

MT-iE MT8071iE / MT6071iE / MT8072iE / MT6072iE / MT8073iE / 

MT8101iE / MT8102iE / MT8103iE 

MT-XE MT8090XE / MT8092XE 

MT-iP MT6103iP 

 

HMI  PLC 

 COM2 COM3  
RS485 2W 

Terminal 
RS485 2W 

9P Male 

RS485 2W 

9P Male 

Data- 1 6  Data- 

Data+ 2 9  Data+ 

GND 5 5  SG 
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Diagram 5 

MT-iE MT8050iE 

MT-iP MT6051iP  

 

HMI  PLC 

 COM1 COM3  
RS485 2W 

Terminal 
RS485 2W 

9P Female 

RS485 2W 

9P Female 

Data- 1 7  Data- 

Data+ 2 8  Data+ 

GND 5 5  SG 

 

 

Diagram 6  

MT-iP MT6071iP / MT8071iP  

 

HMI 
 

 

 

 

 

PLC 

 COM2 
RS485 2W 

Terminal 
RS485 2W 

9P Female 

Data- 1 Data- 

Data+ 2 Data+ 

GND 5 SG 
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DELTA AS300 MODBUS TCP/IP 

Supported Series: DELTA AS300 

Website: http://www.deltadriver.com 

HMI Setting: 

Parameters Recommended Options Notes 

PLC type DELTA AS300 MODBUS TCP/IP  

PLC I/F Ethernet   

Port no. 502   

PLC sta. no. 1   

Device Address: 

Bit/Word Device type Format  Range Memo 

B X_Bit DDdd 0 ~ 6315  

B Y_Bit DDdd 0 ~ 6315  

B M DDDD 0 ~ 8191  

B SM DDDD 0 ~ 4095  

B S DDDD 0 ~ 2047  

B T_Flag DDD 0 ~ 511  

B C_Flag DDD 0 ~ 511  

B HC_Flag DDD 0 ~ 255  

B D_Bit DDDDDdd 0 ~ 2999915  

W X DD 0 ~ 63  

W Y DD 0 ~ 63  

W SR DDDD 0 ~ 2047  

W D DDDDD 0 ~ 29999  

W T DDD 0 ~ 511  

W C DDD 0 ~ 511  

DW HC DDD 0 ~ 255  

W E D 0 ~ 9  

 

  

http://www.deltadriver.com/
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Wiring Diagram: 

Ethernet cable: 
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DELTA DVP 

Supported Series: DELTA DVP series 

Website: http://www.deltadriver.com 

HMI Setting: 

Parameters Recommended Options Notes 

PLC type DELTA DVP  

PLC I/F RS232 RS232, RS485  

Baud rate 9600 9600, 19200  

Data bits 7 7, 8  

Parity Even Even, Odd, None  

Stop bits 1 1  

PLC sta. no. 1 0-255  

*Support communications between HMI and PLC in pass-through mode 

*Set LW-9903 to 2 to enhance the speed of download/upload PLC program in 

pass-through mode 

Device Address: 

Bit/Word Device type Format Range Memo 

B X OOOOO 0 ~ 23417 (octal) Input 

B Y OOOOO 0 ~ 23417 (octal) Output 

B M DDDDD 0 ~ 65536 Auxiliary Relay 

B S DDDD 0 ~ 9999 Step Relay 

B T DDDD 0 ~ 9999 Timer 

B C DDDD 0 ~ 9999 Counter 

B TV_Bit DDDDdd 0 ~ 999915 Timer 

W TV DDDD 0 ~ 9999 Timer 

W CV DDD 0 ~ 199 Counter 

W CV2 DDD 200 ~ 255 Double Word Counter 

W D DDDDD 0 ~ 11999 Data Register 

http://www.deltadriver.com/
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Wiring Diagram: 

The following is the view from the soldering point of a connector. 

 

RS-232 8P Mini-DIN (Diagram 1 ~ Diagram 3) 

Diagram 1 

cMT Series cMT3151 

eMT Series eMT3070 / eMT3105 / eMT3120 / eMT3150 

MT-iE MT8073iE / MT8102iE 

MT-XE MT8092XE 

MT-iP MT6103iP 

 

HMI  PLC 

 COM1 COM3  RS232 

8P Mini-Din 

Male 
RS232 

9P Female 

RS232 

9P Female 

Rx 2 8  5 TX 

Tx 3 7  4 RX 

GND 5 5  3/8 GND 
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Diagram 2 

cMT Series cMT-SVR 

mTV mTV 

MT-iE MT8070iE / MT6070iE / MT8100iE / MT8121iE / MT8150iE / 

MT8071iE / MT6071iE / MT8072iE / MT6072iE / MT8073iE / 

MT8101iE / MT8102iE / MT8103iE  

MT-XE MT8121XE / MT8150XE / MT8090XE 

 

HMI 
 

 

 

 

 

PLC 

 COM1 RS232 

8P Mini-Din 

Male 
RS232 

9P Female 

Rx 2 5 TX 

Tx 3 4 RX 

GND 5 3/8 GND 

 

 

Diagram 3 

MT-iE MT8050iE 

MT-iP MT6051iP / MT6071iP / MT8071iP 

 

HMI 
 

 

 

 

 

PLC 

 COM1 RS232 

8P Mini-Din 

Male 
RS232 

9P Female 

Rx 9 5 TX 

Tx 6 4 RX 

GND 5 3/8 GND 
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RS-485 2W (Diagram 4 ~ Diagram 9) 

Diagram 4  

cMT Series cMT3151 

eMT Series eMT3070 / eMT3105 / eMT3120 / eMT3150 

 

HMI  PLC 

 COM1 COM3  
RS485 2W 

Port 
RS485 2W 

9P Male 

RS485 2W 

9P Male 

Data- 1 6  2 Data- 

Data+ 2 9  1 Data+ 

GND 5 5  3 GND 

 

 

Diagram 5  

cMT Series cMT-SVR 

mTV mTV 

 

HMI  PLC 

 COM2 COM3  
RS485 2W 

Port 
RS485 2W 

9P Female 

RS485 2W 

9P Female 

Data- 7 4  2 Data- 

Data+ 6 1  1 Data+ 

GND 5 5  3 GND 
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Diagram 6  

MT-iE MT8070iE / MT6070iE / MT8100iE / MT8121iE / MT8150iE 

MT-XE MT8121XE / MT8150XE 

 

HMI  PLC 

 COM1 COM3  
RS485 2W 

Port 
RS485 2W 

9P Male 

RS485 2W 

9P Male 

Data- 1 7  2 Data- 

Data+ 2 8  1 Data+ 

GND 5 9  3 GND 

 

 

Diagram 7  

MT-iE MT8071iE / MT6071iE / MT8072iE / MT6072iE / MT8073iE / 

MT8101iE / MT8102iE / MT8103iE 

MT-XE MT8090XE / MT8092XE 

MT-iP MT6103iP 

 

HMI  PLC 

 COM2 COM3  
RS485 2W 

Port 
RS485 2W 

9P Male 

RS485 2W 

9P Male 

Data- 1 6  2 Data- 

Data+ 2 9  1 Data+ 

GND 5 5  3 GND 
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Diagram 8  

MT-iE MT8050iE 

MT-iP MT6051iP  

 

HMI  PLC 

 COM1 COM3  
RS485 2W 

Port 
RS485 2W 

9P Female 

RS485 2W 

9P Female 

Data- 1 7  2 Data- 

Data+ 2 8  1 Data+ 

GND 5 5  3 GND 

 

 

Diagram 9  

MT-iP MT6071iP / MT8071iP  

 

HMI 
 

 

 

 

 

PLC 

 COM2 
RS485 2W 

Port 
RS485 2W 

9P Female 

Data- 1 2 Data- 

Data+ 2 1 Data+ 

GND 5 3 GND 
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DELTA DVPEN01-SL (Ethernet) 

Website: http://www.deltadriver.com 

HMI Setting: 

Parameters Recommended Options Notes 

PLC type DELTA DVPEN01-SL (Ethernet)  

PLC I/F Ethernet   

Port no. 502   

PLC sta. no. 0   

Device Address: 

Bit/Word Device type Format  Range Memo 

B C_Bit DDD 0 ~ 255  

B M DDDD 0 ~ 4095  

B S DDDD 0 ~ 1023  

B T_Bit DDD 0 ~ 255  

B X OOO 0 ~ 571  

B Y OOO 0 ~ 571  

W C DDD 0 ~ 199  

DW C_32Bit DDD 200 ~ 255  

W D DDDDD 0 ~ 11999  

W T DDD 0 ~ 255  

PLC Setting: 

1. Communication Setting 

Add a new program, click File > New, enter the Program Title and File Name, and select 

the correct controller type. Click Setting to configure the communication parameters. Click 

OK to confirm the setting. The communication with PLC starts. 

http://www.deltadriver.com/
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2. Transfer Setup 

Click Communication and select PC<=>(PLC | HPP), on Transfer Setup dialog box, 

select the needed parameters for upload or download, and click OK to start the action. 
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3. Auto-Search Ethernet Module 

Click Auto-Search Ethernet Module to find the PLC modules on the same network. As 

shown in the following figure, DVPEN01-SL, IP address 192.168.1.139 is found. 

 

 

 

 

Wiring Diagram: 

Diagram 1 

Ethernet cable: 
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DELTA Ethernet/IP (AS Series) 

Supported Series: Delta AS332T 

Website: http://www.deltadriver.com 

HMI Setting: 

Parameters Recommended Options Notes 

PLC type DELTA Ethernet/IP (AS Series)  

PLC I/F Ethernet   

Port no. 44818   

Device Address: 

Bit/Word Device type Format  Range Memo 

B X_Bit DDdd 0 ~ 6315  

B Y_Bit DDdd 0 ~ 6315  

B D_Bit DDDDDdd 0 ~ 2999915  

B M DDDD 0 ~ 8191  

B S DDDD 0 ~ 2047  

B T_Flag DDD 0 ~ 511  

B C_Flag DDD 0 ~ 511  

B HC_Flag DDD 0 ~ 255  

B SM DDDD 0 ~ 4095  

W X DD 0 ~ 63  

W Y DD 0 ~ 63  

W D DDDDD 0 ~ 29999  

W T DDD 0 ~ 511  

W C DDD 0 ~ 511  

DW HC DDD 0 ~ 255  

W SR DDD 0 ~ 2047  

W E D 0 ~ 8  

 

  

http://www.deltadriver.com/


                                                            PLC Connection Guide  

197 

Wiring Diagram: 

Ethernet cable 
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DL-BCM Server 

Website: http://www.hzdelin.com 

HMI Setting: 

Parameters Recommended Options Notes 

PLC type DL-BCM Server  

PLC I/F RS232 RS232, RS485  

Baud rate 9600 9600~115200  

Data bits 8 8  

Parity None Even, Odd, None  

Stop bits 1 1  

PLC sta. no. 0 0-31  

Device Address: 

Bit/Word Device type Format Range Memo 

B LB dddd 0 ~ 9998  

W LW dddd 0 ~ 9998  

W RW ddddd 0 ~ 55536  

Wiring Diagram: 

RS-232 9P D-Sub (Diagram 1 ~ Diagram 3) 

Diagram 1  

cMT Series cMT3151 

eMT Series eMT3070 / eMT3105 / eMT3120 / eMT3150 

MT-iE MT8073iE / MT8102iE 

MT-XE MT8092XE 

MT-iP MT6103iP 

 

  

http://www.hzdelin.com/
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HMI  PLC 

 COM1 COM3  RS232 

9P D-Sub 

Male 
RS232 

9P Female 

RS232 

9P Female 

Rx 2 8  TX 

Tx 3 7  RX 

GND 5 5  GND 

    RTS 

    CTS 

 

 

Diagram 2 

cMT Series cMT-SVR 

mTV mTV 

MT-iE MT8070iE / MT6070iE / MT8100iE / MT8121iE / MT8150iE / 

MT8071iE / MT6071iE / MT8072iE / MT6072iE / MT8073iE / 

MT8101iE / MT8102iE / MT8103iE  

MT-XE MT8121XE / MT8150XE / MT8090XE  

 

HMI 
 

 

 

 

 

PLC 

 COM1 RS232 

9P D-Sub 

Male 
RS232 

9P Female 

Rx 2 TX 

Tx 3 RX 

GND 5 GND 

   RTS 

   CTS 
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Diagram 3 

MT-iE MT8050iE 

MT-iP MT6051iP / MT6071iP / MT8071iP 

 

HMI 
 

 

 

 

 

PLC 

 COM1 RS232 

9P D-Sub 

Male 
RS232 

9P Female 

Rx 9 TX 

Tx 6 RX 

GND 5 GND 

   RTS 

   CTS 

 

 

RS-485 2W 9P D-Sub (Diagram 4 ~ Diagram 9) 

Diagram 4  

cMT Series cMT3151 

eMT Series eMT3070 / eMT3105 / eMT3120 / eMT3150 

 

HMI  PLC 

 COM1 COM3  RS485 2W 

9P D-Sub 

Male 
RS485 2W 

9P Male 

RS485 2W 

9P Male 

Data- 1 6  8 Data- 

Data+ 2 9  3 Data+ 

GND 5 5  5 GND 
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Diagram 5  

cMT Series cMT-SVR 

mTV mTV 

 

HMI  PLC 

 COM2 COM3  RS485 2W 

9P D-Sub 

Male 
RS485 2W 

9P Female 

RS485 2W 

9P Female 

Data- 7 4  8 Data- 

Data+ 6 1  3 Data+ 

GND 5 5  5 GND 

 

 

Diagram 6  

MT-iE MT8070iE / MT6070iE / MT8100iE / MT8121iE / MT8150iE 

MT-XE MT8121XE / MT8150XE 

 

HMI  PLC 

 COM1 COM3  RS485 2W 

9P D-Sub 

Male 
RS485 2W 

9P Male 

RS485 2W 

9P Male 

Data- 1 7  8 Data- 

Data+ 2 8  3 Data+ 

GND 5 9  5 GND 
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Diagram 7  

MT-iE MT8071iE / MT6071iE / MT8072iE / MT6072iE / MT8073iE / 

MT8101iE / MT8102iE / MT8103iE 

MT-XE MT8090XE / MT8092XE 

MT-iP MT6103iP 

 

HMI  PLC 

 COM2 COM3  RS485 2W 

9P D-Sub 

Male 
RS485 2W 

9P Male 

RS485 2W 

9P Male 

Data- 1 6  8 Data- 

Data+ 2 9  3 Data+ 

GND 5 5  5 GND 

 

 

Diagram 8  

MT-iE MT8050iE 

MT-iP MT6051iP  

 

HMI  PLC 

 COM1 COM3  RS485 2W 

9P D-Sub 

Male 
RS485 2W 

9P Female 

RS485 2W 

9P Female 

Data- 1 7  8 Data- 

Data+ 2 8  3 Data+ 

GND 5 5  5 GND 
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Diagram 9  

MT-iP MT6071iP / MT8071iP  

 

HMI 
 

 

 

 

 

PLC 

 COM2 RS485 2W 

9P D-Sub 

Male 
RS485 2W 

9P Female 

Data- 1 8 Data- 

Data+ 2 3 Data+ 

GND 5 5 GND 
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DL/T645 CHUANG HONG 

Website: http://www.cw180.com 

HMI Setting: 

Parameters Recommended Options Notes 

PLC type DL/T645 CHUANG HONG  

PLC I/F RS485 2W   

Baud rate 9600   

Data bits 8   

Parity Even   

Stop bits 1   

PLC sta. no. 1   

Device Address: 

Bit/Word Device type Format Range Memo 

W B621 D 0 ~ 1  

W B622 D 0 ~ 1  

W B623 D 0 ~ 1  

W zero phase D 0 ~ 1  

W B611 D 0 ~ 1  

W B612 D 0 ~ 1  

W B613 D 0 ~ 1  

W B631 D 0 ~ 1  

W B632 D 0 ~ 1  

W B633 D 0 ~ 1  

W B630 D 0 ~ 1  

W B641 D 0 ~ 1  

W B642 D 0 ~ 1  

W B643 D 0 ~ 1  

W B640 D 0 ~ 1  

W A-apparentT D 0 ~ 1  

W B-apparentT D 0 ~ 1  

W C-apparentT D 0 ~ 1  

W T-apparentT D 0 ~ 1  

W B650 D 0 ~ 1  

W B651 D 0 ~ 1  

W B652 D 0 ~ 1  

http://www.cw180.com/
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Bit/Word Device type Format Range Memo 

W B653 D 0 ~ 1  

W 9010 D 0 ~ 1  

W 9020 D 0 ~ 1  

W 9110 D 0 ~ 1  

W 9120 D 0 ~ 1  

W 9130 D 0 ~ 1  

W 9140 D 0 ~ 1  

W 9150 D 0 ~ 1  

W 9160 D 0 ~ 1  

W 9410 D 0 ~ 1  

W 9420 D 0 ~ 1  

W 9510 D 0 ~ 1  

W 9520 D 0 ~ 1  

W 9530 D 0 ~ 1  

W 9540 D 0 ~ 1  

W 9550 D 0 ~ 1  

W 9560 D 0 ~ 1  

W 9810 D 0 ~ 1  

W 9820 D 0 ~ 1  

W 9910 D 0 ~ 1  

W 9920 D 0 ~ 1  

W 9930 D 0 ~ 1  

W 9940 D 0 ~ 1  

W 9950 D 0 ~ 1  

W 9960 D 0 ~ 1  

W A010 D 0 ~ 1  

W A020 D 0 ~ 1  

W A110 D 0 ~ 1  

W A120 D 0 ~ 1  

W A130 D 0 ~ 1  

W A140 D 0 ~ 1  

W A150 D 0 ~ 1  

W A160 D 0 ~ 1  

W A410 D 0 ~ 1  

W A420 D 0 ~ 1  

W A510 D 0 ~ 1  

W A520 D 0 ~ 1  

W A530 D 0 ~ 1  

W A540 D 0 ~ 1  

W A550 D 0 ~ 1  
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Bit/Word Device type Format Range Memo 

W A560 D 0 ~ 1  

W A810 D 0 ~ 1  

W A820 D 0 ~ 1  

W A910 D 0 ~ 1  

W A920 D 0 ~ 1  

W A930 D 0 ~ 1  

W A940 D 0 ~ 1  

W A950 D 0 ~ 1  

W A960 D 0 ~ 1  

W B010 D 0 ~ 1  

W B020 D 0 ~ 1  

W B110 D 0 ~ 1  

W B120 D 0 ~ 1  

W B130 D 0 ~ 1  

W B140 D 0 ~ 1  

W B150 D 0 ~ 1  

W B160 D 0 ~ 1  

W B410 D 0 ~ 1  

W B420 D 0 ~ 1  

W B510 D 0 ~ 1  

W B520 D 0 ~ 1  

W B530 D 0 ~ 1  

W B540 D 0 ~ 1  

W B550 D 0 ~ 1  

W B560 D 0 ~ 1  

W B810 D 0 ~ 1  

W B820 D 0 ~ 1  

W B910 D 0 ~ 1  

W B920 D 0 ~ 1  

W B930 D 0 ~ 1  

W B940 D 0 ~ 1  

W B950 D 0 ~ 1  

W B960 D 0 ~ 1  

W B210 D 0 ~ 1  

W B211 D 0 ~ 1  

W B212 D 0 ~ 1  

W B213 D 0 ~ 1  

W B214 D 0 ~ 1  

W B310 D 0 ~ 1  

W B311 D 0 ~ 1  



                                                            PLC Connection Guide  

207 

Bit/Word Device type Format Range Memo 

W B312 D 0 ~ 1  

W B313 D 0 ~ 1  

W B320 D 0 ~ 1  

W B321 D 0 ~ 1  

W B322 D 0 ~ 1  

W B323 D 0 ~ 1  

W B330 D 0 ~ 1  

W B331 D 0 ~ 1  

W B332 D 0 ~ 1  

W B333 D 0 ~ 1  

W B340 D 0 ~ 1  

W B341 D 0 ~ 1  

W B342 D 0 ~ 1  

W B343 D 0 ~ 1  

W C010 D 0 ~ 1  

W C011 D 0 ~ 1  

W C020 D 0 ~ 1  

W C021 D 0 ~ 1  

W C022 D 0 ~ 1  

W C030 D 0 ~ 1  

W C031 D 0 ~ 1  

W C032 D 0 ~ 1  

W C033 D 0 ~ 1  

W C034 D 0 ~ 1  

W C111 D 0 ~ 1  

W C112 D 0 ~ 1  

W C113 D 0 ~ 1  

W C114 D 0 ~ 1  

W C115 D 0 ~ 1  

W C116 D 0 ~ 1  

W C117 D 0 ~ 1  

W C118 D 0 ~ 1  

W C119 D 0 ~ 1  

W C11A D 0 ~ 1  

W C211 D 0 ~ 1  

W C212 D 0 ~ 1  

W C310 D 0 ~ 1  

W C311 D 0 ~ 1  

W C312 D 0 ~ 1  

W C313 D 0 ~ 1  
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Bit/Word Device type Format Range Memo 

W C314 D 0 ~ 1  

W C320 D 0 ~ 1  

W C321 D 0 ~ 1  

W C322 D 0 ~ 1  

W C330 D 0 ~ 1  

W C331 D 0 ~ 1  

W C332 D 0 ~ 1  

W C340 D 0 ~ 1  

W C341 D 0 ~ 1  

W C342 D 0 ~ 1  

W C3A0 D 0 ~ 1  

W C3A1 D 0 ~ 1  

W C3A2 D 0 ~ 1  

W C410 D 0 ~ 1  

W C411 D 0 ~ 1  

W C41E D 0 ~ 1  

W C510 D 0 ~ 1  

W C511 D 0 ~ 1  

W B634 D 0 ~ 1  

W B635 D 0 ~ 1  

Wiring Diagram: 

RS-485 2W Terminal (Diagram 1 ~ Diagram 6) 

Diagram 1  

cMT Series cMT3151 

eMT Series eMT3070 / eMT3105 / eMT3120 / eMT3150 

 

HMI  PLC 

 COM1 COM3  
RS485 2W 

Terminal 
RS485 2W 

9P Male 

RS485 2W 

9P Male 

Data- 1 6  13 RS485B1  

Data+ 2 9  12 RS485A1 

GND 5 5   
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Diagram 2  

cMT Series cMT-SVR 

mTV mTV 

 

HMI  PLC 

 COM2 COM3  
RS485 2W 

Terminal 
RS485 2W 

9P Female 

RS485 2W 

9P Female 

Data- 7 4  13 RS485B1  

Data+ 6 1  12 RS485A1 

GND 5 5   

 

 

Diagram 3  

MT-iE MT8070iE / MT6070iE / MT8100iE / MT8121iE / MT8150iE 

MT-XE MT8121XE / MT8150XE 

 

HMI  PLC 

 COM1 COM3  
RS485 2W 

Terminal 
RS485 2W 

9P Male 

RS485 2W 

9P Male 

Data- 1 7  13 RS485B1  

Data+ 2 8  12 RS485A1 

GND 5 9   
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Diagram 4  

MT-iE MT8071iE / MT6071iE / MT8072iE / MT6072iE / MT8073iE / 

MT8101iE / MT8102iE / MT8103iE 

MT-XE MT8090XE / MT8092XE 

MT-iP MT6103iP 

 

HMI  PLC 

 COM2 COM3  
RS485 2W 

Terminal 
RS485 2W 

9P Male 

RS485 2W 

9P Male 

Data- 1 6  13 RS485B1  

Data+ 2 9  12 RS485A1 

GND 5 5   

 

 

Diagram 5  

MT-iE MT8050iE 

MT-iP MT6051iP  

 

HMI  PLC 

 COM1 COM3  
RS485 2W 

Terminal 
RS485 2W 

9P Female 

RS485 2W 

9P Female 

Data- 1 7  13 RS485B1  

Data+ 2 8  12 RS485A1 

GND 5 5   

  



                                                            PLC Connection Guide  

211 

 

Diagram 6  

MT-iP MT6071iP / MT8071iP  

 

HMI 
 

 

 

 

 

PLC 

 COM2 
RS485 2W 

Terminal 
RS485 2W 

9P Female 

Data- 1 13 RS485B1  

Data+ 2 12 RS485A1 

GND 5  
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DL/T645 Standard 

Website: http://www.cw180.com 

HMI Setting: 

Parameters Recommended Options Notes 

PLC type DL/T645 Standard  

PLC I/F RS485 2W   

Baud rate 9600   

Data bits 8   

Parity Even   

Stop bits 1   

PLC sta. no. 1   

PLC Setting: 

 

 

http://www.cw180.com/
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System Tag: 

LW-10700 (4 words) DLT_645 operator (COM 1) 

LW-10704 (4 words) DLT_645 password (COM 1) 

LW-10708 (6 words) DLT_645 address (COM 1) 

LW-10715 (4 words) DLT_645 operator (COM 2) 

LW-10719 (4 words) DLT_645 password (COM 2) 

LW-10723 (6 words) DLT_645 address (COM 2) 

LW-10730 (4 words) DLT_645 operator (COM 3) 

LW-10734 (4 words) DLT_645 password (COM 3) 

LW-10738 (6 words) DLT_645 address (COM 3) 

Device Address: 

Bit/Word Device type Format Range Memo 

W Data HHHHHHH 0 ~ 6FFFFFF  

DW Data_Double HHHHHHH 0 ~ 6FFFFFF  

Wiring Diagram: 

RS-485 2W Terminal (Diagram 1 ~ Diagram 6) 

Diagram 1  

cMT Series cMT3151 

eMT Series eMT3070 / eMT3105 / eMT3120 / eMT3150 

 

HMI  PLC 

 COM1 COM3  
RS485 2W 

Terminal 
RS485 2W 

9P Male 

RS485 2W 

9P Male 

Data- 1 6  Data- 

Data+ 2 9  Data+ 

GND 5 5   
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Diagram 2  

cMT Series cMT-SVR 

mTV mTV 

 

HMI  PLC 

 COM2 COM3  
RS485 2W 

Terminal 
RS485 2W 

9P Female 

RS485 2W 

9P Female 

Data- 7 4  Data- 

Data+ 6 1  Data+ 

GND 5 5   

 

 

Diagram 3  

MT-iE MT8070iE / MT6070iE / MT8100iE / MT8121iE / MT8150iE 

MT-XE MT8121XE / MT8150XE 

 

HMI  PLC 

 COM1 COM3  
RS485 2W 

Terminal 
RS485 2W 

9P Male 

RS485 2W 

9P Male 

Data- 1 7  Data- 

Data+ 2 8  Data+ 

GND 5 9   

 

 

Diagram 4  

MT-iE MT8071iE / MT6071iE / MT8072iE / MT6072iE / MT8073iE / 

MT8101iE / MT8102iE / MT8103iE 

MT-XE MT8090XE / MT8092XE 

MT-iP MT6103iP 
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HMI  PLC 

 COM2 COM3  
RS485 2W 

Terminal 
RS485 2W 

9P Male 

RS485 2W 

9P Male 

Data- 1 6  Data- 

Data+ 2 9  Data+ 

GND 5 5   

 

 

Diagram 5  

MT-iE MT8050iE 

MT-iP MT6051iP  

 

HMI  PLC 

 COM1 COM3  
RS485 2W 

Terminal 
RS485 2W 

9P Female 

RS485 2W 

9P Female 

Data- 1 7  Data- 

Data+ 2 8  Data+ 

GND 5 5   

 

 

Diagram 6  

MT-iP MT6071iP / MT8071iP  

 

HMI 
 

 

 

 

 

PLC 

 COM2 
RS485 2W 

Terminal 
RS485 2W 

9P Female 

Data- 1 Data- 

Data+ 2 Data+ 

GND 5  
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DL/T645-2007 Standard 

Website: http://www.cw180.com 

HMI Setting: 

Parameters Recommended Options Notes 

PLC type DL/T645-2007 Standard  

PLC I/F RS485 2W   

Baud rate 9600   

Data bits 8   

Parity Even   

Stop bits 1   

PLC sta. no. 1   

PLC Setting: 

 

 

http://www.cw180.com/
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System Tag: 

LW-10700 (4 words) DLT_645 operator (COM 1) 

LW-10704 (4 words) DLT_645 password (COM 1) 

LW-10708 (6 words) DLT_645 address (COM 1) 

LW-10715 (4 words) DLT_645 operator (COM 2) 

LW-10719 (4 words) DLT_645 password (COM 2) 

LW-10723 (6 words) DLT_645 address (COM 2) 

LW-10730 (4 words) DLT_645 operator (COM 3) 

LW-10734 (4 words) DLT_645 password (COM 3) 

LW-10738 (6 words) DLT_645 address (COM 3) 

Device Address: 

Bit/Word Device type Format Range Memo 

W Data HHHHHHH 0 ~ 6FFFFFF  

Wiring Diagram: 

RS-485 2W Terminal (Diagram 1 ~ Diagram 6) 

Diagram 1  

cMT Series cMT3151 

eMT Series eMT3070 / eMT3105 / eMT3120 / eMT3150 

 

HMI  PLC 

 COM1 COM3  
RS485 2W 

Terminal 
RS485 2W 

9P Male 

RS485 2W 

9P Male 

Data- 1 6  Data- 

Data+ 2 9  Data+ 

GND 5 5   
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Diagram 2  

cMT Series cMT-SVR 

mTV mTV 

 

HMI  PLC 

 COM2 COM3  
RS485 2W 

Terminal 
RS485 2W 

9P Female 

RS485 2W 

9P Female 

Data- 7 4  Data- 

Data+ 6 1  Data+ 

GND 5 5   

 

 

Diagram 3  

MT-iE MT8070iE / MT6070iE / MT8100iE / MT8121iE / MT8150iE 

MT-XE MT8121XE / MT8150XE 

 

HMI  PLC 

 COM1 COM3  
RS485 2W 

Terminal 
RS485 2W 

9P Male 

RS485 2W 

9P Male 

Data- 1 7  Data- 

Data+ 2 8  Data+ 

GND 5 9   

 

 

Diagram 4  

MT-iE MT8071iE / MT6071iE / MT8072iE / MT6072iE / MT8073iE / 

MT8101iE / MT8102iE / MT8103iE 

MT-XE MT8090XE / MT8092XE 

MT-iP MT6103iP 
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HMI  PLC 

 COM2 COM3  
RS485 2W 

Terminal 
RS485 2W 

9P Male 

RS485 2W 

9P Male 

Data- 1 6  Data- 

Data+ 2 9  Data+ 

GND 5 5   

 

 

Diagram 5  

MT-iE MT8050iE 

MT-iP MT6051iP  

 

HMI  PLC 

 COM1 COM3  
RS485 2W 

Terminal 
RS485 2W 

9P Female 

RS485 2W 

9P Female 

Data- 1 7  Data- 

Data+ 2 8  Data+ 

GND 5 5   

 

 

Diagram 6  

MT-iP MT6071iP / MT8071iP  

 

HMI 
 

 

 

 

 

PLC 

 COM2 
RS485 2W 

Terminal 
RS485 2W 

9P Female 

Data- 1 Data- 

Data+ 2 Data+ 

GND 5  
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ELSIST MODBUS ASCII 

Supported Series: SlimLine & Netsyst controllers RS232/485 

Website: http://www.elsist.it 

HMI Setting: 

Parameters Recommended Options Notes 

PLC type ELSIST MODBUS ASCII  

PLC I/F RS485 RS232/RS485  

Baud rate 9600 9600~115200  

Data bits 8 7,8  

Parity Even Even, Odd, None  

Stop bits 1 1,2  

PLC sta. no. 1 0-255   

PLC Setting: 

Communication mode Modbus ASCII protocol 

Device Address: 

Bit/Word Device type Format Range Memo 

B %MX DDDDD 0 ~ 65535 
0x01 read coil 

0x05 write single coil 

 
B %MW_Bit DDDDDdd 0 ~ 6553515 

0x03 read holding register 

0x06 write single register 

W %MW DDDDD 0 ~ 65535 
0x03 read holding register 

0x10 write multiple register 

http://www.elsist.it/
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Wiring Diagram: 

RS-232 8P RJ45 (Diagram 1 ~ Diagram 3) 

Diagram 1  

cMT Series cMT3151 

eMT Series eMT3070 / eMT3105 / eMT3120 / eMT3150 

MT-iE MT8073iE / MT8102iE 

MT-XE MT8092XE 

MT-iP MT6103iP 

 

HMI  PLC 

 COM1 COM3  
COMx RS232 

8P RJ45 
RS232 

9P Female 

RS232 

9P Female 

Rx 2 8  6 TX 

Tx 3 7  5 RX 

GND 5 5  4 GND 
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Diagram 2 

cMT Series cMT-SVR 

mTV mTV 

MT-iE MT8070iE / MT6070iE / MT8100iE / MT8121iE / MT8150iE / 

MT8071iE / MT6071iE / MT8072iE / MT6072iE / MT8073iE / 

MT8101iE / MT8102iE / MT8103iE  

MT-XE MT8121XE / MT8150XE / MT8090XE  

 

HMI 
 

 

 

 

 

PLC 

 COM1 
COMx RS232 

8P RJ45 
RS232 

9P Female 

Rx 2 6 TX 

Tx 3 5 RX 

GND 5 4 GND 

 

 

Diagram 3 

MT-iE MT8050iE 

MT-iP MT6051iP / MT6071iP / MT8071iP 

 

HMI 
 

 

 

 

 

PLC 

 COM1 
COMx RS232 

8P RJ45 
RS232 

9P Female 

Rx 9 6 TX 

Tx 6 5 RX 

GND 5 4 GND 
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RS-485 2W 3-Way TB (Diagram 4 ~ Diagram 9) 

Diagram 4  

cMT Series cMT3151 

eMT Series eMT3070 / eMT3105 / eMT3120 / eMT3150 

 

HMI  PLC 

 COM1 COM3  
RS485 2W 

3-Way TB 
RS485 2W 

9P Male 

RS485 2W 

9P Male 

Data- 1 6  2 Data- 

Data+ 2 9  1 Data+ 

GND 5 5  3 GND 

 

 

Diagram 5  

cMT Series cMT-SVR 

mTV mTV 

 

HMI  PLC 

 COM2 COM3  
RS485 2W 

3-Way TB 
RS485 2W 

9P Female 

RS485 2W 

9P Female 

Data- 7 4  2 Data- 

Data+ 6 1  1 Data+ 

GND 5 5  3 GND 
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Diagram 6  

MT-iE MT8070iE / MT6070iE / MT8100iE / MT8121iE / MT8150iE 

MT-XE MT8121XE / MT8150XE 

 

HMI  PLC 

 COM1 COM3  
RS485 2W 

3-Way TB 
RS485 2W 

9P Male 

RS485 2W 

9P Male 

Data- 1 7  2 Data- 

Data+ 2 8  1 Data+ 

GND 5 9  3 GND 

 

 

Diagram 7  

MT-iE MT8071iE / MT6071iE / MT8072iE / MT6072iE / MT8073iE / 

MT8101iE / MT8102iE / MT8103iE 

MT-XE MT8090XE / MT8092XE 

MT-iP MT6103iP 

 

HMI  PLC 

 COM2 COM3  
RS485 2W 

3-Way TB 
RS485 2W 

9P Male 

RS485 2W 

9P Male 

Data- 1 6  2 Data- 

Data+ 2 9  1 Data+ 

GND 5 5  3 GND 
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Diagram 8  

MT-iE MT8050iE 

MT-iP MT6051iP  

 

HMI  PLC 

 COM1 COM3  
RS485 2W 

3-Way TB 
RS485 2W 

9P Female 

RS485 2W 

9P Female 

Data- 1 7  2 Data- 

Data+ 2 8  1 Data+ 

GND 5 5  3 GND 

 

 

Diagram 9  

MT-iP MT6071iP / MT8071iP  

 

HMI 
 

 

 

 

 

PLC 

 COM2 
RS485 2W 

3-Way TB 
RS485 2W 

9P Female 

Data- 1 2 Data- 

Data+ 2 1 Data+ 

GND 5 3 GND 
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ELSIST MODBUS RTU 

Supported Series : SlimLine & Netsyst controllers RS232/485 

Website : http://www.elsist.it 

HMI Setting: 

Parameters Recommended Options Notes 

PLC type ELSIST MODBUS ASCII  

PLC I/F RS485 RS232/RS485  

Baud rate 9600 9600~115200  

Data bits 8 7, 8  

Parity Even Even, Odd, None  

Stop bits 1 1, 2  

PLC sta. no. 1 0-255  

 

Online simulator YES Broadcast 

command 

YES 

Extend address mode YES   

PLC Setting: 

Communication mode Modbus RTU protocol 

Device Address: 

Bit/Word Device type Format Range Memo 

B %MX DDDDD 0 ~ 65535 
0x01 Read coil      

0x05 write single coil 

B %MX_Bit DDDDDdd 0 ~ 6553515 
0x03 Read holding register 

0x06 write single register 

B %MW DDDDD 0 ~ 6553515 
0x03 Read holding register  

0x10 write multiple registers 

B %MWD DDDDD 0 ~ 6553515 
0x03 Read holding register 

0x10 write multiple registers 

http://www.elsist.it/
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Wiring Diagram: 

RS-232 8P RJ45 (Diagram 1 ~ Diagram 3) 

Diagram 1  

cMT Series cMT3151 

eMT Series eMT3070 / eMT3105 / eMT3120 / eMT3150 

MT-iE MT8073iE / MT8102iE 

MT-XE MT8092XE 

MT-iP MT6103iP 

 

HMI  PLC 

 COM1 COM3  
COMx RS232 

8P RJ45 
RS232 

9P Female 

RS232 

9P Female 

Rx 2 8  6 TX 

Tx 3 7  5 RX 

GND 5 5  4 GND 
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Diagram 2 

cMT Series cMT-SVR 

mTV mTV 

MT-iE MT8070iE / MT6070iE / MT8100iE / MT8121iE / MT8150iE / 

MT8071iE / MT6071iE / MT8072iE / MT6072iE / MT8073iE / 

MT8101iE / MT8102iE / MT8103iE  

MT-XE MT8121XE / MT8150XE / MT8090XE  

 

HMI 
 

 

 

 

 

PLC 

 COM1 
COMx RS232 

8P RJ45 
RS232 

9P Female 

Rx 2 6 TX 

Tx 3 5 RX 

GND 5 4 GND 

 

 

Diagram 3 

MT-iE MT8050iE 

MT-iP MT6051iP / MT6071iP / MT8071iP 

 

HMI 
 

 

 

 

 

PLC 

 COM1 
COMx RS232 

8P RJ45 
RS232 

9P Female 

Rx 9 6 TX 

Tx 6 5 RX 

GND 5 4 GND 
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RS-485 2W 3-Way TB (Diagram 4 ~ Diagram 9) 

Diagram 4  

cMT Series cMT3151 

eMT Series eMT3070 / eMT3105 / eMT3120 / eMT3150 

 

 

HMI  PLC 

 COM1 COM3  
RS485 2W 

3-Way TB 
RS485 2W 

9P Male 

RS485 2W 

9P Male 

Data- 1 6  2 Data- 

Data+ 2 9  1 Data+ 

GND 5 5  3 GND 

 

 

Diagram 5  

cMT Series cMT-SVR 

mTV mTV 

 

HMI  PLC 

 COM2 COM3  
RS485 2W 

3-Way TB 
RS485 2W 

9P Female 

RS485 2W 

9P Female 

Data- 7 4  2 Data- 

Data+ 6 1  1 Data+ 

GND 5 5  3 GND 

 

 

  



                                                            PLC Connection Guide  

230 

 

Diagram 6  

MT-iE MT8070iE / MT6070iE / MT8100iE / MT8121iE / MT8150iE 

MT-XE MT8121XE / MT8150XE 

 

HMI  PLC 

 COM1 COM3  
RS485 2W 

3-Way TB 
RS485 2W 

9P Male 

RS485 2W 

9P Male 

Data- 1 7  2 Data- 

Data+ 2 8  1 Data+ 

GND 5 9  3 GND 

 

 

Diagram 7  

MT-iE MT8071iE / MT6071iE / MT8072iE / MT6072iE / MT8073iE / 

MT8101iE / MT8102iE / MT8103iE 

MT-XE MT8090XE / MT8092XE 

MT-iP MT6103iP 

 

HMI  PLC 

 COM2 COM3  
RS485 2W 

3-Way TB 
RS485 2W 

9P Male 

RS485 2W 

9P Male 

Data- 1 6  2 Data- 

Data+ 2 9  1 Data+ 

GND 5 5  3 GND 

 

 

  



                                                            PLC Connection Guide  

231 

 

Diagram 8  

MT-iE MT8050iE 

MT-iP MT6051iP  

 

HMI  PLC 

 COM1 COM3  
RS485 2W 

3-Way TB 
RS485 2W 

9P Female 

RS485 2W 

9P Female 

Data- 1 7  2 Data- 

Data+ 2 8  1 Data+ 

GND 5 5  3 GND 

 

 

Diagram 9  

MT-iP MT6071iP / MT8071iP  

 

HMI 
 

 

 

 

 

PLC 

 COM2 
RS485 2W 

3-Way TB 
RS485 2W 

9P Female 

Data- 1 2 Data- 

Data+ 2 1 Data+ 

GND 5 3 GND 



                                                            PLC Connection Guide  

232 

ELSIST MODBUS TCP/IP 

Supported Series: SlimLine & Netsyst controllers Ethernet TCP/IP 

Website: http://www.elsist.it 

HMI Setting: 

Parameters Recommended Options Notes 

PLC type ELSIST MODBUS TCP/IP  

PLC I/F Ethernet   

Port no. 502   

PLC sta. no. 1 0~255  

PLC Setting: 

Communication mode Modbus TCP/IP 

Device Address: 

Bit/Word Device type Format Range Memo 

B %MX DDDDD 0 ~ 65535 
0x01 Read coil      

0x05 write single coil  

B %MW_Bit DDDDDdd 0 ~ 6553515 
0x03 Read holding register 

0x06 write single register  

W %MW DDDDD 0 ~ 65535 
0x03 Read holding register  

0x10 write multiple registers  

DW %MWD DDDDD 0 ~ 65535 
0x03 Read holding register 

0x10 write multiple registers 

Wiring Diagram: 

Ethernet cable: 

 

http://www.elsist.it/
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EMERSON Charge Module 

Website: http://www.emersonnetworkpower.com.cn/Pages/Default.aspx 

HMI Setting: 

Parameters Recommended Options Notes 

PLC type EMERSON Charge Module  

PLC I/F RS-232   

Baud rate 9600   

Data bits 8   

Parity Odd   

Stop bits 1   

PLC sta. no. 1   

Device Address: 

Bit/Word Device type Format Range Memo 

B Float_Point_Forced D 0 ~ 1  

B Average_Point_Forced D 0 ~ 1  

W Switch_Status D 0 ~ 1  

W Manual_Status D 0 ~ 1  

W Protect_Status D 0 ~ 1  

W Failure_Status D 0 ~ 1  

W Preset_Voltage D 0 ~ 1  

W Preset_Percent D 0 ~ 1  

W Output_Voltage D 0 ~ 1  

W Output_Current D 0 ~ 1  

W High_Limit D 0 ~ 1  

W Low_Limit D 0 ~ 1  

W Float_Point_Setting D 0 ~ 1  

W Average_Point_Setting D 0 ~ 1  

http://www.emersonnetworkpower.com.cn/Pages/Default.aspx
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Wiring Diagram: 

RS-232 Terminal (Diagram 1 ~ Diagram 3) 

Diagram 1  

cMT Series cMT3151 

eMT Series eMT3070 / eMT3105 / eMT3120 / eMT3150 

MT-iE MT8073iE / MT8102iE 

MT-XE MT8092XE 

MT-iP MT6103iP 

 

HMI  PLC 

 COM1 COM3  
RS232 

Terminal 
RS232 

9P Female 

RS232 

9P Female 

Rx 2 8  TX 

Tx 3 7  RX 

GND 5 5  GND 
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Diagram 2 

cMT Series cMT-SVR 

mTV mTV 

MT-iE MT8070iE / MT6070iE / MT8100iE / MT8121iE / MT8150iE / 

MT8071iE / MT6071iE / MT8072iE / MT6072iE / MT8073iE / 

MT8101iE / MT8102iE / MT8103iE  

MT-XE MT8121XE / MT8150XE / MT8090XE  

 

HMI 
 

 

 

 

 

PLC 

 COM1 
RS232 

Terminal 
RS232 

9P Female 

Rx 2 TX 

Tx 3 RX 

GND 5 GND 

 

 

Diagram 3 

MT-iE MT8050iE 

MT-iP MT6051iP / MT6071iP / MT8071iP 

 

HMI 
 

 

 

 

 

PLC 

 COM1 
RS232 

Terminal 
RS232 

9P Female 

Rx 9 TX 

Tx 6 RX 

GND 5 GND 
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EMERSON ControlWave (Ethernet) ï Free Tag 

Names 

Supported Series: EMERSON ControlWave MICRO 

Website: http://www2.emersonprocess.com/en-US/Pages/Home.aspx 

HMI Setting: 

Parameters Recommended Options Notes 

PLC type EMERSON ControlWave (Ethernet) ï Free Tag Names Use UDP 

PLC I/F Ethernet   

Port no. 1234   

Source port no. 1234   

 

 

http://www2.emersonprocess.com/en-US/Pages/Home.aspx
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Support Device Type: 

Data type EasyBuilder data format Memo 

Bool bit  

Byte 16-bit BCD, Hex, Binary, Unsigned 8-bit 

SInt 16-bit BCD, Hex, Binary, Signed 8-bit 

USInt 16-bit BCD, Hex, Binary, Unsigned 8-bit 

Word 16-bit BCD, Hex, Binary, Unsigned 16-bit 

Int 16-bit BCD, Hex, Binary, Signed 16-bit 

UInt 16-bit BCD, Hex, Binary, Unsigned 16-bit 

DWord 32-bit BCD, Hex, Binary, Unsigned 32-bit 

DInt 32-bit BCD, Hex, Binary, Signed 32-bit 

Real 32-bit Float 32-bit 

UDInt 32-bit BCD, Hex, Binary, Unsigned 32-bit 

* For device types: DWord / DINT / UDINT / Real , error may occur if the value exceeds 7 

digits (million). 

PLC Setting: 

1. Under Global Variables create the tags, a tag name with over 20 words can affect 

communicaiton, please avoid it. 
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2. Open the program from Programs -> OpenBSI Tool -> Common Tools -> Signal 

Extractor. 

 

 

3. Browse for the file name in Load File field, and then the Output File field will 

automatically generate the SIG file name. In IEC-61131 Options group box, deselect 

Datatype conversion enable and Output MSD Values check boxes, and then click 

Start to generate the file for tag import. 
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4. Import the tags after adding the driver in EasyBuilder. 

 

Wiring Diagram: 

Diagram 1 

Ethernet cable: 
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EMERSON PLC EC20 

Supported Series: EMERSON PLC EC20 Series. (Modbus RTU Protocol) 

HMI Setting: 

Parameters Recommended Options Notes 

PLC type EMERSON PLC EC20  

PLC I/F RS232   

Baud rate 9600 9600, 19200, 115200  

Data bits 8 7 or 8  

Parity Even Even, Odd, None  

Stop bits 1 1 or 2  

PLC sta. no. 0 0-255  

PLC Setting: 

Communication mode Modbus RTU protocol 

Device Address: 

Bit/Word Device type Format Range Memo 

B Y OOO 0 ~ 377 0000-02550 

B X OOO 0 ~ 377 1200-01455  0000-0255 

B M DDDD 0 ~ 1999 2000-3999 

B SM DDD 0~ 255 4400-4655 

B S DDD 0 ~ 991 6000-6991 

B T DDD 0 ~ 255 8000-8255 

B C DDD 0 ~ 255 9200-9455 

W D DDDD 0 ~ 7999 0000-7999 

DW D_Double DDDD 0 ~ 7998  

W SD DDD 0 ~ 255 8000-8255 

W Z DD 0 ~ 15 8500-8515 

W T DDD 0 ~ 255 9000-9255 

W C DDD 0 ~ 199 9500-9699 

DW C_Double DDD 200 ~ 255 9700-9811 
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Wiring Diagram: 

Emerson EC 20 COM1: RS-232 Terminal (Diagram 1 ~ Diagram 3) 

Diagram 1  

cMT Series cMT3151 

eMT Series eMT3070 / eMT3105 / eMT3120 / eMT3150 

MT-iE MT8073iE / MT8102iE 

MT-XE MT8092XE 

MT-iP MT6103iP 

 

HMI  PLC 

 COM1 COM3  
RS232 

Terminal 
RS232 

9P Female 

RS232 

9P Female 

Rx 2 8  TX 

Tx 3 7  RX 

GND 5 5  GND 
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Diagram 2 

cMT Series cMT-SVR 

mTV mTV 

MT-iE MT8070iE / MT6070iE / MT8100iE / MT8121iE / MT8150iE / 

MT8071iE / MT6071iE / MT8072iE / MT6072iE / MT8073iE / 

MT8101iE / MT8102iE / MT8103iE  

MT-XE MT8121XE / MT8150XE / MT8090XE  

 

HMI 
 

 

 

 

 

PLC 

 COM1 
RS232 

Terminal 
RS232 

9P Female 

Rx 2 TX 

Tx 3 RX 

GND 5 GND 

 

 

Diagram 3 

MT-iE MT8050iE 

MT-iP MT6051iP / MT6071iP / MT8071iP 

 

HMI 
 

 

 

 

 

PLC 

 COM1 
RS232 

Terminal 
RS232 

9P Female 

Rx 9 TX 

Tx 6 RX 

GND 5 GND 
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EMERSON ROC800 Series - Free Tag Names 

Supported Series: EMERSON ROC800 Series 

Website: http://www2.emersonprocess.com/en-US/Pages/Home.aspx 

HMI Setting(Ethernet): 

Parameters Recommended Options Notes 

PLC type EMERSON ROC800 Series - Free Tag Names  

PLC I/F Ethernet   

Port no. 4000   

Device address 240   

Device group 240   

No.of all alarms 1   

Host group 1   

HMI Setting(RS-232): 

Parameters Recommended Options Notes 

PLC type EMERSON ROC800 Series - Free Tag Names  

PLC I/F RS232   

Baud rate 19200   

Data bits 8 7, 8  

Parity None None, Odd, Even  

Stop bits 1 1, 2  

Device address 240   

Device group 240   

No.of all alarms 1   

Host group 1   

 

  

http://www2.emersonprocess.com/en-US/Pages/Home.aspx
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How to Import Tags: 

Step 1: Click [Get Tag Info] 

 

 

Step 2: [Select all] -> [OK] 

 

 

Step 3: Imported tag information successfully. 
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Support Device Type: 

Data Type EasyBuilder data format Memo 

Bool bit  

Word 16-bit BCD, Hex, Binary, Unsigned 16-bit 

DWord 32-bit BCD, Hex, Binary, Unsigned 32-bit 

Real 32-bit Float 32-bit 

String ASCII input and ASCII display 
The length of the setting 
must be correct 

Wiring Diagram: 

RS-232 Terminal (Diagram 1 ~ Diagram 3) 

Diagram 1  

cMT Series cMT3151 

eMT Series eMT3070 / eMT3105 / eMT3120 / eMT3150 

MT-iE MT8073iE / MT8102iE 

MT-XE MT8092XE 

MT-iP MT6103iP 

 

HMI  PLC 

 COM1 COM3  
RS232 

Terminal 
RS232 

9P Female 

RS232 

9P Female 

Rx 2 8  TX 

Tx 3 7  RX 

GND 5 5  GND 
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Diagram 2 

cMT Series cMT-SVR 

mTV mTV 

MT-iE MT8070iE / MT6070iE / MT8100iE / MT8121iE / MT8150iE / 

MT8071iE / MT6071iE / MT8072iE / MT6072iE / MT8073iE / 

MT8101iE / MT8102iE / MT8103iE  

MT-XE MT8121XE / MT8150XE / MT8090XE  

 

HMI 
 

 

 

 

 

PLC 

 COM1 
RS232 

Terminal 
RS232 

9P Female 

Rx 2 TX 

Tx 3 RX 

GND 5 GND 

 

 

Diagram 3 

MT-iE MT8050iE 

MT-iP MT6051iP / MT6071iP / MT8071iP 

 

HMI 
 

 

 

 

 

PLC 

 COM1 
RS232 

Terminal 
RS232 

9P Female 

Rx 9 TX 

Tx 6 RX 

GND 5 GND 
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Diagram 4 

Ethernet cable: 
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EMERSON SI-Ethernet Modbus TCP/IP 

Supported Series: EMERSON Unidrive M400 and SI Ethernet Module 

Website: http://www2.emersonprocess.com/en-US/Pages/Home.aspx 

HMI Setting: 

Parameters Recommended Options Notes 

PLC type EMERSON SI-Ethernet Modbus TCP/IP  

PLC I/F Ethernet   

Port no. 502   

Device Address: 

Bit/Word Device type Format Range Memo 

B BIT SSS.MM.PPP 0 ~ 255.99.999 Slot.Menu.Parameter 

Byte BYTE SSS.MM.PPP 0 ~ 255.99.999 Slot.Menu.Parameter 

W WORD SSS.MM.PPP 0 ~ 255.99.999 Slot.Menu.Parameter 

Slot.Menu.Parameter DW DWORD SSS.MM.PPP 0 ~ 255.99.999 Slot.Menu.Parameter 

*The standard addressing mode allows parameters up to 99 to be accessed, for any 

parameter above 99, the modified addressing mode hust be used, however,this mode limits 

the highest accessible menu number to 63. 

 

S.15.013 Modbus Register Addressing Mode 

Format 

Range 

Memo 

Minimum 0 (standard) Maximum 1 (Modified) 8 Bit User Save 

Wiring Diagram: 

Diagram 1 

Ethernet cable: 

 

http://www2.emersonprocess.com/en-US/Pages/Home.aspx
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Emotiontek MCU Controller 

Supported Series: Emotiontek MCU-XP/XP2 Controller 

Website: http://emotiontek.com/sub/index.php 

HMI Setting: 

Parameters Recommended Options Notes 

PLC type Emotiontek MCU Controller  

PLC I/F RS232 RS232/RS485 2W  

Baud rate 38400 9600 ~ 115200  

Data bits 8 7,8  

Parity None None,Odd,Even  

Stop bits 1 1,2  

PLC sta. no. 0 0-255  

PLC Setting: 

Protocol type 1,4 

Device Address: 

Bit/Word Device type Format Range Memo 

B X_Bit Hh 0 ~ 5f  

B Y_Bit Hh 0 ~ 4f  

B F_Bit Dh 0 ~ 9f  

B M_Bit DDDh 0 ~ 199f  

B T_Bit Dh 0 ~ 0f  

B C_Bit Dh 0 ~ 0f  

W X D 0 ~ 5  

W Y D 0 ~ 4  

W F D 0 ~ 9  

W M DDD 0 ~ 199  

W T D 0   

W C D 0  

W TP DD 0 ~ 15  

W TC DD 0 ~ 15  

W CP DD 0 ~ 15  

W CC DD 0 ~ 15  

http://emotiontek.com/sub/index.php
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Bit/Word Device type Format Range Memo 

DW PD_X DD 0 ~ 99  

DW PD_Y DD 0 ~ 99  

DW FD D 0 ~ 9  

DW DD D 0 ~ 9  

DW LD DDDD 0 ~ 1999  

Wiring Diagram: 

RS-232 9P D-Sub (Diagram 1 ~ Diagram 3) 

Diagram 1  

cMT Series cMT3151 

eMT Series eMT3070 / eMT3105 / eMT3120 / eMT3150 

MT-iE MT8073iE / MT8102iE 

MT-XE MT8092XE 

MT-iP MT6103iP 

 

HMI  PLC 

 COM1 COM3  RS232 

9P D-Sub 

Male 
RS232 

9P Female 

RS232 

9P Female 

Rx 2 8  3 TX 

Tx 3 7  2 RX 

GND 5 5  5 GND 

 

Diagram 2 

cMT Series cMT-SVR 

mTV mTV 

MT-iE MT8070iE / MT6070iE / MT8100iE / MT8121iE / MT8150iE / 

MT8071iE / MT6071iE / MT8072iE / MT6072iE / MT8073iE / 

MT8101iE / MT8102iE / MT8103iE  

MT-XE MT8121XE / MT8150XE / MT8090XE  
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HMI 
 

 

 

 

 

PLC 

 COM1 RS232 

9P D-Sub 

Male 
RS232 

9P Female 

Rx 2 3 TX 

Tx 3 2 RX 

GND 5 5 GND 

 

 

Diagram 3 

MT-iE MT8050iE 

MT-iP MT6051iP / MT6071iP / MT8071iP 

 

HMI 
 

 

 

 

 

PLC 

 COM1 RS232 

9P D-Sub 

Male 
RS232 

9P Female 

Rx 9 3 TX 

Tx 6 2 RX 

GND 5 5 GND 

 

RS-485 2W 9P D-Sub (Diagram 4 ~ Diagram 9) 

Diagram 4  

cMT Series cMT3151 

eMT Series eMT3070 / eMT3105 / eMT3120 / eMT3150 

 

HMI  PLC 

 COM1 COM3  RS485 2W 

9P D-Sub 

Male 
RS485 2W 

9P Male 

RS485 2W 

9P Male 

Data- 1 6  8 Data- 

Data+ 2 9  7 Data+ 

GND 5 5  5 GND 
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Diagram 5  

cMT Series cMT-SVR 

mTV mTV 

 

HMI  PLC 

 COM2 COM3  RS485 2W 

9P D-Sub 

Male 
RS485 2W 

9P Female 

RS485 2W 

9P Female 

Data- 7 4  8 Data- 

Data+ 6 1  7 Data+ 

GND 5 5  5 GND 

 

 

Diagram 6  

MT-iE MT8070iE / MT6070iE / MT8100iE / MT8121iE / MT8150iE 

MT-XE MT8121XE / MT8150XE 

 

HMI  PLC 

 COM1 COM3  RS485 2W 

9P D-Sub 

Male 
RS485 2W 

9P Male 

RS485 2W 

9P Male 

Data- 1 7  8 Data- 

Data+ 2 8  7 Data+ 

GND 5 9  5 GND 

 

 

Diagram 7  

MT-iE MT8071iE / MT6071iE / MT8072iE / MT6072iE / MT8073iE / 

MT8101iE / MT8102iE / MT8103iE 

MT-XE MT8090XE / MT8092XE 

MT-iP MT6103iP 
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HMI  PLC 

 COM2 COM3  RS485 2W 

9P D-Sub 

Male 
RS485 2W 

9P Male 

RS485 2W 

9P Male 

Data- 1 6  8 Data- 

Data+ 2 9  7 Data+ 

GND 5 5  5 GND 

 

Diagram 8  

MT-iE MT8050iE 

MT-iP MT6051iP  

 

HMI  PLC 

 COM1 COM3  RS485 2W 

9P D-Sub 

Male 
RS485 2W 

9P Female 

RS485 2W 

9P Female 

Data- 1 7  8 Data- 

Data+ 2 8  7 Data+ 

GND 5 5  5 GND 

 

Diagram 9  

MT-iP MT6071iP / MT8071iP  

 

HMI 
 

 

 

 

 

PLC 

 COM2 RS485 2W 

9P D-Sub 

Male 
RS485 2W 

9P Female 

Data- 1 8 Data- 

Data+ 2 7 Data+ 

GND 5 5 GND 
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FATEK FB/FBs/B1/B1z Series 

Supported Series: FATEK FB/FBs/B1/B1z series, FB MC series, and FB MA series need 

FB-DTBR converter. 

Website: http://www.fatek.com/ 

HMI Setting: 

Parameters Recommended Options Notes 

PLC type FATEK FB/FBs/B1/B1z Series  

PLC I/F RS232 RS232/RS485/Ethernet  

Baud rate 9600   

Data bits 7   

Parity Even   

Stop bits 1   

PLC sta. no. 1 0-255 Must match PLC port setting. 

Port no. 500  Ethernet only. 

*Support communications between HMI and PLC in pass-through mode 

*Set LW-9903 to 2 to enhance the speed of download/upload PLC program in 

pass-through mode 

Device Address: 

Bit/Word Device type Format Range Memo 

B X DDDD 0 ~ 9999 Input 

B Y DDDD 0 ~ 9999 Output 

B M DDDD 0 ~ 9999 Internal Relay 

B S DDDD 0 ~ 9999 Step Relay 

B T DDDD 0 ~ 9999 Timer 

B C DDDD 0 ~ 9999 Counter 

B PLC_MODE D 0 PLC mode 

B R_Bit DDDDdd 0 ~ 999915  

B D_Bit DDDDdd 0 ~ 999915  

W RT DDDD 0 ~ 9999 Timer Register 

W RC DDDD 0 ~ 9999 Counter Register 

W R DDDD 0 ~ 9999 Data Register 

W D DDDD 0 ~ 9999 Data Register 

W DRT DDDD 0 ~ 9999 Double Word Timer Register 

W DRC DDD 200 ~ 255 Double Word Counter Register 

http://www.fatek.com/
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Bit/Word Device type Format Range Memo 

W WX DDDD 0 ~ 9999 Input Word 

W WY DDDD 0 ~ 9999 Output Word 

W WM DDDD 0 ~ 9999 Internal Relay Word 

W WS DDDD 0 ~ 9999  

W FR DDDD 0 ~ 9999  

Wiring Diagram: 

The following is the view from the soldering point of a connector. 

 

FBs Port0: RS-232 4P Mini-DIN (Diagram 1 ~ Diagram 3) 

 

Diagram 1 

cMT Series cMT3151 

eMT Series eMT3070 / eMT3105 / eMT3120 / eMT3150 

MT-iE MT8073iE / MT8102iE 

MT-XE MT8092XE 

MT-iP MT6103iP 

 

HMI  PLC 

 COM1 COM3  FBs RS232 

4P Mini-Din 

Male 
RS232 

9P Female 

RS232 

9P Female 

Rx 2 8  3 TX 

Tx 3 7  4 RX 

GND 5 5  2 GND 
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Diagram 2 

cMT Series cMT-SVR 

mTV mTV 

MT-iE MT8070iE / MT6070iE / MT8100iE / MT8121iE / MT8150iE / 

MT8071iE / MT6071iE / MT8072iE / MT6072iE / MT8073iE / 

MT8101iE / MT8102iE / MT8103iE  

MT-XE MT8121XE / MT8150XE / MT8090XE  

 

HMI 
 

 

 

 

 

PLC 

 COM1 FBs RS232 

4P Mini-Din 

Male 
RS232 

9P Female 

Rx 2 3 TX 

Tx 3 4 RX 

GND 5 2 GND 

 

 

Diagram 3 

MT-iE MT8050iE 

MT-iP MT6051iP / MT6071iP / MT8071iP 

 

HMI 
 

 

 

 

 

PLC 

 COM1 FBs RS232 

4P Mini-Din 

Male 
RS232 

9P Female 

Rx 9 3 TX 

Tx 6 4 RX 

GND 5 2 GND 

 

  



                                                            PLC Connection Guide  

257 

 

FBs communication module: RS-232 9P D-Sub (Diagram 4 ~ Diagram 6) 

Diagram 4  

cMT Series cMT3151 

eMT Series eMT3070 / eMT3105 / eMT3120 / eMT3150 

MT-iE MT8073iE / MT8102iE 

MT-XE MT8092XE 

MT-iP MT6103iP 

 

HMI  PLC 

 COM1 COM3  FBs Communication 

module RS232 

9P D-Sub Male 
RS232 

9P Female 

RS232 

9P Female 

Rx 2 8  2 TX 

Tx 3 7  3 RX 

GND 5 5  5 GND 

 

 

Diagram 5 

cMT Series cMT-SVR 

mTV mTV 

MT-iE MT8070iE / MT6070iE / MT8100iE / MT8121iE / MT8150iE / 

MT8071iE / MT6071iE / MT8072iE / MT6072iE / MT8073iE / 

MT8101iE / MT8102iE / MT8103iE  

MT-XE MT8121XE / MT8150XE / MT8090XE  

 

HMI 
 

 

 

 

 

PLC 

 COM1 FBs Communication 

module RS232 

9P D-Sub Male 
RS232 

9P Female 

Rx 2 2 TX 

Tx 3 3 RX 

GND 5 5 GND 
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Diagram 6 

MT-iE MT8050iE 

MT-iP MT6051iP / MT6071iP / MT8071iP 

 

HMI 
 

 

 

 

 

PLC 

 COM1 FBs Communication 

module RS232 

9P D-Sub Male 
RS232 

9P Female 

Rx 9 2 TX 

Tx 6 3 RX 

GND 5 5 GND 

 

 

FBs communication module 3P Terminal Block: RS-485 2W Terminal (Diagram 7 ~ 

Diagram 12) 

Diagram 7  

cMT Series cMT3151 

eMT Series eMT3070 / eMT3105 / eMT3120 / eMT3150 

 

HMI  PLC 

 COM1 COM3  
FBs Communication 

module 3P Terminal 
RS485 2W 

9P Male 

RS485 2W 

9P Male 

Data- 1 6  Data- 

Data+ 2 9  Data+ 

GND 5 5   
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Diagram 8  

cMT Series cMT-SVR 

mTV mTV 

 

HMI  PLC 

 COM2 COM3  
FBs Communication 

module 3P Terminal 
RS485 2W 

9P Female 

RS485 2W 

9P Female 

Data- 7 4  Data- 

Data+ 6 1  Data+ 

GND 5 5   

 

 

Diagram 9  

MT-iE MT8070iE / MT6070iE / MT8100iE / MT8121iE / MT8150iE 

MT-XE MT8121XE / MT8150XE 

 

HMI  PLC 

 COM1 COM3  
FBs Communication 

module 3P Terminal 
RS485 2W 

9P Male 

RS485 2W 

9P Male 

Data- 1 7  Data- 

Data+ 2 8  Data+ 

GND 5 9   
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Diagram 10  

MT-iE MT8071iE / MT6071iE / MT8072iE / MT6072iE / MT8073iE / 

MT8101iE / MT8102iE / MT8103iE 

MT-XE MT8090XE / MT8092XE 

MT-iP MT6103iP 

 

HMI  PLC 

 COM2 COM3  
FBs Communication 

module 3P Terminal 
RS485 2W 

9P Male 

RS485 2W 

9P Male 

Data- 1 6  Data- 

Data+ 2 9  Data+ 

GND 5 5   

 

 

Diagram 11  

MT-iE MT8050iE 

MT-iP MT6051iP  

 

HMI  PLC 

 COM1 COM3  
FBs Communication 

module 3P Terminal 
RS485 2W 

9P Female 

RS485 2W 

9P Female 

Data- 1 7  Data- 

Data+ 2 8  Data+ 

GND 5 5   
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Diagram 12  

MT-iP MT6071iP / MT8071iP  

 

HMI 
 

 

 

 

 

PLC 

 COM2 
FBs Communication 

module 3P Terminal 
RS485 2W 

9P Female 

Data- 1 Data- 

Data+ 2 Data+ 

GND 5  

 

 

 

CPU Port: RS-232 15P D-Sub (Diagram 13 ~ Diagram 15) 

Diagram 13  

cMT Series cMT3151 

eMT Series eMT3070 / eMT3105 / eMT3120 / eMT3150 

MT-iE MT8073iE / MT8102iE 

MT-XE MT8092XE 

MT-iP MT6103iP 

 

 

HMI  PLC 

 COM1 COM3  FB CPU Port 

RS232 

15P D-Sub 
RS232 

9P Female 

RS232 

9P Female 

Rx 2 8  2 TX 

Tx 3 7  1 RX 

GND 5 5  6 GND 

    3 RTS 

    4 CTS 
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Diagram 14 

cMT Series cMT-SVR 

mTV mTV 

MT-iE MT8070iE / MT6070iE / MT8100iE / MT8121iE / MT8150iE / 

MT8071iE / MT6071iE / MT8072iE / MT6072iE / MT8073iE / 

MT8101iE / MT8102iE / MT8103iE  

MT-XE MT8121XE / MT8150XE / MT8090XE  

 

HMI 
 

 

 

 

 

PLC 

 COM1 FB CPU Port 

RS232 

15P D-Sub 
RS232 

9P Female 

Rx 2 2 TX 

Tx 3 1 RX 

GND 5 6 GND 

   3 RTS 

   4 CTS 

 

Diagram 15 

MT-iE MT8050iE 

MT-iP MT6051iP / MT6071iP / MT8071iP 

 

HMI 
 

 

 

 

 

PLC 

 COM1 FB CPU Port 

RS232 

15P D-Sub 
RS232 

9P Female 

Rx 9 2 TX 

Tx 6 1 RX 

GND 5 6 GND 

   3 RTS 

   4 CTS 
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CPU Port: RS-485 2W 15P D-Sub (Diagram 16 ~ Diagram 21) 

Diagram 16  

cMT Series cMT3151 

eMT Series eMT3070 / eMT3105 / eMT3120 / eMT3150 

 

HMI  PLC 

 COM1 COM3  FB CPU Port 

RS485 2W 

15P D-Sub Male 
RS485 2W 

9P Male 

RS485 2W 

9P Male 

Data- 1 6  7 Data- 

Data+ 2 9  5 Data+ 

GND 5 5   

 

 

Diagram 17  

cMT Series cMT-SVR 

mTV mTV 

 

HMI  PLC 

 COM2 COM3  FB CPU Port 

RS485 2W 

15P D-Sub Male 
RS485 2W 

9P Female 

RS485 2W 

9P Female 

Data- 7 4  7 Data- 

Data+ 6 1  5 Data+ 

GND 5 5   
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Diagram 18  

MT-iE MT8070iE / MT6070iE / MT8100iE / MT8121iE / MT8150iE 

MT-XE MT8121XE / MT8150XE 

 

HMI  PLC 

 COM1 COM3  FB CPU Port 

RS485 2W 

15P D-Sub Male 
RS485 2W 

9P Male 

RS485 2W 

9P Male 

Data- 1 7  7 Data- 

Data+ 2 8  5 Data+ 

GND 5 9   

 

 

Diagram 19  

MT-iE MT8071iE / MT6071iE / MT8072iE / MT6072iE / MT8073iE / 

MT8101iE / MT8102iE / MT8103iE 

MT-XE MT8090XE / MT8092XE 

MT-iP MT6103iP 

 

HMI  PLC 

 COM2 COM3  FB CPU Port 

RS485 2W 

15P D-Sub Male 
RS485 2W 

9P Male 

RS485 2W 

9P Male 

Data- 1 6  7 Data- 

Data+ 2 9  5 Data+ 

GND 5 5   

 

 

  



                                                            PLC Connection Guide  

265 

 

Diagram 20  

MT-iE MT8050iE 

MT-iP MT6051iP  

 

HMI  PLC 

 COM1 COM3  FB CPU Port 

RS485 2W 

15P D-Sub Male 
RS485 2W 

9P Female 

RS485 2W 

9P Female 

Data- 1 7  7 Data- 

Data+ 2 8  5 Data+ 

GND 5 5   

 

 

Diagram 21  

MT-iP MT6071iP / MT8071iP  

 

HMI 
 

 

 

 

 

PLC 

 COM2 FB CPU Port 

RS485 2W 

15P D-Sub Male 
RS485 2W 

9P Female 

Data- 1 7 Data- 

Data+ 2 5 Data+ 

GND 5  

 

 

Diagram 22 

Ethernet cable: 
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Fuji NB Series 

Website: http://www.fujielectric.com/fcs/index.html 

HMI Setting: 

Parameters Recommended Options Notes 

PLC type Fuji NB Series  

PLC I/F RS485 4W   

Baud rate 19200   

Data bits 8   

Parity Odd   

Stop bits 1   

PLC sta. no. 0   

PLC Setting: 

Communication mode NITP Protocol / PLC Password (default is 0)  

Device Address: 

Bit/Word Device type Format Range Memo 

B Y HHH 0 ~ 7ff Output Relay  

B X HHH 0 ~ 3ff Input Relay  

B M HHH 0 ~ fff Internal Relay  

B L HHH 0 ~ fff Latch Relay  

B C HH 0 - ff Counter  

B M_Spe HHHH 0 ~ 81ff Special Relay  

B T HHH 0 ~ 1ff Timer  

W TV HHH 0 ~ 3ff Timer value  

W CV HHH 0 ~ 3ff Counter value  

W D HHHH 0 ~ 1fff Data Register  

W D_Spe HHHH 0 ~ 81ff Special Register  

 

http://www.fujielectric.com/fcs/index.html


                                                            PLC Connection Guide  

267 

Wiring Diagram: 

Diagram 1 

cMT Series cMT3151 

eMT Series eMT3070/ eMT3105 / eMT3120 / eMT3150 

MT-iE MT8070iE / MT6070iE / MT8100iE / MT8121iE / MT8150iE 

MT-XE MT8121XE / MT8150XE 

 

HMI 
 

 

 

 

 

PLC 

 COM1 Fuji NB Series 

RS422 8P 

RJ45 Male 
RS485 4W 

9P Male 

Rx- 1 4 

Rx+ 2 3 

Tx- 3 6 

TX+ 4 5 

GND 5  

 

Diagram 2 

cMT Series cMT-SVR 

mTV mTV 

 

HMI 
 

 

 

 

 

PLC 

 COM2 Fuji NB Series 

RS422 8P 

RJ45 Male 
RS485 4W 

9P Female 

Rx- 7 4 

Rx+ 6 3 

Tx- 9 6 

TX+ 8 5 

GND 5  
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Diagram 3 

MT-iE MT8071iE / MT6071iE / MT8072iE / MT6072iE / MT8073iE / 

MT8101iE / MT8102iE / MT8103iE 

MT-XE MT8090XE / MT8092XE 

MT-iP MT6071iP / MT8071iP / MT6103iP 

 

HMI 
 

 

 

 

 

PLC 

 COM2 Fuji NB Series 

RS422 8P 

RJ45 Male 
RS485 4W 

9P Male 

Rx- 1 4 

Rx+ 2 3 

Tx- 3 6 

TX+ 4 5 

GND 5  

 

 

Diagram 4 

MT-iE MT8050iE 

MT-iP MT6051iP  

 

HMI 
 

 

 

 

 

PLC 

 COM1 Fuji NB Series 

RS422 8P 

RJ45 Male 
RS485 4W 

9P Female 

Rx- 1 4 

Rx+ 2 3 

Tx- 3 6 

TX+ 4 5 

GND 5  
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Fuji SPH2000 (Ethernet) 

Supported Series:Fuji SPH2000 series PLC. 

Website: http://www.fujielectric.com/fcs/index.html 

HMI Setting: 

Parameters Recommended Options Notes 

PLC type Fuji SPH2000 (Ethernet)  

PLC I/F Ethernet   

Port no. 507 251 ~ 65531  

 

When setting port number, please add the offset 251. As shown below, the value in the 

software is 1024, then the port number should be: 1024+251=1275. 

 

 



                                                            PLC Connection Guide  

270 

Device Address: 

Bit/Word Device 

type 

Format Range Memo 

B X DDDDDDh 10 ~ 238511f DDD(Slot) / DDD(word) / h(bit) 

B Y DDDDDDh 10 ~ 238511f DDD(Slot) / DDD(word) / h(bit) 

B M DDDDh 0 ~ 8191f  

B L DDDDh 0 ~ 4095f  

B SM DDDh 0 ~ 511f  

B S DD.DD 0 ~ 99.99  

W WX DDDDDD 1 ~ 238511 DDD(Slot) / DDD(word) 

W WY DDDDDD 1 ~ 238511 DDD(Slot) / DDD(word) 

W WM DDDDD 0 ~ 20000  

DW DM DDDDD 0 ~ 20000  

W WL DDDDD 0 ~ 20000  

DW DL DDDDD 0 ~ 20000  

W WSM DDD 0 ~ 511  

DW DSM DDD 0 ~ 510  

W WS DD 0 ~ 99  

 DW DX DDDDDD 1000 ~ 238511 DDD(Slot) / DDD(word) 

DW DY DDDDDD 1000 ~ 238511 DDD(Slot) / DDD(word) 

Wiring Diagram: 

Diagram 1 

Ethernet cable: 
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GE Fanuc 0i MD 

Website: http://www.fanucfa.com/welcome_worldwide/ 

HMI Setting: 

Parameters Recommended Options Notes 

PLC type GE Fanuc 0i MD  

PLC I/F RS232    

Baud rate 19200   

Data bits 8   

Parity Even   

Stop bits 1   

PLC sta. no. 0   

 

On-line simulation YES 

PLC Setting: 

Reader/Puncher interface (2ch.) is used for touch panel interface. 

External touch panel interface, S/N: A02B-0320-J685, for Power Mate Series. 

Device Address: 

Bit/Word Device type Format Range Memo 

B X DDDDo 0 ~ 11277  

B Y DDDDo 0 ~ 11277  

B K DDDo 0 ~ 9997  

B E DDDDo 0 ~ 99997  

B D_Bit DDDDo 0 ~ 99997  

B R_Bit DDDDo 0 ~ 94997  

W T DDDD 0 ~ 9499 Must be a multiple of 2 

W C DDDD 0 ~ 5199 Must be a multiple of 4 

W D_Byte DDDD 0 ~ 9999  

W R_Byte DDDD 0 ~ 9499  

W D DDDD 0 ~ 9999 Must be a multiple of 2 

W R DDDD 0 ~ 9499 Must be a multiple of 2 

http://www.fanucfa.com/welcome_worldwide/
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Wiring Diagram: 

The following is the view from the soldering point of a connector. 

 

 

Diagram 1  

cMT Series cMT3151 

eMT Series eMT3070/ eMT3105 / eMT3120 / eMT3150 

MT-iE MT8073iE / MT8102iE 

MT-XE MT8092XE 

MT-iP MT6103iP 

 

HMI  PLC 

 COM1 COM3  RS232 

20P JD36B or 

JD54 Female 
RS232 

9P Female 

RS232 

9P Female 

Rx 2 8  11 

Tx 3 7  1 

GND 5 5  8(JD36)/4(JD54) 

    15 

    5 

    3 

    7 

    13 
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Diagram 2 

cMT Series cMT-SVR 

mTV mTV 

MT-iE MT8070iE / MT6070iE / MT8100iE / MT8121iE / MT8150iE / 

MT8071iE / MT6071iE / MT8072iE / MT6072iE / MT8073iE / 

MT8101iE / MT8102iE / MT8103iE  

MT-XE MT8121XE / MT8150XE / MT8090XE 

 

HMI 
 

 

 

 

 

PLC 

 COM1 RS232 

20P JD36B or 

JD54 Female 
RS232 

9P Female 

Rx 2 11 

Tx 3 1 

GND 5 8(JD36)/4(JD54) 

   15 

   5 

   3 

   7 

   13 
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Diagram 3 

MT-iE MT8050iE 

MT-iP MT6051iP / MT6071iP / MT8071iP 

 

HMI 
 

 

 

 

 

PLC 

 COM1 RS232 

20P JD36B or 

JD54 Female 
RS232 

9P Female 

Rx 9 11 

Tx 6 1 

GND 5 8(JD36)/4(JD54) 

   15 

   5 

   3 

   7 

   13 
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GE Fanuc CMM 

Website: http://www.ge.com 

HMI Setting: 

Parameters Recommended Options Notes 

PLC type GE Fanuc CMM  

PLC I/F RS232  RS232/RS485  

Baud rate 19200 
9600,19200,38400,5

7600,115200 
 

Data bits 8 7,8 
Must set to 8 for this 

protocol 

Parity Odd Even, Odd, None  

Stop bits 1 1, 2  

PLC sta. no. 0 0-255 
Does not apply to this 

protocol 

PLC Setting: 

Refer to the related PLC manual. 

Device Address: 

Bit/Word Device type Format Range Memo 

B I DDDDD 1 ~ 10000 Input relay 

B Q DDDDD 1 ~ 10000 Output relay 

B M DDDDD 1 ~ 10000 Auxiliary relay 

B G DDDD 1 ~ 7680  

B T DDD 1 ~ 256  

B SA DDD 1 ~ 128  

B SB DDD 1 ~ 128  

B SC DDD 1 ~ 128  

B S DDD 1 ~ 128  

W AI DDDDD 1 ~ 10000 Analog input register 

W AQ DDDDD 1 ~ 10000 Analog output register 

W R DDDDD 1 ~ 32640 Data register 

 

http://www.ge.com/
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Wiring Diagram: 

RS485 4W (Diagram 1 ~ Diagram 4) 

Diagram 1 

cMT Series cMT3151 

eMT Series eMT3070/ eMT3105 / eMT3120 / eMT3150 

MT-iE MT8070iE / MT6070iE / MT8100iE / MT8121iE / MT8150iE 

MT-XE MT8121XE / MT8150XE 

 

HMI 
 

 

 

 

 

PLC 

 COM1 RS485 4W 

25P D-Sub 

Male 
RS485 4W 

9P Male 

Rx- 1 9 

Rx+ 2 21 

GND 5 7 

Tx- 3 13 

TX+ 4 25 

  24 

  10 

  11 

  22 

  23 
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Diagram 2  

cMT Series cMT-SVR 

mTV mTV 

 

HMI 
 

 

 

 

 

PLC 

 COM2 RS485 4W 

25P D-Sub 

Male 
RS485 4W 

9P Female 

Rx- 7 9 

Rx+ 6 21 

GND 5 7 

Tx- 9 13 

TX+ 8 25 

  24 

  10 

  11 

  22 

  23 

 

  



                                                            PLC Connection Guide  

278 

 

Diagram 3 

MT-iE MT8071iE / MT6071iE / MT8072iE / MT6072iE / MT8073iE / 

MT8101iE / MT8102iE / MT8103iE 

MT-XE MT8090XE / MT8092XE 

MT-iP MT6071iP / MT8071iP / MT6103iP 

 

HMI 
 

 

 

 

 

PLC 

 COM2 RS485 4W 

25P D-Sub 

Male 
RS485 4W 

9P Male 

Rx- 1 9 

Rx+ 2 21 

GND 5 7 

Tx- 3 13 

TX+ 4 25 

  24 

  10 

  11 

  22 

  23 
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Diagram 4 

MT-iE MT8050iE 

MT-iP MT6051iP  

 

HMI 
 

 

 

 

 

PLC 

 COM1 RS485 4W 

25P D-Sub 

Male 
RS485 4W 

9P Female 

Rx- 1 9 

Rx+ 2 21 

GND 5 7 

Tx- 3 13 

TX+ 4 25 

  24 

  10 

  11 

  22 

  23 
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RS232 (Diagram 5 ~ Diagram 7) 

Diagram 5 

cMT Series cMT3151 

eMT Series eMT3070/ eMT3105 / eMT3120 / eMT3150 

MT-iE MT8073iE / MT8102iE 

MT-XE MT8092XE 

MT-iP MT6103iP 

 

HMI  PLC 

 COM1 COM3  RS232 

25P D-Sub 

Male 
RS232 

9P Female 

RS232 

9P Female 

Rx 2 8  2 

Tx 3 7  3 

GND 5 5  7 

   4 

  5 
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Diagram 6 

cMT Series cMT-SVR 

mTV mTV 

MT-iE MT8070iE / MT6070iE / MT8100iE / MT8121iE / MT8150iE / 

MT8071iE / MT6071iE / MT8072iE / MT6072iE / MT8073iE / 

MT8101iE / MT8102iE / MT8103iE  

MT-XE MT8121XE / MT8150XE / MT8090XE 

 

HMI 
 

 

 

 

 

PLC 

 COM1 RS232 

25P D-Sub 

Male 
RS232 

9P Female 

Rx 2 2 

Tx 3 3 

GND 5 7 

  4 

  5 

 

Diagram 7 

MT-iE MT8050iE 

MT-iP MT6051iP / MT6071iP / MT8071iP 

 

HMI 
 

 

 

 

 

PLC 

 COM1 RS232 

25P D-Sub 

Male 
RS232 

9P Female 

Rx 9 2 

Tx 6 3 

GND 5 7 

  4 

  5 
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GE Fanuc RX3i 

Website: http://www.ge.com 

HMI Setting: 

Parameters Recommended Options Notes 

PLC type GE Fanuc RX3i  

PLC I/F RS232 RS232, RS485  

Baud rate 19200 1200~115200  

Data bits 8   

Parity Odd None, Even, Odd  

Stop bits 1 1 or 2  

SNP ID 1 0~255 (None)  

PLC Setting: 

Port Mode SNP Slave 

Device Address: 

Bit/Word Device type Format Range Memo 

B I DDDDD 1 ~ 32768  

B Q DDDDD 1 ~ 32768  

B M DDDDD 1 ~ 32768  

B G DDDDD 1 ~ 32768  

B T DDDDD 1 ~ 32768  

B SA DDDDD 1 ~ 32768  

B SB DDDDD 1 ~ 32768  

B SC DDDDD 1 ~ 32768  

B S DDDDD 1 ~ 32768  

W AI DDDDD 1 ~ 32768  

W AQ DDDDD 1 ~ 32768  

W R DDDDD 1 ~ 32768  

http://www.ge.com/
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Wiring Diagram: 

GE Fanuc RX3i COM1 (Diagram 1 ~ Diagram 3) 

Diagram 1 

cMT Series cMT3151 

eMT Series eMT3070/ eMT3105 / eMT3120 / eMT3150 

MT-iE MT8073iE / MT8102iE 

MT-XE MT8092XE 

MT-iP MT6103iP 

 

HMI  PLC 

 COM1 COM3  RS232 

9P D-Sub 

Male 
RS232 

9P Female 

RS232 

9P Female 

Rx 2 8  2 

Tx 3 7  3 

GND 5 5  5 

 

 

Diagram 2 

cMT Series cMT-SVR 

mTV mTV 

MT-iE MT8070iE / MT6070iE / MT8100iE / MT8121iE / MT8150iE / 

MT8071iE / MT6071iE / MT8072iE / MT6072iE / MT8073iE / 

MT8101iE / MT8102iE / MT8103iE  

MT-XE MT8121XE / MT8150XE / MT8090XE 
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HMI 
 

 

 

 

 

PLC 

 COM1 RS232 

9P D-Sub 

Male 
RS232 

9P Female 

Rx 2 2 

Tx 3 3 

GND 5 5 

 

 

Diagram 3 

MT-iE MT8050iE 

MT-iP MT6051iP / MT6071iP / MT8071iP 

 

HMI 
 

 

 

 

 

PLC 

 COM1 RS232 

9P D-Sub 

Male 
RS232 

9P Female 

Rx 9 2 

Tx 6 3 

GND 5 5 

 

 

GE Fanuc RX3i COM2 RS485 4W (Diagram 4 ~ Diagram 7) 

Diagram 4 

cMT Series cMT3151 

eMT Series eMT3070/ eMT3105 / eMT3120 / eMT3150 

MT-iE MT8070iE / MT6070iE / MT8100iE / MT8121iE / MT8150iE 

MT-XE MT8121XE / MT8150XE 
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HMI 
 

 

 

 

 

PLC 

 COM1 RS485 4W  

15P D-Sub 

 Male 
RS485 4W 

9P Male 

Rx- 1 12 

Rx+ 2 13 

GND 5 7 

Tx- 3 10 

TX+ 4 11 

  9 

  6 

  15 

  8 

  14 

 

Diagram 5 

cMT Series cMT-SVR 

mTV mTV 

 

HMI 
 

 

 

 

 

PLC 

 COM2 RS485 4W 

15P D-Sub 

 Male 
RS485 4W 

9P Female 

Rx- 7 12 

Rx+ 6 13 

GND 5 7 

Tx- 9 10 

TX+ 8 11 

  9 

  6 

  15 

  8 

  14 

 



                                                            PLC Connection Guide  

286 

 

Diagram 6 

MT-iE MT8071iE / MT6071iE / MT8072iE / MT6072iE / MT8073iE / 

MT8101iE / MT8102iE / MT8103iE 

MT-XE MT8090XE / MT8092XE 

MT-iP MT6071iP / MT8071iP / MT6103iP 

 

HMI 
 

 

 

 

 

PLC 

 COM2 RS485 4W 

15P D-Sub 

 Male 
RS485 4W 

9P Male 

Rx- 1 12 

Rx+ 2 13 

GND 5 7 

Tx- 3 10 

TX+ 4 11 

  9 

  6 

  15 

  8 

  14 
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Diagram 7 

MT-iE MT8050iE 

MT-iP MT6051iP  

 

HMI 
 

 

 

 

 

PLC 

 COM1 RS485 4W 

15P D-Sub 

 Male 
RS485 4W 

9P Female 

Rx- 1 12 

Rx+ 2 13 

GND 5 7 

Tx- 3 10 

TX+ 4 11 

  9 

  6 

  15 

  8 

  14 
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GE Fanuc RX3i (Ethernet) 

Website: http://www.ge.com 

HMI Setting: 

Parameters Recommended Options Notes 

PLC type GE Fanuc RX3i (Ethernet)  

PLC I/F Ethernet   

Port no. 18245   

Device Address: 

Bit/Word Device type Format Range Memo 

B I DDDDD 1 ~ 32768  

B Q DDDDD 1 ~ 32768  

B M DDDDD 1 ~ 32768  

B G DDDD 1 ~ 7680  

B T DDDD 1 ~ 1024  

B SA DDD 1 ~ 128  

B SB DDD 1 ~ 128  

B SC DDD 1 ~ 128  

B S DDD 1 ~ 128  

W AI DDDDD 1 ~ 32640  

W AQ DDDDD 1 ~ 32640  

W R DDDDD 1 ~ 32640  

Wiring Diagram: 

Ethernet cable: 

 

 

http://www.ge.com/
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GE Fanuc Series 90-30 (Ethernet) 

Supported Series: GE 90-30 series, CPU model 374plus. 

HMI Setting: 

Parameters Recommended Options Notes 

PLC type GE Fanuc Series 90-30 (Ethernet)  

PLC I/F Ethernet   

Port no. 18245   

PLC sta. no. 1 1~99  

Device Address: 

Bit/Word Device type Format Range Memo 

B I_Bit DDDDD 1 ~ 32768  

B Q_Bit DDDDD 1 ~ 32768  

B M_Bit DDDDD 1 ~ 32768  

B G_Bit DDDDD 1 ~ 32768  

B T_Bit DDDDD 1 ~ 32768  

B SA_Bit DDDDD 1 ~ 32768 Read Only 

B SB_Bit DDDDD 1 ~ 32768 Read Only 

B SC_Bit DDDDD 1 ~ 32768 Read Only 

B S_Bit DDDDD 1 ~ 32768 Read Only 

B R_Bit DDDDDdd 100 ~ 3276815  

B W_Bit DDDDDDDdd 100 ~ 500000015  

W I DDDDD 1 ~ 32753 
Address increment by 8 

words, ex: I1, I9, I17, I25é.. 

W Q DDDDD 1 ~ 32753 
The rule is same as above, 

ex:Q1, Q9, Q17é 

W M DDDDD 1 ~ 32753 
The rule is same as above, 

ex:M1, M9, M17.. 

W G DDDDD 1 ~ 32753 
The rule is same as above, 

ex:G1, G9, G17é 

W T DDDD 1 ~ 1024 
The rule is same as above, 

ex:T1, T9, T17é. 

W SA DDDDD 1 ~ 32753 
Read only, the rule is same as 

above 
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Bit/Word Device type Format Range Memo 

W SB DDDDD 1 ~ 32753 
Read only, the rule is same as 

above 

W SC DDDDD 1 ~ 32753 
Read only, the rule is same as 

above 

W S DDDDD 1 ~ 32753 
Read only, the rule is same as 

above 

W R DDDDD 1 ~ 32768  

W AI DDDDD 1 ~ 32768  

W AQ DDDDD 1 ~ 32768  

W W DDDDDDD 1 ~ 5000000  

 

Wiring Diagram: 

Diagram 1 

Ethernet cable: 
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GE Fanuc SNP-X 

Supported Series: GE Fanuc 90-30 , 90 micro and VersaMax series PLC , 90-70 series 

with CMM711 module. 

Website: http://www.ge.com 

HMI Setting: 

Parameters Recommended Options Notes 

PLC type GE Fanuc SNP-X  

PLC I/F RS485 4W RS232/RS485  

Baud rate 19200 9600 ~ 115200   

Data bits 8 7, 8 Must set to 8 for this protocol 

Parity Odd Even, Odd, None  

Stop bits 1 1, 2  

PLC sta. no. 0 0-255 Does not apply to this protocol 

PLC Setting: 

Refer to the related PLC manual. 

Device Address: 

Bit/Word Device 

type 

Format Range Memo 

B I DDDDD 1 ~ 10000 Input relay 

B Q DDDDD 1 ~ 10000 Output relay 

B M DDDDD 1 ~ 10000 Auxiliary relay 

B G DDDD 1 ~ 7680  

B T DDD 1 ~ 256  

B SA DDD 1 ~ 128  

B SB DDD 1 ~ 128  

B SC DDD 1 ~ 128  

B S DDD 1 ~ 128  

B R_bit DDDDDdd 100 ~ 3264015 Data register bit 

W AI DDDDD 1 ~ 10000 Analog input register 

W AQ DDDDD 1 ~ 10000 Analog output register 

W R DDDDD 1 ~ 32640 Data register 

 

http://www.ge.com/
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Wiring Diagram: 

CPU Port 90-30/VersaMax (Diagram 1 ~ Diagram 4) 

Diagram 1 

cMT Series cMT3151 

eMT Series eMT3070/ eMT3105 / eMT3120 / eMT3150 

MT-iE MT8070iE / MT6070iE / MT8100iE / MT8121iE / MT8150iE 

MT-XE MT8121XE / MT8150XE 

 

HMI 
 

 

 

 

 

PLC 

 COM1 RS422 

15P D-Sub 

 Male 
RS485 4W 

9P Male 

Rx- 1 12 

Rx+ 2 13 

GND 5 7 

Tx- 3 10 

TX+ 4 11 

  9 

  6 

  15 

  8 

  14 
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Diagram 2  

cMT Series cMT-SVR 

mTV mTV 

 

HMI 
 

 

 

 

 

PLC 

 COM2 RS422 

15P D-Sub 

 Male 
RS485 4W 

9P Female 

Rx- 7 12 

Rx+ 6 13 

GND 5 7 

Tx- 9 10 

TX+ 8 11 

  9 

  6 

  15 

  8 

  14 
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Diagram 3 

MT-iE MT8071iE / MT6071iE / MT8072iE / MT6072iE / MT8073iE / 

MT8101iE / MT8102iE / MT8103iE 

MT-XE MT8090XE / MT8092XE 

MT-iP MT6071iP / MT8071iP / MT6103iP 

 

HMI 
 

 

 

 

 

PLC 

 COM2 RS422 

15P D-Sub 

 Male 
RS485 4W 

9P Male 

Rx- 1 12 

Rx+ 2 13 

GND 5 7 

Tx- 3 10 

TX+ 4 11 

  9 

  6 

  15 

  8 

  14 
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Diagram 4 

MT-iE MT8050iE 

MT-iP MT6051iP  

 

HMI 
 

 

 

 

 

PLC 

 COM1 RS422 

15P D-Sub 

 Male 
RS485 4W 

9P Female 

Rx- 1 12 

Rx+ 2 13 

GND 5 7 

Tx- 3 10 

TX+ 4 11 

  9 

  6 

  15 

  8 

  14 
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CPU Port (90-30 series CPU351/352/363/364) (Diagram 5 ~ Diagram 7) 

Diagram 5 

cMT Series cMT3151 

eMT Series eMT3070/ eMT3105 / eMT3120 / eMT3150 

MT-iE MT8073iE / MT8102iE 

MT-XE MT8092XE 

MT-iP MT6103iP 

 

HMI  PLC 

 COM1 COM3  RS232 

6P RJ11 

Male 
RS232 

9P Female 

RS232 

9P Female 

Rx 2 8  2 

Tx 3 7  5 

GND 5 5  3 
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Diagram 6 

cMT Series cMT-SVR 

mTV mTV 

MT-iE MT8070iE / MT6070iE / MT8100iE / MT8121iE / MT8150iE / 

MT8071iE / MT6071iE / MT8072iE / MT6072iE / MT8073iE / 

MT8101iE / MT8102iE / MT8103iE  

MT-XE MT8121XE / MT8150XE / MT8090XE 

 

HMI 
 

 

 

 

 

PLC 

 COM1 RS232 

6P RJ11 

Male 
RS232 

9P Female 

Rx 2 2 

Tx 3 5 

GND 5 3 

 

Diagram 7 

MT-iE MT8050iE 

MT-iP MT6051iP / MT6071iP / MT8071iP 

 

HMI 
 

 

 

 

 

PLC 

 COM1 RS232 

6P RJ11 

Male 
RS232 

9P Female 

Rx 9 2 

Tx 6 5 

GND 5 3 
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CPU Port (VersaMax series CPU001/002/005/E05) (Diagram 8 ~ Diagram 10) 

Diagram 8 

cMT Series cMT3151 

eMT Series eMT3070/ eMT3105 / eMT3120 / eMT3150 

MT-iE MT8073iE / MT8102iE 

MT-XE MT8092XE 

MT-iP MT6103iP 

 

HMI  PLC 

 COM1 COM3  RS232 

8P RJ45 

Male 
RS232 

9P Female 

RS232 

9P Female 

Rx 2 8  4 

Tx 3 7  3 

GND 5 5  8 

 

Diagram 9 

cMT Series cMT-SVR 

mTV mTV 

MT-iE MT8070iE / MT6070iE / MT8100iE / MT8121iE / MT8150iE / 

MT8071iE / MT6071iE / MT8072iE / MT6072iE / MT8073iE / 

MT8101iE / MT8102iE / MT8103iE  

MT-XE MT8121XE / MT8150XE / MT8090XE 

 

HMI 
 

 

 

 

 

PLC 

 COM1 RS232 

9P D-Sub 

Male 
RS232 

9P Female 

Rx 2 4 

Tx 3 3 

GND 5 8 
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Diagram 10 

MT-iE MT8050iE 

MT-iP MT6051iP / MT6071iP / MT8071iP 

 

HMI 
 

 

 

 

 

PLC 

 COM1 RS232 

9P D-Sub 

Male 
RS232 

9P Female 

Rx 9 4 

Tx 6 3 

GND 5 8 
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GE Fanuc VersaMax (Ethernet) 

Supported Series: GE Fanuc VersaMax controllers 

Website: http://www.ge.com 

HMI Setting: 

Parameters Recommended Options Notes 

PLC type GE Fanuc VersaMax (Ethernet)  

PLC I/F Ethernet   

Port no. 18245   

Device Address: 

Bit/Word Device type Format Range Memo 

B I DDDDD 1 ~ 32768  

B Q DDDDD 1 ~ 32768  

B M DDDDD 1 ~ 32768  

B G DDDDD 1 ~ 7680  

B T DDDDD 1 ~ 1024  

B SA DDDDD 1 ~ 128  

B SB DDDDD 1 ~ 128  

B SC DDDDD 1 ~ 128  

B S DDDDD 1 ~ 128  

W AI DDDDD 1 ~ 32640  

W AQ DDDDD 1 ~ 32640  

W R DDDDD 1 ~ 32640  

W IW DDDD 1 ~ 2048  

W QW DDDD 1 ~ 2048  

W MW DDDD 1 ~ 2048  

W GW DDD 1 ~ 480  

W TW DD 1 ~ 64  

W SW D 1 ~ 8  

 

  

http://www.ge.com/
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Wiring Diagram: 

Diagram 1 

Ethernet cable: 
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Haiwell PLC 

Support Series: Haiwell C series, T Series, H Series, N Series, S Series PLC 

Web: http://www.haiwell.com/ 

HMI Setting: 

Parameters Recommended Options Notes 

PLC type Haiwell PLC  

PLC I/F RS232 RS232,RS485 2W  

Baud rate 19200 19200  

Data bits 8 8  

Parity None None  

Stop bits 2 2  

PLC sta. no. 1 1~247  

Device Address: 

Bit/Word Device type Format Range Memo 

B X DDDD 0 ~ 1023 Input Switch 

B Y DDDD 0 ~ 1023 Output Switch 

B M DDDDD 0 ~ 12287 Internal Relay 

B T DDDD 0 ~ 1023 Timer (Output Coil State) 

B C DDD 0 ~ 255 Timer (Output Coil State) 

B SM DDD 0 ~ 215 System Status Bit 

B S DDDD 0 ~ 2047 Step Bit 

W CR DD 0 ~ 79 
Special Module Parameter 

Register 

W AI DDD 0 ~ 255 Analog Input Register 

W AQ DDD 0 ~ 255 Analog Output Register 

W V DDDDD 0 ~ 14847 Data Register 

W TCV DDDD 0 ~ 1023 Timer (current value register) 

W CCV DDD 0 ~ 255 Timer (current value register) 

W SV DDD 0 ~ 154 System Register 

 

http://www.haiwell.com/
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Wiring Diagram: 

The following is the view from the soldering point of a connector. 

 

RS232 4P Mini-Din (Diagram 1 ~ Diagram3) 

Diagram 1 

cMT Series cMT3151 

eMT Series eMT3070/ eMT3105 / eMT3120 / eMT3150 

MT-iE MT8073iE / MT8102iE 

MT-XE MT8092XE 

MT-iP MT6103iP 

 

HMI  PLC 

 COM1 COM3  RS232 

4P Mini-Din 

Male 
RS232 

9P Female 

RS232 

9P Female 

Rx 2 8  2 

Tx 3 7  1 

GND 5 5  3 
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Diagram 2 

cMT Series cMT-SVR 

mTV mTV 

MT-iE MT8070iE / MT6070iE / MT8100iE / MT8121iE / MT8150iE / 

MT8071iE / MT6071iE / MT8072iE / MT6072iE / MT8073iE / 

MT8101iE / MT8102iE / MT8103iE  

MT-XE MT8121XE / MT8150XE / MT8090XE 

 

HMI 
 

 

 

 

 

PLC 

 COM1 RS232 

4P Mini-Din 

Male 
RS232 

9P Female 

Rx 2 2 

Tx 3 1 

GND 5 3 

 

 

Diagram 3 

MT-iE MT8050iE 

MT-iP MT6051iP / MT6071iP / MT8071iP 

 

HMI 
 

 

 

 

 

PLC 

 COM1 RS232 

4P Mini-Din 

Male 
RS232 

9P Female 

Rx 9 2 

Tx 6 1 

GND 5 3 
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RS485 2W Terminal (Diagram 4 ~ Diagram9) 

Diagram 4  

cMT Series cMT3151 

eMT Series eMT3070/ eMT3105 / eMT3120 / eMT3150 

 

HMI  PLC 

 COM1 COM3  
RS485 2W 

Terminal 
RS485 2W 

9P Male 

RS485 2W 

9P Male 

Data- 1 6  B- 

Data+ 2 9  A+ 

GND 5 5   

 

 

Diagram 5  

cMT Series cMT-SVR 

mTV mTV 

 

HMI  PLC 

 COM2 COM3  
RS485 2W 

Terminal 
RS485 2W 

9P Female 

RS485 2W 

9P Female 

Data- 7 4  B- 

Data+ 6 1  A+ 

GND 5 5   
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Diagram 6  

MT-iE MT8070iE / MT6070iE / MT8100iE / MT8121iE / MT8150iE 

MT-XE MT8121XE / MT8150XE 

 

HMI  PLC 

 COM1 COM3  
RS485 2W 

Terminal 
RS485 2W 

9P Male 

RS485 2W 

9P Male 

Data- 1 7  B- 

Data+ 2 8  A+ 

GND 5 9   

 

Diagram 7  

MT-iE MT8071iE / MT6071iE / MT8072iE / MT6072iE / MT8073iE / 

MT8101iE / MT8102iE / MT8103iE 

MT-XE MT8090XE / MT8092XE 

MT-iP MT6103iP 

 

HMI  PLC 

 COM2 COM3  
RS485 2W 

Terminal 
RS485 2W 

9P Male 

RS485 2W 

9P Male 

Data- 1 6  B- 

Data+ 2 9  A+ 

GND 5 5   
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Diagram 8  

MT-iE MT8050iE 

MT-iP MT6051iP  

 

HMI  PLC 

 COM1 COM3  
RS485 2W 

Terminal 
RS485 2W 

9P Female 

RS485 2W 

9P Female 

Data- 1 7  B- 

Data+ 2 8  A+ 

GND 5 5   

 

Diagram 9  

MT-iP MT6071iP / MT8071iP  

 

HMI 
 

 

 

 

 

PLC 

 COM2 
RS485 2W 

Terminal RS485 2W 

9P Female 

Data- 1 B- 

Data+ 2 A+ 

GND 5  
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Haiwell PLC (Ethernet) 

Support Series: Haiwell C series, T Series, H Series, N Series, S Series PLC  

Web: http://www.haiwell.com/ 

HMI Setting: 

Parameters Recommended Options Notes 

PLC type Haiwell PLC (Ethernet)  

PLC I/F Ethernet   

Port no. 502   

Device Address: 

Bit/Word Device type Format Range Memo 

B X DDDD 0 ~ 1023 Input Switch 

B Y DDDD 0 ~ 1023 Output Switch 

B M DDDDD 0 ~ 12287 Internal Relay 

B T DDDD 0 ~ 1023 Timer (Output Coil State) 

B C DDD 0 ~ 255 Timer (Output Coil State) 

B SM DDD 0 ~ 215 System Status Bit 

B S DDDD 0 ~ 2047 Step Bit 

W CR DDD 0 ~ 255 
Special Module Parameter 
Register 

W AI DDD 0 ~ 255 Analog Input Register 

W AQ DDD 0 ~ 255 Analog Output Register 

W V DDDDD 0 ~ 14847 Data Register 

W TCV DDDD 0 ~ 1023 Timer (current value register) 

W CCV DDD 0 ~ 255 Timer (current value register) 

W SV DDD 0 ~ 900 System Register 

 

  

http://www.haiwell.com/
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Wiring Diagram: 

Diagram 1 

Ethernet cable: 

 

  



                                                            PLC Connection Guide  

310 

Hangzhou Maiou MO-TECH 

Support Series: LS GLOFA series GM3, GM4, GM6, GM7 CPU Port. 

Website: http://www.lgis.com/ 

HMI Setting: 

Parameters Recommended Options Notes 

PLC type Hangzhou Maiou MO-TECH  

PLC I/F RS232   

Baud rate 9600   

Data bits 8   

Parity None   

Stop bits 1   

PLC sta. no. 1   

Device Address: 

Bit/Word Device type Format Range Memo 

B MWX DDDdd 0 ~ 25515  

B MWX_NO_RPS DDDdd 0 ~ 25515  

W MW DDD 0 ~ 255  

W MW_NO_RPS DDD 0 ~ 255  

Wiring Diagram: 

Diagram 1 

cMT Series cMT3151 

eMT Series eMT3070/ eMT3105 / eMT3120 / eMT3150 

MT-iE MT8073iE / MT8102iE 

MT-XE MT8092XE 

MT-iP MT6103iP 

 

  

http://www.lgis.com/
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HMI  PLC 

 COM1 COM3  
RS232 

Terminal 
RS232 

9P Female 

RS232 

9P Female 

Rx 2 8  TD 

Tx 3 7  RD 

GND 5 5  GND 

 

 

Diagram 2 

cMT Series cMT-SVR 

mTV mTV 

MT-iE MT8070iE / MT6070iE / MT8100iE / MT8121iE / MT8150iE / 

MT8071iE / MT6071iE / MT8072iE / MT6072iE / MT8073iE / 

MT8101iE / MT8102iE / MT8103iE  

MT-XE MT8121XE / MT8150XE / MT8090XE 

 

HMI 
 

 

 

 

 

PLC 

 COM1 
RS232 

Terminal 
RS232 

9P Female 

Rx 2 TD 

Tx 3 RD 

GND 5 GND 
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Diagram 3 

MT-iE MT8050iE 

MT-iP MT6051iP / MT6071iP / MT8071iP 

 

HMI 
 

 

 

 

 

PLC 

 COM1 
RS232 

Terminal 
RS232 

9P Female 

Rx 9 TD 

Tx 6 RD 

GND 5 GND 
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Hanyoung Controller 

Supported Series: Temperature Controller. 

Website: http://hynux.com/kor/ 

HMI Setting: 

Parameters Recommended Options Notes 

PLC type Hanyoung Controller  

PLC I/F RS485 4W   

Baud rate 9600   

Data bits 8 7 or 8  

Parity None Even, Odd, None  

Stop bits 1 1 or 2  

PLC sta. no. 1 0-255  

 

*In System Parameter Settings / Device Settings / COM Settings, set Parameter 1 to ñ1ò to 

support Check Sum Mode. 

 

http://hynux.com/kor/
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Device Address: 

Bit/Word Device type Format Range Memo 

B I DDDD 1 ~ 9999  

W D DDDD 1 ~ 9999  

 

Wiring Diagram: 

Diagram 1 

cMT Series cMT3151 

eMT Series eMT3070/ eMT3105 / eMT3120 / eMT3150 

MT-iE MT8070iE / MT6070iE / MT8100iE / MT8121iE / MT8150iE 

MT-XE MT8121XE / MT8150XE 

 

HMI 
 

 

 

 

 

PLC 

 COM1 Han Young 

RS422 

terminal 
RS485 4W 

9P Male 

Rx- 1 32 

Rx+ 2 31 

Tx- 3 34 

TX+ 4 33 

GND 5  
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Diagram 2 

cMT Series cMT-SVR 

mTV mTV 

 

HMI 
 

 

 

 

 

PLC 

 COM2 Han Young 

RS422 

terminal 
RS485 4W 

9P Female 

Rx- 7 32 

Rx+ 6 31 

Tx- 9 34 

TX+ 8 33 

GND 5  

 

 

Diagram 3 

MT-iE MT8071iE / MT6071iE / MT8072iE / MT6072iE / MT8073iE / 

MT8101iE / MT8102iE / MT8103iE 

MT-XE MT8090XE / MT8092XE 

MT-iP MT6071iP / MT8071iP / MT6103iP 

 

HMI 
 

 

 

 

 

PLC 

 COM2 Han Young 

RS422 

terminal 
RS485 4W 

9P Male 

Rx- 1 32 

Rx+ 2 31 

Tx- 3 34 

TX+ 4 33 

GND 5  
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Diagram 4 

MT-iE MT8050iE 

MT-iP MT6051iP  

 

HMI 
 

 

 

 

 

PLC 

 COM1 Han Young 

RS422 

terminal 
RS485 4W 

9P Female 

Rx- 1 32 

Rx+ 2 31 

Tx- 3 34 

TX+ 4 33 

GND 5  
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HAWE PLVC 

Supported Series: HAWE PLVC 

Website: http://www.hawe.de/de/home/ 

HMI Setting: 

Parameters Recommended Options Notes 

PLC type HAWE PLVC   

PLC I/F RS232   

Baud rate 9600   

Data bits 8   

Parity None   

Stop bits 1   

PLC sta. no. 0   

Device Address: 

Bit/Word Device type Format Range Memo 

B X HHHH 0 ~ ffff Input Bits 

B Y HHHH 0 ~ ffff Output Bits 

B M DDDDD 0 ~ 65535 Internal Relays 

B T DDDDD 0 ~ 65535  

B C DDDDD 0 ~ 65535  

B B HHHH 0 ~ ffff  

B F DDDDD 0 ~ 65535  

W TV DDDDD 0 ~ 65535 Timer Preset Value 

W CV DDDDD 0 ~ 65535 Counter Preset Value 

W D DDDDD 0 ~ 65535 Data Registers 

W W HHHH 0 ~ ffff  

W R DDDDD 0 ~ 65535  

 

http://www.hawe.de/de/home/
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Wiring Diagram: 

Diagram 1 

cMT Series cMT3151 

eMT Series eMT3070/ eMT3105 / eMT3120 / eMT3150 

MT-iE MT8073iE / MT8102iE 

MT-XE MT8092XE 

MT-iP MT6103iP 

 

HMI  PLC 

 COM1 COM3  
RS232 

Terminal 
RS232 

9P Female 

RS232 

9P Female 

Rx 2 8  TXD 

Tx 3 7  RXD 

GND 5 5  GND 

 

  


































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































